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ALTERNATE BID
ELIMINATE THE PENTHOUSE ON LEVEL 9 - WING A INCLUDING, BUT NOT LIMITED TO, DEMOLITION,
STRUCTURE, FLOORS, EXTERIOR WALLS, ROOF, AND TIE INTO EXISTING PENTHOUSE INCLUDING
ROOFING REPAIR AND SOME ROOF PAVERS.  STAIR #3 WILL NOT BE EXTENED UP FROM LEVEL 8
TO THE PENTHOUSE.  THE EXISTING CONCRETE STAIR TO THE PENTHOUSE SHALL REMAIN.  THE
DATA ROOM WILL BE BUILT IN THE PORTION OF THE PROPOSED A8011 - CONFERENCE EAST OF
COLUMN LINE 10.

1

1

DEMOLITION GENERAL NOTES
1. BUILDING PLANS HAVE BEEN SHOWN ACCORDING TO EXISTING DRAWINGS, FIELD NOTES AND
MEASUREMENTS. CONDITIONS AND DIMENSIONS SHALL BE FIELD VERIFIED BY CONTRACTORS AND
DISCREPANCIES REPORTED TO THE ARCHITECT AND OWNER.

2. PROVIDE PHOTOGRAPHIC DOCUMENTATION OF EXISTING CONDITIONS TO REMAIN ADJACENT TO
DEMOLITION WORK TO DOCUMENT CONDITIONS FOR FUTURE REFERENCE.

3. DASHED LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO BE REMOVED.  DISPOSE OF EVERYTHING INCLUDING, BUT NOT LIMITED TO EXPOSED
ITEMS, ITEMS ABOVE CEILINGS AND ITEMS INSIDE OF WALLS.

4. SOLID LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO REMAIN.  PROTECT FROM DAMAGE DURING DEMOLITION AND CONSTRUCTION.

5. SCHEDULE MEETING WITH OWNER TO REVIEW AND COORDINATE ALL FURNITURE, FIXTURES AND
EQUIPMENT (F.F.E.) IN AREAS OF DEMOLITION TO BE SALVAGED.  ASSIST OWNER WITH MOVING
ITEMS TO OWNER STORAGE ROOM.  OWNER SALVAGE ITEMS INCLUDE, BUT ARE NOT LIMITED TO:
CLOCKS, INTERCOMS, FIRE EXTINGUISHERS, CAMERAS, ETC.

6. SCOPE OF DEMOLITION AND REMOVAL WORK SHALL NOT BE LIMITED BY THE CONSTRUCTION
DOCUMENTS, BUT SHALL INCLUDE ALL WORK NECESSARY TO FACILITATE NEW CONSTRUCTION.

7.  CEILING DEMOLITION SHALL  INCLUDE ALL SOFFITS AND FRAMING, UNLESS NOTED OTHERWISE.
FINISH FLOORING DEMOLITION SHALL EXTEND DOWN TO STRUCTURAL SUBSTRATE AND SHALL
INCLUDE ALL / MULTIPLE LAYERS, IF THEY EXIST.  ORIGINAL SUBSTRATE TO REMAIN SHALL BE
PREPARED TO RECEIVE NEW PATCHING MATERIAL AND NEW FINISHES.

8. DEMOLITION WORK PERFORMED THAT IS NOT REQUIRED FOR NEW CONSTRUCTION SHALL BE
REPAIRED OR REPLACED TO MATCH EXISTING CONDITIONS AT NO CHARGE TO THE OWNER.

9. PROVIDE TEMPORARY CONSTRUCTION AND SAFEGUARDS TO COMPLY WITH THE PROJECT
MANUAL, BUILDING CODES AND REGULATORY AGENCY REQUIREMENTS.  THIS INCLUDES, BUT IS
NOT LIMITED TO, CONSTRUCTION BARRIERS, COORDINATING OPERATION OF FIRE ALARM
SYSTEMS, SPRINKLER SYSTEMS, FIRE EXTINGUISHERS AND INTERIM LIFE SAFETY MEASURES.
BUILDING EXITING SHALL BE MAINTAINED AT ALL TIMES.

10. COORDINATE DEMOLITION WORK WITH NEW CONSTRUCTION AS SHOWN ON DRAWINGS.
REPORT ANY CONFLICTS TO THE ARCHITECT BEFORE DEMOLITION WORK BEGINS.

11. ALL CONTRACTORS SHALL MAINTAIN EXISTING BUILDING UTILITIES OPERATIONAL DURING
DEMOLITION AND CONSTRUCTION PHASES.  COORDINATE BUILDING UTILITY INTERRUPTIONS WITH
OWNER.  NOTIFY OWNER SEVEN (7) DAYS PRIOR TO INTERRUPTIONS.

12. EXISTING ROOM NUMBERS ARE SHOWN FOR REFERENCE AND INCLUDE AN "E" AT THE
BEGINNING OF THE NUMBER.  INTERIOR ARCHITECTURAL WORK IS NOT REQUIRED IN THESE
ROOMS BUT, MECHANICAL, ELECTRICAL AND PLUMBING WORK MAY PASS THROUGH THESE
ROOMS.

13. PROTECT AREAS ADJACENT TO DEMOLITION WORK DURING CONSTRUCTION.

14. MISSING, DAMAGED OR REMOVED FIRE PROOFING ON EXISTING STRUCTURE SHALL BE RE-
APPLIED AND REPAIRED TO MATCH EXISTING FIRE PROOFING SYSTEM.  CONFIRM UL SYSTEM
NUMBER WITH OWNER AND ARCHITECT BEFORE PROCEEDING WITH REPAIR.

15. CUT OPENINGS IN FLOOR SLABS AS REQUIRED FOR PIPING, DUCTWORK, CONDUIT, ETC. SEE
STRUCTURAL DRAWINGS FOR OPENING LIMITATIONS AND REINFORCEMENT REQUIREMENTS.

16.  REMOVE EXISTING PARTITIONS AS NOTED.  WHEN REMOVING RED CLAY TILE AND CERAMIC
TILE WALLS, REMOVE ALL BASE MATERIAL TO BELOW FLOOR SURFACE AND INFILL RESULTING
TRENCH WITH CONCRETE.  SAW CUT WIDER TRENCH IF NEEDED TO TRANSITION UNEVEN FLOORS
ON BOTH SIDES OF REMOVED WALL.  REVIEW EXTENT OF WALL REMOVAL WITH ARCHITECT PRIOR
TO DEMOLITION.

EXISTING CONSTRUCTION TO BE DEMOLISHED

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION KEY NOTES
1 REMOVE EXISTING PARTITION, DOORS, FRAMES, CASEWORK, MILLWORK, CEILINGS,

SOFFITS, WINDOW BLINDS, FLOOR FINISHES, ACCESSORIES, FIXTURES, EQUIPMENT, ETC.

2

3

4

REMOVE EXISTING PARTITION

REMOVE EXISTING DOOR AND FRAME

REMOVE EXISTING CASEWORK

5 REMOVE EXISTING ACOUSTICAL TILE CEILING AND GRID

6 REMOVE EXISTING GYPSUM BOARD CEILING AND SUSPENSION SYSTEM

7 REMOVE EXISTING FLOOR AND BASE FINISH

8 REMOVE EXISTING FIXTURE OR EQUIPMENT ITEM INCLUDING, BUT NOT LIMITED TO,
CLOCKS, LOCKERS, TACK BOARDS, CUBICLE CURTAIN TRACKS, ETC.

9 REMOVE EXISTING EXTERIOR MASONRY WALL, METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION

10 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION.

11 REMOVE EXISTING ALUMINUM WINDOW AND INSULATED GLAZING

12 REMOVE EXISTING EXPANSION JOINT COVER AND SYSTEM

13 NOT USED

15 REMOVE EXISTING ROOFING SYSTEM INCLUDING PAVERS, BALLAST, UNUSED EQUIP.
SUPPORTS, ROOF CURBS, WINDOW WASH TIE-BACKS, MEMBRANE, INSULATION AND
SUBSTRATE.  EXISTING STRUCTURE TO REMAIN

16 REMOVE EXISTING GYPSUM BOARD AT ONE SIDE OF PARTITION - STUDS SHALL REMAIN

17 REMOVE EXISTING GYPSUM BOARD SOFFIT AND WINDOW BLINDS

20 REMOVE EXISTING DOOR ORBIT LATCH SET

21 REMOVE EXISTING AUTOMATIC DOOR OPERATOR AND ASSOCIATED HARDWARE.

22 REMOVE EXISTING PLASTIC LAMINATE STORAGE CABINETS

23 REMOVE EXISTING CEILING MOUNTED MONITOR RACKS

24 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE, EXTERIOR INSULATED
METAL PANEL WALL, PURLINS AND COLUMNS SUPPORTING DEMOLISHED ROOF

25 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE AND FLOOR STRUCTURE

26 REMOVE EXISTING LOW PENTHOUSE ROOF, COLUMNS AND EXTERIOR MASONRY WALL

27 REMOVE EXISTING MECHANICAL DOG-HOUSE AND ROOF STRUCTURE.  DISCONNECT FIRE
ALARM SYSTEM WITHIN DOG-HOUSE.

28 REMOVE EXISTING ELEV CALL BUTTON PANEL, INDICATOR LIGHTS AND CEILING INDICATORS,
SAVE FOR REUSE.  REMOVE EXISTING MAIL SLOT AND ACCESSORIES.  COORDINATE  ALL
ELEVATOR  WORK W/ OWNER

14 REMOVE EXISTING GYPSUM BOARD, METAL STUDS AND WINDOW SILLS AT EXTERIOR WALL
- MASONRY SHALL REMAIN, UNLESS NOTED OTHERWISE

29 EXISTING P. TUBE TO REMAIN. COORDINATE w/ HVAC & VENDOR.

30 EXISTING WALL MOUNTED HEATER TO REMAIN.

31 CONTACT CELL PROVIDER TO COORDINATE EQUIPMENT RELOCATION PRIOR TO DEMOLITION OF
THIS AREA.  COSTS OF RELOCATIONS ARE RESPONSIBILITY OF CELL PROVIDER.  CONTACT INFO:
DAVE ELLIS, FIELD TECHNICAL SUPERVISOR
2301 KELBE DRIVE LITTLE CHUTE, WI 54140
(P) 920-707-7718  (F) 920-687-0129
DELLIS@AIRFIREMOBILE.COM, WWW.AIRFIREMOBILE.COM

32 RELOCATED CELL TOWER EQUIPMENT LOCATION BY OTHERS.  (N.I.C.)

33 REMOVE EXISTING FRAME, DOOR AND HARDWARE.  SAVE FOR REUSE.

34 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD UP
TO 7' - 6" AFF

35 REMOVE EXISTING ROOF LADDER.  SALVAGE & MODIFY TO REUSE AT NEW ROOF LADDER
LOCATIONS ON SHEETS AS-109A & AS-109B.

36 REMOVE EXISTING ROOF SCUPPER

18 REMOVE EXISTING HEADWALL AND BED LOCATOR BUMPERS

19 REMOVE EXISTING LAVATORY AND WALL CABINET ABOVE

37 REMOVE EXISTING CONCRETE STAIR.

38 REMOVE EXISTING STRUCTURE FOR NEW STAIR.  SEE STRUCTURAL DRAWINGS FOR
LIMITS

39 PROVIDE MINIMAL EXPLORATORY DEMOLITION AT EXTERIOR WALL WITH LOUVERS.  PROVIDE
DIGITAL PHOTOGRAPHS AND REPORT TO OWNER AND ARCHITECT TO CONFIRM
INSTALLATION OF NEW WALL.

40 REMOVE EXISTING P-TUBE STATION & REUSE AND/OR RETURN TO OWNER

41 REMOVE EXISTING WINDOW WASHING TIE-BACKS ON THIS ROOF LEVEL

42 PATCH, MATCH AND ALIGN EXISTING MASONRY CAVITY WALL AFTER DEMOLITION AS
REQUIRED FOR NEW CONSTRUCTION
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DEMOLITION GENERAL NOTES
1. BUILDING PLANS HAVE BEEN SHOWN ACCORDING TO EXISTING DRAWINGS, FIELD NOTES AND
MEASUREMENTS. CONDITIONS AND DIMENSIONS SHALL BE FIELD VERIFIED BY CONTRACTORS AND
DISCREPANCIES REPORTED TO THE ARCHITECT AND OWNER.

2. PROVIDE PHOTOGRAPHIC DOCUMENTATION OF EXISTING CONDITIONS TO REMAIN ADJACENT TO
DEMOLITION WORK TO DOCUMENT CONDITIONS FOR FUTURE REFERENCE.

3. DASHED LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO BE REMOVED.  DISPOSE OF EVERYTHING INCLUDING, BUT NOT LIMITED TO EXPOSED
ITEMS, ITEMS ABOVE CEILINGS AND ITEMS INSIDE OF WALLS.

4. SOLID LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO REMAIN.  PROTECT FROM DAMAGE DURING DEMOLITION AND CONSTRUCTION.

5. SCHEDULE MEETING WITH OWNER TO REVIEW AND COORDINATE ALL FURNITURE, FIXTURES AND
EQUIPMENT (F.F.E.) IN AREAS OF DEMOLITION TO BE SALVAGED.  ASSIST OWNER WITH MOVING
ITEMS TO OWNER STORAGE ROOM.  OWNER SALVAGE ITEMS INCLUDE, BUT ARE NOT LIMITED TO:
CLOCKS, INTERCOMS, FIRE EXTINGUISHERS, CAMERAS, ETC.

6. SCOPE OF DEMOLITION AND REMOVAL WORK SHALL NOT BE LIMITED BY THE CONSTRUCTION
DOCUMENTS, BUT SHALL INCLUDE ALL WORK NECESSARY TO FACILITATE NEW CONSTRUCTION.

7.  CEILING DEMOLITION SHALL  INCLUDE ALL SOFFITS AND FRAMING, UNLESS NOTED OTHERWISE.
FINISH FLOORING DEMOLITION SHALL EXTEND DOWN TO STRUCTURAL SUBSTRATE AND SHALL
INCLUDE ALL / MULTIPLE LAYERS, IF THEY EXIST.  ORIGINAL SUBSTRATE TO REMAIN SHALL BE
PREPARED TO RECEIVE NEW PATCHING MATERIAL AND NEW FINISHES.

8. DEMOLITION WORK PERFORMED THAT IS NOT REQUIRED FOR NEW CONSTRUCTION SHALL BE
REPAIRED OR REPLACED TO MATCH EXISTING CONDITIONS AT NO CHARGE TO THE OWNER.

9. PROVIDE TEMPORARY CONSTRUCTION AND SAFEGUARDS TO COMPLY WITH THE PROJECT
MANUAL, BUILDING CODES AND REGULATORY AGENCY REQUIREMENTS.  THIS INCLUDES, BUT IS
NOT LIMITED TO, CONSTRUCTION BARRIERS, COORDINATING OPERATION OF FIRE ALARM
SYSTEMS, SPRINKLER SYSTEMS, FIRE EXTINGUISHERS AND INTERIM LIFE SAFETY MEASURES.
BUILDING EXITING SHALL BE MAINTAINED AT ALL TIMES.

10. COORDINATE DEMOLITION WORK WITH NEW CONSTRUCTION AS SHOWN ON DRAWINGS.
REPORT ANY CONFLICTS TO THE ARCHITECT BEFORE DEMOLITION WORK BEGINS.

11. ALL CONTRACTORS SHALL MAINTAIN EXISTING BUILDING UTILITIES OPERATIONAL DURING
DEMOLITION AND CONSTRUCTION PHASES.  COORDINATE BUILDING UTILITY INTERRUPTIONS WITH
OWNER.  NOTIFY OWNER SEVEN (7) DAYS PRIOR TO INTERRUPTIONS.

12. EXISTING ROOM NUMBERS ARE SHOWN FOR REFERENCE AND INCLUDE AN "E" AT THE
BEGINNING OF THE NUMBER.  INTERIOR ARCHITECTURAL WORK IS NOT REQUIRED IN THESE
ROOMS BUT, MECHANICAL, ELECTRICAL AND PLUMBING WORK MAY PASS THROUGH THESE
ROOMS.

13. PROTECT AREAS ADJACENT TO DEMOLITION WORK DURING CONSTRUCTION.

14. MISSING, DAMAGED OR REMOVED FIRE PROOFING ON EXISTING STRUCTURE SHALL BE RE-
APPLIED AND REPAIRED TO MATCH EXISTING FIRE PROOFING SYSTEM.  CONFIRM UL SYSTEM
NUMBER WITH OWNER AND ARCHITECT BEFORE PROCEEDING WITH REPAIR.

15. CUT OPENINGS IN FLOOR SLABS AS REQUIRED FOR PIPING, DUCTWORK, CONDUIT, ETC. SEE
STRUCTURAL DRAWINGS FOR OPENING LIMITATIONS AND REINFORCEMENT REQUIREMENTS.

16.  REMOVE EXISTING PARTITIONS AS NOTED.  WHEN REMOVING RED CLAY TILE AND CERAMIC
TILE WALLS, REMOVE ALL BASE MATERIAL TO BELOW FLOOR SURFACE AND INFILL RESULTING
TRENCH WITH CONCRETE.  SAW CUT WIDER TRENCH IF NEEDED TO TRANSITION UNEVEN FLOORS
ON BOTH SIDES OF REMOVED WALL.  REVIEW EXTENT OF WALL REMOVAL WITH ARCHITECT PRIOR
TO DEMOLITION.

EXISTING CONSTRUCTION TO BE DEMOLISHED

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION KEY NOTES
1 REMOVE EXISTING PARTITION, DOORS, FRAMES, CASEWORK, MILLWORK, CEILINGS,

SOFFITS, WINDOW BLINDS, FLOOR FINISHES, ACCESSORIES, FIXTURES, EQUIPMENT, ETC.

2

3

4

REMOVE EXISTING PARTITION

REMOVE EXISTING DOOR AND FRAME

REMOVE EXISTING CASEWORK

5 REMOVE EXISTING ACOUSTICAL TILE CEILING AND GRID

6 REMOVE EXISTING GYPSUM BOARD CEILING AND SUSPENSION SYSTEM

7 REMOVE EXISTING FLOOR AND BASE FINISH

8 REMOVE EXISTING FIXTURE OR EQUIPMENT ITEM INCLUDING, BUT NOT LIMITED TO,
CLOCKS, LOCKERS, TACK BOARDS, CUBICLE CURTAIN TRACKS, ETC.

9 REMOVE EXISTING EXTERIOR MASONRY WALL, METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION

10 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION.

11 REMOVE EXISTING ALUMINUM WINDOW AND INSULATED GLAZING

12 REMOVE EXISTING EXPANSION JOINT COVER AND SYSTEM

13 NOT USED

15 REMOVE EXISTING ROOFING SYSTEM INCLUDING PAVERS, BALLAST, UNUSED EQUIP.
SUPPORTS, ROOF CURBS, WINDOW WASH TIE-BACKS, MEMBRANE, INSULATION AND
SUBSTRATE.  EXISTING STRUCTURE TO REMAIN

16 REMOVE EXISTING GYPSUM BOARD AT ONE SIDE OF PARTITION - STUDS SHALL REMAIN

17 REMOVE EXISTING GYPSUM BOARD SOFFIT AND WINDOW BLINDS

20 REMOVE EXISTING DOOR ORBIT LATCH SET

21 REMOVE EXISTING AUTOMATIC DOOR OPERATOR AND ASSOCIATED HARDWARE.

22 REMOVE EXISTING PLASTIC LAMINATE STORAGE CABINETS

23 REMOVE EXISTING CEILING MOUNTED MONITOR RACKS

24 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE, EXTERIOR INSULATED
METAL PANEL WALL, PURLINS AND COLUMNS SUPPORTING DEMOLISHED ROOF

25 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE AND FLOOR STRUCTURE

26 REMOVE EXISTING LOW PENTHOUSE ROOF, COLUMNS AND EXTERIOR MASONRY WALL

27 REMOVE EXISTING MECHANICAL DOG-HOUSE AND ROOF STRUCTURE.  DISCONNECT FIRE
ALARM SYSTEM WITHIN DOG-HOUSE.

28 REMOVE EXISTING ELEV CALL BUTTON PANEL, INDICATOR LIGHTS AND CEILING INDICATORS,
SAVE FOR REUSE.  REMOVE EXISTING MAIL SLOT AND ACCESSORIES.  COORDINATE  ALL
ELEVATOR  WORK W/ OWNER

14 REMOVE EXISTING GYPSUM BOARD, METAL STUDS AND WINDOW SILLS AT EXTERIOR WALL
- MASONRY SHALL REMAIN, UNLESS NOTED OTHERWISE

29 EXISTING P. TUBE TO REMAIN. COORDINATE w/ HVAC & VENDOR.

30 EXISTING WALL MOUNTED HEATER TO REMAIN.

31 CONTACT CELL PROVIDER TO COORDINATE EQUIPMENT RELOCATION PRIOR TO DEMOLITION OF
THIS AREA.  COSTS OF RELOCATIONS ARE RESPONSIBILITY OF CELL PROVIDER.  CONTACT INFO:
DAVE ELLIS, FIELD TECHNICAL SUPERVISOR
2301 KELBE DRIVE LITTLE CHUTE, WI 54140
(P) 920-707-7718  (F) 920-687-0129
DELLIS@AIRFIREMOBILE.COM, WWW.AIRFIREMOBILE.COM

32 RELOCATED CELL TOWER EQUIPMENT LOCATION BY OTHERS.  (N.I.C.)

33 REMOVE EXISTING FRAME, DOOR AND HARDWARE.  SAVE FOR REUSE.

34 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD UP
TO 7' - 6" AFF

35 REMOVE EXISTING ROOF LADDER.  SALVAGE & MODIFY TO REUSE AT NEW ROOF LADDER
LOCATIONS ON SHEETS AS-109A & AS-109B.

36 REMOVE EXISTING ROOF SCUPPER

18 REMOVE EXISTING HEADWALL AND BED LOCATOR BUMPERS

19 REMOVE EXISTING LAVATORY AND WALL CABINET ABOVE

37 REMOVE EXISTING CONCRETE STAIR.

38 REMOVE EXISTING STRUCTURE FOR NEW STAIR.  SEE STRUCTURAL DRAWINGS FOR
LIMITS

39 PROVIDE MINIMAL EXPLORATORY DEMOLITION AT EXTERIOR WALL WITH LOUVERS.  PROVIDE
DIGITAL PHOTOGRAPHS AND REPORT TO OWNER AND ARCHITECT TO CONFIRM
INSTALLATION OF NEW WALL.

40 REMOVE EXISTING P-TUBE STATION & REUSE AND/OR RETURN TO OWNER

41 REMOVE EXISTING WINDOW WASHING TIE-BACKS ON THIS ROOF LEVEL

42 PATCH, MATCH AND ALIGN EXISTING MASONRY CAVITY WALL AFTER DEMOLITION AS
REQUIRED FOR NEW CONSTRUCTION
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REMOVE EXTERIOR BUILDING
SIGN.  STORE AND PROTECT
FOR REUSE.

8D ONLY:  DEMOLITION REQUIRING
HAMMER DRILLS, JACK HAMMERS OR
CHIPPING HAMMERS MUST BE
SCHEDULED AFTER SURGERY IS
COMPLETED FOR THE DAY,
APPROXIMATELY 4 PM - 6 PM UNTIL 7 AM.
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CONTRACTOR SHALL COORDINATE AND
PROVIDE TEMPORARY BARRIERS, PHASING
AND OTHER CONSIDERATIONS TO MAINTAIN
EXISTING MECHANICAL ROOM AND
SURGERY SUITE OPERATIONS

41

41

41

1

1

1

DEMOLITION GENERAL NOTES
1. BUILDING PLANS HAVE BEEN SHOWN ACCORDING TO EXISTING DRAWINGS, FIELD NOTES AND
MEASUREMENTS. CONDITIONS AND DIMENSIONS SHALL BE FIELD VERIFIED BY CONTRACTORS AND
DISCREPANCIES REPORTED TO THE ARCHITECT AND OWNER.

2. PROVIDE PHOTOGRAPHIC DOCUMENTATION OF EXISTING CONDITIONS TO REMAIN ADJACENT TO
DEMOLITION WORK TO DOCUMENT CONDITIONS FOR FUTURE REFERENCE.

3. DASHED LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO BE REMOVED.  DISPOSE OF EVERYTHING INCLUDING, BUT NOT LIMITED TO EXPOSED
ITEMS, ITEMS ABOVE CEILINGS AND ITEMS INSIDE OF WALLS.

4. SOLID LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO REMAIN.  PROTECT FROM DAMAGE DURING DEMOLITION AND CONSTRUCTION.

5. SCHEDULE MEETING WITH OWNER TO REVIEW AND COORDINATE ALL FURNITURE, FIXTURES AND
EQUIPMENT (F.F.E.) IN AREAS OF DEMOLITION TO BE SALVAGED.  ASSIST OWNER WITH MOVING
ITEMS TO OWNER STORAGE ROOM.  OWNER SALVAGE ITEMS INCLUDE, BUT ARE NOT LIMITED TO:
CLOCKS, INTERCOMS, FIRE EXTINGUISHERS, CAMERAS, ETC.

6. SCOPE OF DEMOLITION AND REMOVAL WORK SHALL NOT BE LIMITED BY THE CONSTRUCTION
DOCUMENTS, BUT SHALL INCLUDE ALL WORK NECESSARY TO FACILITATE NEW CONSTRUCTION.

7.  CEILING DEMOLITION SHALL  INCLUDE ALL SOFFITS AND FRAMING, UNLESS NOTED OTHERWISE.
FINISH FLOORING DEMOLITION SHALL EXTEND DOWN TO STRUCTURAL SUBSTRATE AND SHALL
INCLUDE ALL / MULTIPLE LAYERS, IF THEY EXIST.  ORIGINAL SUBSTRATE TO REMAIN SHALL BE
PREPARED TO RECEIVE NEW PATCHING MATERIAL AND NEW FINISHES.

8. DEMOLITION WORK PERFORMED THAT IS NOT REQUIRED FOR NEW CONSTRUCTION SHALL BE
REPAIRED OR REPLACED TO MATCH EXISTING CONDITIONS AT NO CHARGE TO THE OWNER.

9. PROVIDE TEMPORARY CONSTRUCTION AND SAFEGUARDS TO COMPLY WITH THE PROJECT
MANUAL, BUILDING CODES AND REGULATORY AGENCY REQUIREMENTS.  THIS INCLUDES, BUT IS
NOT LIMITED TO, CONSTRUCTION BARRIERS, COORDINATING OPERATION OF FIRE ALARM
SYSTEMS, SPRINKLER SYSTEMS, FIRE EXTINGUISHERS AND INTERIM LIFE SAFETY MEASURES.
BUILDING EXITING SHALL BE MAINTAINED AT ALL TIMES.

10. COORDINATE DEMOLITION WORK WITH NEW CONSTRUCTION AS SHOWN ON DRAWINGS.
REPORT ANY CONFLICTS TO THE ARCHITECT BEFORE DEMOLITION WORK BEGINS.

11. ALL CONTRACTORS SHALL MAINTAIN EXISTING BUILDING UTILITIES OPERATIONAL DURING
DEMOLITION AND CONSTRUCTION PHASES.  COORDINATE BUILDING UTILITY INTERRUPTIONS WITH
OWNER.  NOTIFY OWNER SEVEN (7) DAYS PRIOR TO INTERRUPTIONS.

12. EXISTING ROOM NUMBERS ARE SHOWN FOR REFERENCE AND INCLUDE AN "E" AT THE
BEGINNING OF THE NUMBER.  INTERIOR ARCHITECTURAL WORK IS NOT REQUIRED IN THESE
ROOMS BUT, MECHANICAL, ELECTRICAL AND PLUMBING WORK MAY PASS THROUGH THESE
ROOMS.

13. PROTECT AREAS ADJACENT TO DEMOLITION WORK DURING CONSTRUCTION.

14. MISSING, DAMAGED OR REMOVED FIRE PROOFING ON EXISTING STRUCTURE SHALL BE RE-
APPLIED AND REPAIRED TO MATCH EXISTING FIRE PROOFING SYSTEM.  CONFIRM UL SYSTEM
NUMBER WITH OWNER AND ARCHITECT BEFORE PROCEEDING WITH REPAIR.

15. CUT OPENINGS IN FLOOR SLABS AS REQUIRED FOR PIPING, DUCTWORK, CONDUIT, ETC. SEE
STRUCTURAL DRAWINGS FOR OPENING LIMITATIONS AND REINFORCEMENT REQUIREMENTS.

16.  REMOVE EXISTING PARTITIONS AS NOTED.  WHEN REMOVING RED CLAY TILE AND CERAMIC
TILE WALLS, REMOVE ALL BASE MATERIAL TO BELOW FLOOR SURFACE AND INFILL RESULTING
TRENCH WITH CONCRETE.  SAW CUT WIDER TRENCH IF NEEDED TO TRANSITION UNEVEN FLOORS
ON BOTH SIDES OF REMOVED WALL.  REVIEW EXTENT OF WALL REMOVAL WITH ARCHITECT PRIOR
TO DEMOLITION.

EXISTING CONSTRUCTION TO BE DEMOLISHED

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION KEY NOTES
1 REMOVE EXISTING PARTITION, DOORS, FRAMES, CASEWORK, MILLWORK, CEILINGS,

SOFFITS, WINDOW BLINDS, FLOOR FINISHES, ACCESSORIES, FIXTURES, EQUIPMENT, ETC.

2

3

4

REMOVE EXISTING PARTITION

REMOVE EXISTING DOOR AND FRAME

REMOVE EXISTING CASEWORK

5 REMOVE EXISTING ACOUSTICAL TILE CEILING AND GRID

6 REMOVE EXISTING GYPSUM BOARD CEILING AND SUSPENSION SYSTEM

7 REMOVE EXISTING FLOOR AND BASE FINISH

8 REMOVE EXISTING FIXTURE OR EQUIPMENT ITEM INCLUDING, BUT NOT LIMITED TO,
CLOCKS, LOCKERS, TACK BOARDS, CUBICLE CURTAIN TRACKS, ETC.

9 REMOVE EXISTING EXTERIOR MASONRY WALL, METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION

10 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION.

11 REMOVE EXISTING ALUMINUM WINDOW AND INSULATED GLAZING

12 REMOVE EXISTING EXPANSION JOINT COVER AND SYSTEM

13 NOT USED

15 REMOVE EXISTING ROOFING SYSTEM INCLUDING PAVERS, BALLAST, UNUSED EQUIP.
SUPPORTS, ROOF CURBS, WINDOW WASH TIE-BACKS, MEMBRANE, INSULATION AND
SUBSTRATE.  EXISTING STRUCTURE TO REMAIN

16 REMOVE EXISTING GYPSUM BOARD AT ONE SIDE OF PARTITION - STUDS SHALL REMAIN

17 REMOVE EXISTING GYPSUM BOARD SOFFIT AND WINDOW BLINDS

20 REMOVE EXISTING DOOR ORBIT LATCH SET

21 REMOVE EXISTING AUTOMATIC DOOR OPERATOR AND ASSOCIATED HARDWARE.

22 REMOVE EXISTING PLASTIC LAMINATE STORAGE CABINETS

23 REMOVE EXISTING CEILING MOUNTED MONITOR RACKS

24 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE, EXTERIOR INSULATED
METAL PANEL WALL, PURLINS AND COLUMNS SUPPORTING DEMOLISHED ROOF

25 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE AND FLOOR STRUCTURE

26 REMOVE EXISTING LOW PENTHOUSE ROOF, COLUMNS AND EXTERIOR MASONRY WALL

27 REMOVE EXISTING MECHANICAL DOG-HOUSE AND ROOF STRUCTURE.  DISCONNECT FIRE
ALARM SYSTEM WITHIN DOG-HOUSE.

28 REMOVE EXISTING ELEV CALL BUTTON PANEL, INDICATOR LIGHTS AND CEILING INDICATORS,
SAVE FOR REUSE.  REMOVE EXISTING MAIL SLOT AND ACCESSORIES.  COORDINATE  ALL
ELEVATOR  WORK W/ OWNER

14 REMOVE EXISTING GYPSUM BOARD, METAL STUDS AND WINDOW SILLS AT EXTERIOR WALL
- MASONRY SHALL REMAIN, UNLESS NOTED OTHERWISE

29 EXISTING P. TUBE TO REMAIN. COORDINATE w/ HVAC & VENDOR.

30 EXISTING WALL MOUNTED HEATER TO REMAIN.

31 CONTACT CELL PROVIDER TO COORDINATE EQUIPMENT RELOCATION PRIOR TO DEMOLITION OF
THIS AREA.  COSTS OF RELOCATIONS ARE RESPONSIBILITY OF CELL PROVIDER.  CONTACT INFO:
DAVE ELLIS, FIELD TECHNICAL SUPERVISOR
2301 KELBE DRIVE LITTLE CHUTE, WI 54140
(P) 920-707-7718  (F) 920-687-0129
DELLIS@AIRFIREMOBILE.COM, WWW.AIRFIREMOBILE.COM

32 RELOCATED CELL TOWER EQUIPMENT LOCATION BY OTHERS.  (N.I.C.)

33 REMOVE EXISTING FRAME, DOOR AND HARDWARE.  SAVE FOR REUSE.

34 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD UP
TO 7' - 6" AFF

35 REMOVE EXISTING ROOF LADDER.  SALVAGE & MODIFY TO REUSE AT NEW ROOF LADDER
LOCATIONS ON SHEETS AS-109A & AS-109B.

36 REMOVE EXISTING ROOF SCUPPER

18 REMOVE EXISTING HEADWALL AND BED LOCATOR BUMPERS

19 REMOVE EXISTING LAVATORY AND WALL CABINET ABOVE

37 REMOVE EXISTING CONCRETE STAIR.

38 REMOVE EXISTING STRUCTURE FOR NEW STAIR.  SEE STRUCTURAL DRAWINGS FOR
LIMITS

39 PROVIDE MINIMAL EXPLORATORY DEMOLITION AT EXTERIOR WALL WITH LOUVERS.  PROVIDE
DIGITAL PHOTOGRAPHS AND REPORT TO OWNER AND ARCHITECT TO CONFIRM
INSTALLATION OF NEW WALL.

40 REMOVE EXISTING P-TUBE STATION & REUSE AND/OR RETURN TO OWNER

41 REMOVE EXISTING WINDOW WASHING TIE-BACKS ON THIS ROOF LEVEL

42 PATCH, MATCH AND ALIGN EXISTING MASONRY CAVITY WALL AFTER DEMOLITION AS
REQUIRED FOR NEW CONSTRUCTION
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1

ALTERNATE BID
ELIMINATE THE PENTHOUSE ON LEVEL 9 - WING A INCLUDING, BUT NOT LIMITED TO, DEMOLITION,
STRUCTURE, FLOORS, EXTERIOR WALLS, ROOF, AND TIE INTO EXISTING PENTHOUSE INCLUDING
ROOFING REPAIR AND SOME ROOF PAVERS.  STAIR #3 WILL NOT BE EXTENED UP FROM LEVEL 8
TO THE PENTHOUSE.  THE EXISTING CONCRETE STAIR TO THE PENTHOUSE SHALL REMAIN.  THE
DATA ROOM WILL BE BUILT IN THE PORTION OF THE PROPOSED A8011 - CONFERENCE EAST OF
COLUMN LINE 10.

1

DEMOLITION GENERAL NOTES
1. BUILDING PLANS HAVE BEEN SHOWN ACCORDING TO EXISTING DRAWINGS, FIELD NOTES AND
MEASUREMENTS. CONDITIONS AND DIMENSIONS SHALL BE FIELD VERIFIED BY CONTRACTORS AND
DISCREPANCIES REPORTED TO THE ARCHITECT AND OWNER.

2. PROVIDE PHOTOGRAPHIC DOCUMENTATION OF EXISTING CONDITIONS TO REMAIN ADJACENT TO
DEMOLITION WORK TO DOCUMENT CONDITIONS FOR FUTURE REFERENCE.

3. DASHED LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO BE REMOVED.  DISPOSE OF EVERYTHING INCLUDING, BUT NOT LIMITED TO EXPOSED
ITEMS, ITEMS ABOVE CEILINGS AND ITEMS INSIDE OF WALLS.

4. SOLID LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO REMAIN.  PROTECT FROM DAMAGE DURING DEMOLITION AND CONSTRUCTION.

5. SCHEDULE MEETING WITH OWNER TO REVIEW AND COORDINATE ALL FURNITURE, FIXTURES AND
EQUIPMENT (F.F.E.) IN AREAS OF DEMOLITION TO BE SALVAGED.  ASSIST OWNER WITH MOVING
ITEMS TO OWNER STORAGE ROOM.  OWNER SALVAGE ITEMS INCLUDE, BUT ARE NOT LIMITED TO:
CLOCKS, INTERCOMS, FIRE EXTINGUISHERS, CAMERAS, ETC.

6. SCOPE OF DEMOLITION AND REMOVAL WORK SHALL NOT BE LIMITED BY THE CONSTRUCTION
DOCUMENTS, BUT SHALL INCLUDE ALL WORK NECESSARY TO FACILITATE NEW CONSTRUCTION.

7.  CEILING DEMOLITION SHALL  INCLUDE ALL SOFFITS AND FRAMING, UNLESS NOTED OTHERWISE.
FINISH FLOORING DEMOLITION SHALL EXTEND DOWN TO STRUCTURAL SUBSTRATE AND SHALL
INCLUDE ALL / MULTIPLE LAYERS, IF THEY EXIST.  ORIGINAL SUBSTRATE TO REMAIN SHALL BE
PREPARED TO RECEIVE NEW PATCHING MATERIAL AND NEW FINISHES.

8. DEMOLITION WORK PERFORMED THAT IS NOT REQUIRED FOR NEW CONSTRUCTION SHALL BE
REPAIRED OR REPLACED TO MATCH EXISTING CONDITIONS AT NO CHARGE TO THE OWNER.

9. PROVIDE TEMPORARY CONSTRUCTION AND SAFEGUARDS TO COMPLY WITH THE PROJECT
MANUAL, BUILDING CODES AND REGULATORY AGENCY REQUIREMENTS.  THIS INCLUDES, BUT IS
NOT LIMITED TO, CONSTRUCTION BARRIERS, COORDINATING OPERATION OF FIRE ALARM
SYSTEMS, SPRINKLER SYSTEMS, FIRE EXTINGUISHERS AND INTERIM LIFE SAFETY MEASURES.
BUILDING EXITING SHALL BE MAINTAINED AT ALL TIMES.

10. COORDINATE DEMOLITION WORK WITH NEW CONSTRUCTION AS SHOWN ON DRAWINGS.
REPORT ANY CONFLICTS TO THE ARCHITECT BEFORE DEMOLITION WORK BEGINS.

11. ALL CONTRACTORS SHALL MAINTAIN EXISTING BUILDING UTILITIES OPERATIONAL DURING
DEMOLITION AND CONSTRUCTION PHASES.  COORDINATE BUILDING UTILITY INTERRUPTIONS WITH
OWNER.  NOTIFY OWNER SEVEN (7) DAYS PRIOR TO INTERRUPTIONS.

12. EXISTING ROOM NUMBERS ARE SHOWN FOR REFERENCE AND INCLUDE AN "E" AT THE
BEGINNING OF THE NUMBER.  INTERIOR ARCHITECTURAL WORK IS NOT REQUIRED IN THESE
ROOMS BUT, MECHANICAL, ELECTRICAL AND PLUMBING WORK MAY PASS THROUGH THESE
ROOMS.

13. PROTECT AREAS ADJACENT TO DEMOLITION WORK DURING CONSTRUCTION.

14. MISSING, DAMAGED OR REMOVED FIRE PROOFING ON EXISTING STRUCTURE SHALL BE RE-
APPLIED AND REPAIRED TO MATCH EXISTING FIRE PROOFING SYSTEM.  CONFIRM UL SYSTEM
NUMBER WITH OWNER AND ARCHITECT BEFORE PROCEEDING WITH REPAIR.

15. CUT OPENINGS IN FLOOR SLABS AS REQUIRED FOR PIPING, DUCTWORK, CONDUIT, ETC. SEE
STRUCTURAL DRAWINGS FOR OPENING LIMITATIONS AND REINFORCEMENT REQUIREMENTS.

16.  REMOVE EXISTING PARTITIONS AS NOTED.  WHEN REMOVING RED CLAY TILE AND CERAMIC
TILE WALLS, REMOVE ALL BASE MATERIAL TO BELOW FLOOR SURFACE AND INFILL RESULTING
TRENCH WITH CONCRETE.  SAW CUT WIDER TRENCH IF NEEDED TO TRANSITION UNEVEN FLOORS
ON BOTH SIDES OF REMOVED WALL.  REVIEW EXTENT OF WALL REMOVAL WITH ARCHITECT PRIOR
TO DEMOLITION.

EXISTING CONSTRUCTION TO BE DEMOLISHED

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION KEY NOTES
1 REMOVE EXISTING PARTITION, DOORS, FRAMES, CASEWORK, MILLWORK, CEILINGS,

SOFFITS, WINDOW BLINDS, FLOOR FINISHES, ACCESSORIES, FIXTURES, EQUIPMENT, ETC.

2

3

4

REMOVE EXISTING PARTITION

REMOVE EXISTING DOOR AND FRAME

REMOVE EXISTING CASEWORK

5 REMOVE EXISTING ACOUSTICAL TILE CEILING AND GRID

6 REMOVE EXISTING GYPSUM BOARD CEILING AND SUSPENSION SYSTEM

7 REMOVE EXISTING FLOOR AND BASE FINISH

8 REMOVE EXISTING FIXTURE OR EQUIPMENT ITEM INCLUDING, BUT NOT LIMITED TO,
CLOCKS, LOCKERS, TACK BOARDS, CUBICLE CURTAIN TRACKS, ETC.

9 REMOVE EXISTING EXTERIOR MASONRY WALL, METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION

10 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION.

11 REMOVE EXISTING ALUMINUM WINDOW AND INSULATED GLAZING

12 REMOVE EXISTING EXPANSION JOINT COVER AND SYSTEM

13 NOT USED

15 REMOVE EXISTING ROOFING SYSTEM INCLUDING PAVERS, BALLAST, UNUSED EQUIP.
SUPPORTS, ROOF CURBS, WINDOW WASH TIE-BACKS, MEMBRANE, INSULATION AND
SUBSTRATE.  EXISTING STRUCTURE TO REMAIN

16 REMOVE EXISTING GYPSUM BOARD AT ONE SIDE OF PARTITION - STUDS SHALL REMAIN

17 REMOVE EXISTING GYPSUM BOARD SOFFIT AND WINDOW BLINDS

20 REMOVE EXISTING DOOR ORBIT LATCH SET

21 REMOVE EXISTING AUTOMATIC DOOR OPERATOR AND ASSOCIATED HARDWARE.

22 REMOVE EXISTING PLASTIC LAMINATE STORAGE CABINETS

23 REMOVE EXISTING CEILING MOUNTED MONITOR RACKS

24 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE, EXTERIOR INSULATED
METAL PANEL WALL, PURLINS AND COLUMNS SUPPORTING DEMOLISHED ROOF

25 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE AND FLOOR STRUCTURE

26 REMOVE EXISTING LOW PENTHOUSE ROOF, COLUMNS AND EXTERIOR MASONRY WALL

27 REMOVE EXISTING MECHANICAL DOG-HOUSE AND ROOF STRUCTURE.  DISCONNECT FIRE
ALARM SYSTEM WITHIN DOG-HOUSE.

28 REMOVE EXISTING ELEV CALL BUTTON PANEL, INDICATOR LIGHTS AND CEILING INDICATORS,
SAVE FOR REUSE.  REMOVE EXISTING MAIL SLOT AND ACCESSORIES.  COORDINATE  ALL
ELEVATOR  WORK W/ OWNER

14 REMOVE EXISTING GYPSUM BOARD, METAL STUDS AND WINDOW SILLS AT EXTERIOR WALL
- MASONRY SHALL REMAIN, UNLESS NOTED OTHERWISE

29 EXISTING P. TUBE TO REMAIN. COORDINATE w/ HVAC & VENDOR.

30 EXISTING WALL MOUNTED HEATER TO REMAIN.

31 CONTACT CELL PROVIDER TO COORDINATE EQUIPMENT RELOCATION PRIOR TO DEMOLITION OF
THIS AREA.  COSTS OF RELOCATIONS ARE RESPONSIBILITY OF CELL PROVIDER.  CONTACT INFO:
DAVE ELLIS, FIELD TECHNICAL SUPERVISOR
2301 KELBE DRIVE LITTLE CHUTE, WI 54140
(P) 920-707-7718  (F) 920-687-0129
DELLIS@AIRFIREMOBILE.COM, WWW.AIRFIREMOBILE.COM

32 RELOCATED CELL TOWER EQUIPMENT LOCATION BY OTHERS.  (N.I.C.)

33 REMOVE EXISTING FRAME, DOOR AND HARDWARE.  SAVE FOR REUSE.

34 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD UP
TO 7' - 6" AFF

35 REMOVE EXISTING ROOF LADDER.  SALVAGE & MODIFY TO REUSE AT NEW ROOF LADDER
LOCATIONS ON SHEETS AS-109A & AS-109B.

36 REMOVE EXISTING ROOF SCUPPER

18 REMOVE EXISTING HEADWALL AND BED LOCATOR BUMPERS

19 REMOVE EXISTING LAVATORY AND WALL CABINET ABOVE

37 REMOVE EXISTING CONCRETE STAIR.

38 REMOVE EXISTING STRUCTURE FOR NEW STAIR.  SEE STRUCTURAL DRAWINGS FOR
LIMITS

39 PROVIDE MINIMAL EXPLORATORY DEMOLITION AT EXTERIOR WALL WITH LOUVERS.  PROVIDE
DIGITAL PHOTOGRAPHS AND REPORT TO OWNER AND ARCHITECT TO CONFIRM
INSTALLATION OF NEW WALL.

40 REMOVE EXISTING P-TUBE STATION & REUSE AND/OR RETURN TO OWNER

41 REMOVE EXISTING WINDOW WASHING TIE-BACKS ON THIS ROOF LEVEL

42 PATCH, MATCH AND ALIGN EXISTING MASONRY CAVITY WALL AFTER DEMOLITION AS
REQUIRED FOR NEW CONSTRUCTION
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DEMOLITION GENERAL NOTES
1. BUILDING PLANS HAVE BEEN SHOWN ACCORDING TO EXISTING DRAWINGS, FIELD NOTES AND
MEASUREMENTS. CONDITIONS AND DIMENSIONS SHALL BE FIELD VERIFIED BY CONTRACTORS AND
DISCREPANCIES REPORTED TO THE ARCHITECT AND OWNER.

2. PROVIDE PHOTOGRAPHIC DOCUMENTATION OF EXISTING CONDITIONS TO REMAIN ADJACENT TO
DEMOLITION WORK TO DOCUMENT CONDITIONS FOR FUTURE REFERENCE.

3. DASHED LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO BE REMOVED.  DISPOSE OF EVERYTHING INCLUDING, BUT NOT LIMITED TO EXPOSED
ITEMS, ITEMS ABOVE CEILINGS AND ITEMS INSIDE OF WALLS.

4. SOLID LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO REMAIN.  PROTECT FROM DAMAGE DURING DEMOLITION AND CONSTRUCTION.

5. SCHEDULE MEETING WITH OWNER TO REVIEW AND COORDINATE ALL FURNITURE, FIXTURES AND
EQUIPMENT (F.F.E.) IN AREAS OF DEMOLITION TO BE SALVAGED.  ASSIST OWNER WITH MOVING
ITEMS TO OWNER STORAGE ROOM.  OWNER SALVAGE ITEMS INCLUDE, BUT ARE NOT LIMITED TO:
CLOCKS, INTERCOMS, FIRE EXTINGUISHERS, CAMERAS, ETC.

6. SCOPE OF DEMOLITION AND REMOVAL WORK SHALL NOT BE LIMITED BY THE CONSTRUCTION
DOCUMENTS, BUT SHALL INCLUDE ALL WORK NECESSARY TO FACILITATE NEW CONSTRUCTION.

7.  CEILING DEMOLITION SHALL  INCLUDE ALL SOFFITS AND FRAMING, UNLESS NOTED OTHERWISE.
FINISH FLOORING DEMOLITION SHALL EXTEND DOWN TO STRUCTURAL SUBSTRATE AND SHALL
INCLUDE ALL / MULTIPLE LAYERS, IF THEY EXIST.  ORIGINAL SUBSTRATE TO REMAIN SHALL BE
PREPARED TO RECEIVE NEW PATCHING MATERIAL AND NEW FINISHES.

8. DEMOLITION WORK PERFORMED THAT IS NOT REQUIRED FOR NEW CONSTRUCTION SHALL BE
REPAIRED OR REPLACED TO MATCH EXISTING CONDITIONS AT NO CHARGE TO THE OWNER.

9. PROVIDE TEMPORARY CONSTRUCTION AND SAFEGUARDS TO COMPLY WITH THE PROJECT
MANUAL, BUILDING CODES AND REGULATORY AGENCY REQUIREMENTS.  THIS INCLUDES, BUT IS
NOT LIMITED TO, CONSTRUCTION BARRIERS, COORDINATING OPERATION OF FIRE ALARM
SYSTEMS, SPRINKLER SYSTEMS, FIRE EXTINGUISHERS AND INTERIM LIFE SAFETY MEASURES.
BUILDING EXITING SHALL BE MAINTAINED AT ALL TIMES.

10. COORDINATE DEMOLITION WORK WITH NEW CONSTRUCTION AS SHOWN ON DRAWINGS.
REPORT ANY CONFLICTS TO THE ARCHITECT BEFORE DEMOLITION WORK BEGINS.

11. ALL CONTRACTORS SHALL MAINTAIN EXISTING BUILDING UTILITIES OPERATIONAL DURING
DEMOLITION AND CONSTRUCTION PHASES.  COORDINATE BUILDING UTILITY INTERRUPTIONS WITH
OWNER.  NOTIFY OWNER SEVEN (7) DAYS PRIOR TO INTERRUPTIONS.

12. EXISTING ROOM NUMBERS ARE SHOWN FOR REFERENCE AND INCLUDE AN "E" AT THE
BEGINNING OF THE NUMBER.  INTERIOR ARCHITECTURAL WORK IS NOT REQUIRED IN THESE
ROOMS BUT, MECHANICAL, ELECTRICAL AND PLUMBING WORK MAY PASS THROUGH THESE
ROOMS.

13. PROTECT AREAS ADJACENT TO DEMOLITION WORK DURING CONSTRUCTION.

14. MISSING, DAMAGED OR REMOVED FIRE PROOFING ON EXISTING STRUCTURE SHALL BE RE-
APPLIED AND REPAIRED TO MATCH EXISTING FIRE PROOFING SYSTEM.  CONFIRM UL SYSTEM
NUMBER WITH OWNER AND ARCHITECT BEFORE PROCEEDING WITH REPAIR.

15. CUT OPENINGS IN FLOOR SLABS AS REQUIRED FOR PIPING, DUCTWORK, CONDUIT, ETC. SEE
STRUCTURAL DRAWINGS FOR OPENING LIMITATIONS AND REINFORCEMENT REQUIREMENTS.

16.  REMOVE EXISTING PARTITIONS AS NOTED.  WHEN REMOVING RED CLAY TILE AND CERAMIC
TILE WALLS, REMOVE ALL BASE MATERIAL TO BELOW FLOOR SURFACE AND INFILL RESULTING
TRENCH WITH CONCRETE.  SAW CUT WIDER TRENCH IF NEEDED TO TRANSITION UNEVEN FLOORS
ON BOTH SIDES OF REMOVED WALL.  REVIEW EXTENT OF WALL REMOVAL WITH ARCHITECT PRIOR
TO DEMOLITION.

EXISTING CONSTRUCTION TO BE DEMOLISHED

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION KEY NOTES
1 REMOVE EXISTING PARTITION, DOORS, FRAMES, CASEWORK, MILLWORK, CEILINGS,

SOFFITS, WINDOW BLINDS, FLOOR FINISHES, ACCESSORIES, FIXTURES, EQUIPMENT, ETC.

2

3

4

REMOVE EXISTING PARTITION

REMOVE EXISTING DOOR AND FRAME

REMOVE EXISTING CASEWORK

5 REMOVE EXISTING ACOUSTICAL TILE CEILING AND GRID

6 REMOVE EXISTING GYPSUM BOARD CEILING AND SUSPENSION SYSTEM

7 REMOVE EXISTING FLOOR AND BASE FINISH

8 REMOVE EXISTING FIXTURE OR EQUIPMENT ITEM INCLUDING, BUT NOT LIMITED TO,
CLOCKS, LOCKERS, TACK BOARDS, CUBICLE CURTAIN TRACKS, ETC.

9 REMOVE EXISTING EXTERIOR MASONRY WALL, METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION

10 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION.

11 REMOVE EXISTING ALUMINUM WINDOW AND INSULATED GLAZING

12 REMOVE EXISTING EXPANSION JOINT COVER AND SYSTEM

13 NOT USED

15 REMOVE EXISTING ROOFING SYSTEM INCLUDING PAVERS, BALLAST, UNUSED EQUIP.
SUPPORTS, ROOF CURBS, WINDOW WASH TIE-BACKS, MEMBRANE, INSULATION AND
SUBSTRATE.  EXISTING STRUCTURE TO REMAIN

16 REMOVE EXISTING GYPSUM BOARD AT ONE SIDE OF PARTITION - STUDS SHALL REMAIN

17 REMOVE EXISTING GYPSUM BOARD SOFFIT AND WINDOW BLINDS

20 REMOVE EXISTING DOOR ORBIT LATCH SET

21 REMOVE EXISTING AUTOMATIC DOOR OPERATOR AND ASSOCIATED HARDWARE.

22 REMOVE EXISTING PLASTIC LAMINATE STORAGE CABINETS

23 REMOVE EXISTING CEILING MOUNTED MONITOR RACKS

24 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE, EXTERIOR INSULATED
METAL PANEL WALL, PURLINS AND COLUMNS SUPPORTING DEMOLISHED ROOF

25 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE AND FLOOR STRUCTURE

26 REMOVE EXISTING LOW PENTHOUSE ROOF, COLUMNS AND EXTERIOR MASONRY WALL

27 REMOVE EXISTING MECHANICAL DOG-HOUSE AND ROOF STRUCTURE.  DISCONNECT FIRE
ALARM SYSTEM WITHIN DOG-HOUSE.

28 REMOVE EXISTING ELEV CALL BUTTON PANEL, INDICATOR LIGHTS AND CEILING INDICATORS,
SAVE FOR REUSE.  REMOVE EXISTING MAIL SLOT AND ACCESSORIES.  COORDINATE  ALL
ELEVATOR  WORK W/ OWNER

14 REMOVE EXISTING GYPSUM BOARD, METAL STUDS AND WINDOW SILLS AT EXTERIOR WALL
- MASONRY SHALL REMAIN, UNLESS NOTED OTHERWISE

29 EXISTING P. TUBE TO REMAIN. COORDINATE w/ HVAC & VENDOR.

30 EXISTING WALL MOUNTED HEATER TO REMAIN.

31 CONTACT CELL PROVIDER TO COORDINATE EQUIPMENT RELOCATION PRIOR TO DEMOLITION OF
THIS AREA.  COSTS OF RELOCATIONS ARE RESPONSIBILITY OF CELL PROVIDER.  CONTACT INFO:
DAVE ELLIS, FIELD TECHNICAL SUPERVISOR
2301 KELBE DRIVE LITTLE CHUTE, WI 54140
(P) 920-707-7718  (F) 920-687-0129
DELLIS@AIRFIREMOBILE.COM, WWW.AIRFIREMOBILE.COM

32 RELOCATED CELL TOWER EQUIPMENT LOCATION BY OTHERS.  (N.I.C.)

33 REMOVE EXISTING FRAME, DOOR AND HARDWARE.  SAVE FOR REUSE.

34 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD UP
TO 7' - 6" AFF

35 REMOVE EXISTING ROOF LADDER.  SALVAGE & MODIFY TO REUSE AT NEW ROOF LADDER
LOCATIONS ON SHEETS AS-109A & AS-109B.

36 REMOVE EXISTING ROOF SCUPPER

18 REMOVE EXISTING HEADWALL AND BED LOCATOR BUMPERS

19 REMOVE EXISTING LAVATORY AND WALL CABINET ABOVE

37 REMOVE EXISTING CONCRETE STAIR.

38 REMOVE EXISTING STRUCTURE FOR NEW STAIR.  SEE STRUCTURAL DRAWINGS FOR
LIMITS

39 PROVIDE MINIMAL EXPLORATORY DEMOLITION AT EXTERIOR WALL WITH LOUVERS.  PROVIDE
DIGITAL PHOTOGRAPHS AND REPORT TO OWNER AND ARCHITECT TO CONFIRM
INSTALLATION OF NEW WALL.

40 REMOVE EXISTING P-TUBE STATION & REUSE AND/OR RETURN TO OWNER

41 REMOVE EXISTING WINDOW WASHING TIE-BACKS ON THIS ROOF LEVEL

42 PATCH, MATCH AND ALIGN EXISTING MASONRY CAVITY WALL AFTER DEMOLITION AS
REQUIRED FOR NEW CONSTRUCTION
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DEMOLITION GENERAL NOTES
1. BUILDING PLANS HAVE BEEN SHOWN ACCORDING TO EXISTING DRAWINGS, FIELD NOTES AND
MEASUREMENTS. CONDITIONS AND DIMENSIONS SHALL BE FIELD VERIFIED BY CONTRACTORS AND
DISCREPANCIES REPORTED TO THE ARCHITECT AND OWNER.

2. PROVIDE PHOTOGRAPHIC DOCUMENTATION OF EXISTING CONDITIONS TO REMAIN ADJACENT TO
DEMOLITION WORK TO DOCUMENT CONDITIONS FOR FUTURE REFERENCE.

3. DASHED LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO BE REMOVED.  DISPOSE OF EVERYTHING INCLUDING, BUT NOT LIMITED TO EXPOSED
ITEMS, ITEMS ABOVE CEILINGS AND ITEMS INSIDE OF WALLS.

4. SOLID LINES INDICATE WALLS, DOORS, FRAMES, WINDOWS, CABINETS, CEILINGS, FIXTURES,
ETC. TO REMAIN.  PROTECT FROM DAMAGE DURING DEMOLITION AND CONSTRUCTION.

5. SCHEDULE MEETING WITH OWNER TO REVIEW AND COORDINATE ALL FURNITURE, FIXTURES AND
EQUIPMENT (F.F.E.) IN AREAS OF DEMOLITION TO BE SALVAGED.  ASSIST OWNER WITH MOVING
ITEMS TO OWNER STORAGE ROOM.  OWNER SALVAGE ITEMS INCLUDE, BUT ARE NOT LIMITED TO:
CLOCKS, INTERCOMS, FIRE EXTINGUISHERS, CAMERAS, ETC.

6. SCOPE OF DEMOLITION AND REMOVAL WORK SHALL NOT BE LIMITED BY THE CONSTRUCTION
DOCUMENTS, BUT SHALL INCLUDE ALL WORK NECESSARY TO FACILITATE NEW CONSTRUCTION.

7.  CEILING DEMOLITION SHALL  INCLUDE ALL SOFFITS AND FRAMING, UNLESS NOTED OTHERWISE.
FINISH FLOORING DEMOLITION SHALL EXTEND DOWN TO STRUCTURAL SUBSTRATE AND SHALL
INCLUDE ALL / MULTIPLE LAYERS, IF THEY EXIST.  ORIGINAL SUBSTRATE TO REMAIN SHALL BE
PREPARED TO RECEIVE NEW PATCHING MATERIAL AND NEW FINISHES.

8. DEMOLITION WORK PERFORMED THAT IS NOT REQUIRED FOR NEW CONSTRUCTION SHALL BE
REPAIRED OR REPLACED TO MATCH EXISTING CONDITIONS AT NO CHARGE TO THE OWNER.

9. PROVIDE TEMPORARY CONSTRUCTION AND SAFEGUARDS TO COMPLY WITH THE PROJECT
MANUAL, BUILDING CODES AND REGULATORY AGENCY REQUIREMENTS.  THIS INCLUDES, BUT IS
NOT LIMITED TO, CONSTRUCTION BARRIERS, COORDINATING OPERATION OF FIRE ALARM
SYSTEMS, SPRINKLER SYSTEMS, FIRE EXTINGUISHERS AND INTERIM LIFE SAFETY MEASURES.
BUILDING EXITING SHALL BE MAINTAINED AT ALL TIMES.

10. COORDINATE DEMOLITION WORK WITH NEW CONSTRUCTION AS SHOWN ON DRAWINGS.
REPORT ANY CONFLICTS TO THE ARCHITECT BEFORE DEMOLITION WORK BEGINS.

11. ALL CONTRACTORS SHALL MAINTAIN EXISTING BUILDING UTILITIES OPERATIONAL DURING
DEMOLITION AND CONSTRUCTION PHASES.  COORDINATE BUILDING UTILITY INTERRUPTIONS WITH
OWNER.  NOTIFY OWNER SEVEN (7) DAYS PRIOR TO INTERRUPTIONS.

12. EXISTING ROOM NUMBERS ARE SHOWN FOR REFERENCE AND INCLUDE AN "E" AT THE
BEGINNING OF THE NUMBER.  INTERIOR ARCHITECTURAL WORK IS NOT REQUIRED IN THESE
ROOMS BUT, MECHANICAL, ELECTRICAL AND PLUMBING WORK MAY PASS THROUGH THESE
ROOMS.

13. PROTECT AREAS ADJACENT TO DEMOLITION WORK DURING CONSTRUCTION.

14. MISSING, DAMAGED OR REMOVED FIRE PROOFING ON EXISTING STRUCTURE SHALL BE RE-
APPLIED AND REPAIRED TO MATCH EXISTING FIRE PROOFING SYSTEM.  CONFIRM UL SYSTEM
NUMBER WITH OWNER AND ARCHITECT BEFORE PROCEEDING WITH REPAIR.

15. CUT OPENINGS IN FLOOR SLABS AS REQUIRED FOR PIPING, DUCTWORK, CONDUIT, ETC. SEE
STRUCTURAL DRAWINGS FOR OPENING LIMITATIONS AND REINFORCEMENT REQUIREMENTS.

16.  REMOVE EXISTING PARTITIONS AS NOTED.  WHEN REMOVING RED CLAY TILE AND CERAMIC
TILE WALLS, REMOVE ALL BASE MATERIAL TO BELOW FLOOR SURFACE AND INFILL RESULTING
TRENCH WITH CONCRETE.  SAW CUT WIDER TRENCH IF NEEDED TO TRANSITION UNEVEN FLOORS
ON BOTH SIDES OF REMOVED WALL.  REVIEW EXTENT OF WALL REMOVAL WITH ARCHITECT PRIOR
TO DEMOLITION.

DEMOLITION KEY NOTES
1 REMOVE EXISTING PARTITION, DOORS, FRAMES, CASEWORK, MILLWORK, CEILINGS,

SOFFITS, WINDOW BLINDS, FLOOR FINISHES, ACCESSORIES, FIXTURES, EQUIPMENT, ETC.

2

3

4

REMOVE EXISTING PARTITION

REMOVE EXISTING DOOR AND FRAME

REMOVE EXISTING CASEWORK

5 REMOVE EXISTING ACOUSTICAL TILE CEILING AND GRID

6 REMOVE EXISTING GYPSUM BOARD CEILING AND SUSPENSION SYSTEM

7 REMOVE EXISTING FLOOR AND BASE FINISH

8 REMOVE EXISTING FIXTURE OR EQUIPMENT ITEM INCLUDING, BUT NOT LIMITED TO,
CLOCKS, LOCKERS, TACK BOARDS, CUBICLE CURTAIN TRACKS, ETC.

9 REMOVE EXISTING EXTERIOR MASONRY WALL, METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION

10 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD -
REFER TO PLANS FOR AREAS OF FULL DEMOLITION AND AREAS OF PARTIAL DEMOLITION.

11 REMOVE EXISTING ALUMINUM WINDOW AND INSULATED GLAZING

12 REMOVE EXISTING EXPANSION JOINT COVER AND SYSTEM

13 NOT USED

15 REMOVE EXISTING ROOFING SYSTEM INCLUDING PAVERS, BALLAST, UNUSED EQUIP.
SUPPORTS, ROOF CURBS, WINDOW WASH TIE-BACKS, MEMBRANE, INSULATION AND
SUBSTRATE.  EXISTING STRUCTURE TO REMAIN

16 REMOVE EXISTING GYPSUM BOARD AT ONE SIDE OF PARTITION - STUDS SHALL REMAIN

17 REMOVE EXISTING GYPSUM BOARD SOFFIT AND WINDOW BLINDS

20 REMOVE EXISTING DOOR ORBIT LATCH SET

21 REMOVE EXISTING AUTOMATIC DOOR OPERATOR AND ASSOCIATED HARDWARE.

22 REMOVE EXISTING PLASTIC LAMINATE STORAGE CABINETS

23 REMOVE EXISTING CEILING MOUNTED MONITOR RACKS

24 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE, EXTERIOR INSULATED
METAL PANEL WALL, PURLINS AND COLUMNS SUPPORTING DEMOLISHED ROOF

25 REMOVE EXISTING ROOFING, INSULATION, ROOF STRUCTURE AND FLOOR STRUCTURE

26 REMOVE EXISTING LOW PENTHOUSE ROOF, COLUMNS AND EXTERIOR MASONRY WALL

27 REMOVE EXISTING MECHANICAL DOG-HOUSE AND ROOF STRUCTURE.  DISCONNECT FIRE
ALARM SYSTEM WITHIN DOG-HOUSE.

28 REMOVE EXISTING ELEV CALL BUTTON PANEL, INDICATOR LIGHTS AND CEILING INDICATORS,
SAVE FOR REUSE.  REMOVE EXISTING MAIL SLOT AND ACCESSORIES.  COORDINATE  ALL
ELEVATOR  WORK W/ OWNER

14 REMOVE EXISTING GYPSUM BOARD, METAL STUDS AND WINDOW SILLS AT EXTERIOR WALL
- MASONRY SHALL REMAIN, UNLESS NOTED OTHERWISE

29 EXISTING P. TUBE TO REMAIN. COORDINATE w/ HVAC & VENDOR.

30 EXISTING WALL MOUNTED HEATER TO REMAIN.

31 CONTACT CELL PROVIDER TO COORDINATE EQUIPMENT RELOCATION PRIOR TO DEMOLITION OF
THIS AREA.  COSTS OF RELOCATIONS ARE RESPONSIBILITY OF CELL PROVIDER.  CONTACT INFO:
DAVE ELLIS, FIELD TECHNICAL SUPERVISOR
2301 KELBE DRIVE LITTLE CHUTE, WI 54140
(P) 920-707-7718  (F) 920-687-0129
DELLIS@AIRFIREMOBILE.COM, WWW.AIRFIREMOBILE.COM

32 RELOCATED CELL TOWER EQUIPMENT LOCATION BY OTHERS.  (N.I.C.)

33 REMOVE EXISTING FRAME, DOOR AND HARDWARE.  SAVE FOR REUSE.

34 REMOVE EXISTING EXTERIOR PRECAST WALL, INSUL., METAL STUDS AND GYPSUM BOARD UP
TO 7' - 6" AFF

35 REMOVE EXISTING ROOF LADDER.  SALVAGE & MODIFY TO REUSE AT NEW ROOF LADDER
LOCATIONS ON SHEETS AS-109A & AS-109B.

36 REMOVE EXISTING ROOF SCUPPER

18 REMOVE EXISTING HEADWALL AND BED LOCATOR BUMPERS

19 REMOVE EXISTING LAVATORY AND WALL CABINET ABOVE

37 REMOVE EXISTING CONCRETE STAIR.

38 REMOVE EXISTING STRUCTURE FOR NEW STAIR.  SEE STRUCTURAL DRAWINGS FOR
LIMITS

39 PROVIDE MINIMAL EXPLORATORY DEMOLITION AT EXTERIOR WALL WITH LOUVERS.  PROVIDE
DIGITAL PHOTOGRAPHS AND REPORT TO OWNER AND ARCHITECT TO CONFIRM
INSTALLATION OF NEW WALL.

40 REMOVE EXISTING P-TUBE STATION & REUSE AND/OR RETURN TO OWNER

41 REMOVE EXISTING WINDOW WASHING TIE-BACKS ON THIS ROOF LEVEL

42 PATCH, MATCH AND ALIGN EXISTING MASONRY CAVITY WALL AFTER DEMOLITION AS
REQUIRED FOR NEW CONSTRUCTION

EXISTING CONSTRUCTION TO BE DEMOLISHED

EXISTING CONSTRUCTION TO REMAIN
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PLAN GENERAL NOTES
1. ALL PARTITION TYPES TO BE TYPE "0CD" UNLESS NOTED OTHERWISE.  SEE SHEET AS-
800 FOR PARTITION TYPES.

2. FURRING AT NEW AND EXISTING COLUMNS TO BE TYPE "0AB" UNLESS NOTED
OTHERWISE.  SEE SHEET AS-800 FOR PARTITION TYPES.

3. DIMENSIONS ARE TO THE FINISHED FACE OF THE WALL (NOMINAL).  SEE SHEET AS-800
FOR ACTUAL PARTITION THICKNESS.

4. PATCH EXISTING WALLS, CEILINGS AND FLOORS AS REQUIRED FROM MECHANICAL,
ELECTRICAL AND PLUMBING CONSTRUCTION IN ALL ROOMS.  COORDINATE LOCATION
AND QUANTITY OF WORK WITH MECHANICAL, ELECTRICAL AND PLUMBING DRAWINGS.
MAINTAIN FIRE/SMOKE RATING AS REQUIRED.

5.  PATCH AND REPAIR EXISTING WALLS, CEILINGS AND FLOORS AS REQUIRED FROM
HAZARDOUS ABATEMENT WORK IN ALL ROOMS.

6. FIELD VERIFY ALL DIMENSIONS PRIOR TO PROCEEDING WITH FABRICATION OR
CONSTRUCTION.  FIELD VERIFY ELEVATIONS OF EXISTING EXTERIOR WALLS FROM
CORNER TO CORNER.

7. REFER TO LIFE SAFETY PLANS FOR FIRE AND SMOKE RATED PARTITION LOCATIONS.

8. DOOR JAMBS ARE 4" FROM ADJOINING WALL UNLESS NOTED OTHERWISE.

9. PATCH EXISTING WALLS AS REQUIRED WHEN A NEW PARTITION OR DOOR FRAME IS
INSTALLED.

ROOF PLAN GENERAL NOTES
1. PROVIDE NEW ROOF MEMBRANE AND ASSOCIATED MATERIALS TO
MAINTAIN OWNERS EXISTING WARRANTIES.

2. CONTINUE ROOF MEMBRANE OVER TOP OF PARAPET AS DETAILED.

3. NOT USED

4. VERIFY EXISTING INSULATION THICKNESS AT PERIMETER OF ROOFS AND
AT ROOF DRAINS.  MATCH THICKNESS AND SLOPES FOR EVEN TRANSITIONS.

5.  VERIFY EXISTING METAL PANEL PROFILES AND MATCH FOR WEATHER /
WATERTIGHTNESS.
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PROFILES OF EXISTING.

7. SEE MECHANICAL PLANS FOR MECHANICAL PENETRATIONS THROUGH
ROOF.

8. PATCH AND REPAIR EXISTING ROOF MEMBRANE AND INSULATION AS
REQUIRED.
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PLAN GENERAL NOTES
1. ALL PARTITION TYPES TO BE TYPE "0CD" UNLESS NOTED OTHERWISE.  SEE SHEET AS-
800 FOR PARTITION TYPES.

2. FURRING AT NEW AND EXISTING COLUMNS TO BE TYPE "0AB" UNLESS NOTED
OTHERWISE.  SEE SHEET AS-800 FOR PARTITION TYPES.

3. DIMENSIONS ARE TO THE FINISHED FACE OF THE WALL (NOMINAL).  SEE SHEET AS-800
FOR ACTUAL PARTITION THICKNESS.

4. PATCH EXISTING WALLS, CEILINGS AND FLOORS AS REQUIRED FROM MECHANICAL,
ELECTRICAL AND PLUMBING CONSTRUCTION IN ALL ROOMS.  COORDINATE LOCATION
AND QUANTITY OF WORK WITH MECHANICAL, ELECTRICAL AND PLUMBING DRAWINGS.
MAINTAIN FIRE/SMOKE RATING AS REQUIRED.

5.  PATCH AND REPAIR EXISTING WALLS, CEILINGS AND FLOORS AS REQUIRED FROM
HAZARDOUS ABATEMENT WORK IN ALL ROOMS.

6. FIELD VERIFY ALL DIMENSIONS PRIOR TO PROCEEDING WITH FABRICATION OR
CONSTRUCTION.  FIELD VERIFY ELEVATIONS OF EXISTING EXTERIOR WALLS FROM
CORNER TO CORNER.

7. REFER TO LIFE SAFETY PLANS FOR FIRE AND SMOKE RATED PARTITION LOCATIONS.

8. DOOR JAMBS ARE 4" FROM ADJOINING WALL UNLESS NOTED OTHERWISE.

9. PATCH EXISTING WALLS AS REQUIRED WHEN A NEW PARTITION OR DOOR FRAME IS
INSTALLED.

ROOF PLAN GENERAL NOTES
1. PROVIDE NEW ROOF MEMBRANE AND ASSOCIATED MATERIALS TO
MAINTAIN OWNERS EXISTING WARRANTIES.

2. CONTINUE ROOF MEMBRANE OVER TOP OF PARAPET AS DETAILED.

3. NOT USED

4. VERIFY EXISTING INSULATION THICKNESS AT PERIMETER OF ROOFS AND
AT ROOF DRAINS.  MATCH THICKNESS AND SLOPES FOR EVEN TRANSITIONS.

5.  VERIFY EXISTING METAL PANEL PROFILES AND MATCH FOR WEATHER /
WATERTIGHTNESS.

6. METAL PANELS SHALL MATCH COMPOSITION, CORRUGATIONS AND
PROFILES OF EXISTING.

7. SEE MECHANICAL PLANS FOR MECHANICAL PENETRATIONS THROUGH
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8. PATCH AND REPAIR EXISTING ROOF MEMBRANE AND INSULATION AS
REQUIRED.
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PLAN GENERAL NOTES
1. ALL PARTITION TYPES TO BE TYPE "0CD" UNLESS NOTED OTHERWISE.  SEE SHEET AS-
800 FOR PARTITION TYPES.

2. FURRING AT NEW AND EXISTING COLUMNS TO BE TYPE "0AB" UNLESS NOTED
OTHERWISE.  SEE SHEET AS-800 FOR PARTITION TYPES.

3. DIMENSIONS ARE TO THE FINISHED FACE OF THE WALL (NOMINAL).  SEE SHEET AS-800
FOR ACTUAL PARTITION THICKNESS.

4. PATCH EXISTING WALLS, CEILINGS AND FLOORS AS REQUIRED FROM MECHANICAL,
ELECTRICAL AND PLUMBING CONSTRUCTION IN ALL ROOMS.  COORDINATE LOCATION
AND QUANTITY OF WORK WITH MECHANICAL, ELECTRICAL AND PLUMBING DRAWINGS.
MAINTAIN FIRE/SMOKE RATING AS REQUIRED.

5.  PATCH AND REPAIR EXISTING WALLS, CEILINGS AND FLOORS AS REQUIRED FROM
HAZARDOUS ABATEMENT WORK IN ALL ROOMS.

6. FIELD VERIFY ALL DIMENSIONS PRIOR TO PROCEEDING WITH FABRICATION OR
CONSTRUCTION.  FIELD VERIFY ELEVATIONS OF EXISTING EXTERIOR WALLS FROM
CORNER TO CORNER.

7. REFER TO LIFE SAFETY PLANS FOR FIRE AND SMOKE RATED PARTITION LOCATIONS.

8. DOOR JAMBS ARE 4" FROM ADJOINING WALL UNLESS NOTED OTHERWISE.

9. PATCH EXISTING WALLS AS REQUIRED WHEN A NEW PARTITION OR DOOR FRAME IS
INSTALLED.

ROOF PLAN GENERAL NOTES
1. PROVIDE NEW ROOF MEMBRANE AND ASSOCIATED MATERIALS TO
MAINTAIN OWNERS EXISTING WARRANTIES.

2. CONTINUE ROOF MEMBRANE OVER TOP OF PARAPET AS DETAILED.

3. NOT USED

4. VERIFY EXISTING INSULATION THICKNESS AT PERIMETER OF ROOFS AND
AT ROOF DRAINS.  MATCH THICKNESS AND SLOPES FOR EVEN TRANSITIONS.

5.  VERIFY EXISTING METAL PANEL PROFILES AND MATCH FOR WEATHER /
WATERTIGHTNESS.

6. METAL PANELS SHALL MATCH COMPOSITION, CORRUGATIONS AND
PROFILES OF EXISTING.

7. SEE MECHANICAL PLANS FOR MECHANICAL PENETRATIONS THROUGH
ROOF.

8. PATCH AND REPAIR EXISTING ROOF MEMBRANE AND INSULATION AS
REQUIRED.
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ROOF PLAN GENERAL NOTES
1. PROVIDE NEW ROOF MEMBRANE AND ASSOCIATED MATERIALS TO
MAINTAIN OWNERS EXISTING WARRANTIES.

2. CONTINUE ROOF MEMBRANE OVER TOP OF PARAPET AS DETAILED.

3. NOT USED

4. VERIFY EXISTING INSULATION THICKNESS AT PERIMETER OF ROOFS AND
AT ROOF DRAINS.  MATCH THICKNESS AND SLOPES FOR EVEN TRANSITIONS.

5.  VERIFY EXISTING METAL PANEL PROFILES AND MATCH FOR WEATHER /
WATERTIGHTNESS.

6. METAL PANELS SHALL MATCH COMPOSITION, CORRUGATIONS AND
PROFILES OF EXISTING.

7. SEE MECHANICAL PLANS FOR MECHANICAL PENETRATIONS THROUGH
ROOF.

8. PATCH AND REPAIR EXISTING ROOF MEMBRANE AND INSULATION AS
REQUIRED.
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8'-0" REFLECTED CEILING PLAN NOTES:
1. TYPICAL CEILING HEIGHT IS 8'-0" AFF UNLESS NOTED OTHERWISE.

2.  SEE ROOM FINISH SCHEDULE FOR ACOUSTICAL CEILING GRID TYPES.

3.  SEE FIRE PROTECTION DRAWINGS FOR SPRINKLER HEAD LOCATIONS.

4.  PROVIDE BLOCKING AND ARCHITECTURAL METALS TO SUPPORT ALL LIGHT FIXTURES,
CUBICLE CURTAIN TRACKS, ETC.

5.  CENTER ALL LIGHTS, SPEAKERS, SMOKE DETECTORS, DOME LIGHTS, ETC. IN CENTER
OF CEILING TILES UNLESS NOTED OTHERWISE.

6.  PATCH, MATCH AND ALIGN EXISTING ACT GRID AND TILE ANT NEW PARTITIONS.

7. SEVEN AUTO LIFT TRACKS RELOCATED FROM ICU

8. PROVIDE ROLLER SHADE RS-1 AT ALL EXTERIOR WINDOWS.  PROVIDE BOTH RS-1 &
BLACK - OUT ROLLER SHADE RS-2 AT ROOMS NOTED IN ROOM FINISH SCHEDULE.

REFLECTED CEILING PLAN REVISION NOTE:
ALL HVAC GRILLES ADJUSTED TO ALIGN WITH CEILING GRIDS.
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2.  SEE ROOM FINISH SCHEDULE FOR ACOUSTICAL CEILING GRID TYPES.

3.  SEE FIRE PROTECTION DRAWINGS FOR SPRINKLER HEAD LOCATIONS.

4.  PROVIDE BLOCKING AND ARCHITECTURAL METALS TO SUPPORT ALL LIGHT FIXTURES,
CUBICLE CURTAIN TRACKS, ETC.

5.  CENTER ALL LIGHTS, SPEAKERS, SMOKE DETECTORS, DOME LIGHTS, ETC. IN CENTER
OF CEILING TILES UNLESS NOTED OTHERWISE.

6.  PATCH, MATCH AND ALIGN EXISTING ACT GRID AND TILE ANT NEW PARTITIONS.

7. SEVEN AUTO LIFT TRACKS RELOCATED FROM ICU

8. PROVIDE ROLLER SHADE RS-1 AT ALL EXTERIOR WINDOWS.  PROVIDE BOTH RS-1 &
BLACK - OUT ROLLER SHADE RS-2 AT ROOMS NOTED IN ROOM FINISH SCHEDULE.

REFLECTED CEILING PLAN REVISION NOTE:
ALL HVAC GRILLES ADJUSTED TO ALIGN WITH CEILING GRIDS.
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REFLECTED CEILING PLAN NOTES:
1. TYPICAL CEILING HEIGHT IS 8'-0" AFF UNLESS NOTED OTHERWISE.

2.  SEE ROOM FINISH SCHEDULE FOR ACOUSTICAL CEILING GRID TYPES.

3.  SEE FIRE PROTECTION DRAWINGS FOR SPRINKLER HEAD LOCATIONS.

4.  PROVIDE BLOCKING AND ARCHITECTURAL METALS TO SUPPORT ALL LIGHT FIXTURES,
CUBICLE CURTAIN TRACKS, ETC.

5.  CENTER ALL LIGHTS, SPEAKERS, SMOKE DETECTORS, DOME LIGHTS, ETC. IN CENTER
OF CEILING TILES UNLESS NOTED OTHERWISE.

6.  PATCH, MATCH AND ALIGN EXISTING ACT GRID AND TILE ANT NEW PARTITIONS.

7. SEVEN AUTO LIFT TRACKS RELOCATED FROM ICU

8. PROVIDE ROLLER SHADE RS-1 AT ALL EXTERIOR WINDOWS.  PROVIDE BOTH RS-1 &
BLACK - OUT ROLLER SHADE RS-2 AT ROOMS NOTED IN ROOM FINISH SCHEDULE.

REFLECTED CEILING PLAN REVISION NOTE:
ALL HVAC GRILLES ADJUSTED TO ALIGN WITH CEILING GRIDS.
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1. REFERENCE FLOOR FINISH PLAN IN COMBINATION
WITH ROOM FINISH SCHEDULE FOR DETAILED COLOR,
MATERIAL, AND LOCATION DESCRIPTIONS.

2. REFERENCE FLOOR FINISH PLANS IN COMBINATION
WITH REFLECTED CEILING PLANS AND ROOM FINISH
SCHEDULE FOR CEILING HEIGHTS AND MATERIAL TYPES.

3. ALL FLOORING MATERIAL TRANSITIONS TO OCCUR @
CENTER OF DOOR.  SEE AS-830 FOR TYPICAL DETAILS.

4. ALL FURNITURE AND EQUIPMENT SHOWN ARE FOR
REFERENCE ONLY AND ARE N.I.C., U.N.O.

5. ALL FINISHES TO CONTINUE WALL-TO-WALL, U.N.O.

6. ALL CROSS-CORRIDOR FLOOR PATTERN ARCS TO BE 1'-0"W
U.N.O.

TRANSITION OF FLOORING MATERIALS

AREA OF SPECIFIC FLOORING MATERIAL
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ORIENTATION REFERENCE FOR INSTALLATION
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3

SV-1 TO BE FLOORING FIELD.  SV-2 BORDER TO EXTEND
APPROXIMATELY 5" FROM ALL FINISHED WALLS, U.N.O.

SV-1 TO BE CORRIDOR FIELD.  ALL BORDERS AND CROSS-
CORRIDOR PATTERNING TO BE SV-2.

RF-2 BORDER TO EXTEND APPROXIMATELY 5" FROM ALL
FINISHED WALLS, U.N.O.  FLOORING FIELD AS NOTED.

RF-1 TO BE CORRIDOR FIELD.  ALL BORDERS AND CROSS-
CORRIDOR PATTERNING TO BE RF-2.
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1. REFERENCE FLOOR FINISH PLAN IN COMBINATION
WITH ROOM FINISH SCHEDULE FOR DETAILED COLOR,
MATERIAL, AND LOCATION DESCRIPTIONS.

2. REFERENCE FLOOR FINISH PLANS IN COMBINATION
WITH REFLECTED CEILING PLANS AND ROOM FINISH
SCHEDULE FOR CEILING HEIGHTS AND MATERIAL TYPES.

3. ALL FLOORING MATERIAL TRANSITIONS TO OCCUR @
CENTER OF DOOR.  SEE AS-830 FOR TYPICAL DETAILS.

4. ALL FURNITURE AND EQUIPMENT SHOWN ARE FOR
REFERENCE ONLY AND ARE N.I.C., U.N.O.

5. ALL FINISHES TO CONTINUE WALL-TO-WALL, U.N.O.

6. ALL CROSS-CORRIDOR FLOOR PATTERN ARCS TO BE 1'-0"W
U.N.O.

TRANSITION OF FLOORING MATERIALS

AREA OF SPECIFIC FLOORING MATERIAL

EXTENT OF SPECIFIC WALL MATERIAL

ORIENTATION REFERENCE FOR INSTALLATION

KEY NOTES:
1

2

3

SV-1 TO BE FLOORING FIELD.  SV-2 BORDER TO EXTEND
APPROXIMATELY 5" FROM ALL FINISHED WALLS, U.N.O.

SV-1 TO BE CORRIDOR FIELD.  ALL BORDERS AND CROSS-
CORRIDOR PATTERNING TO BE SV-2.

RF-2 BORDER TO EXTEND APPROXIMATELY 5" FROM ALL
FINISHED WALLS, U.N.O.  FLOORING FIELD AS NOTED.

RF-1 TO BE CORRIDOR FIELD.  ALL BORDERS AND CROSS-
CORRIDOR PATTERNING TO BE RF-2.

GENERAL NOTES: FINISH FLOOR PLAN LEGEND:
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1.  REFERENCE WALL PROTECTION PLANS IN COMBINATION WITH
ROOM FINISH SCHEDULE KEY FOR DETAILED WALL PROTECTION
COLOR AND MATERIAL.

2.  REFERENCE WALL PROTECTION PLANS IN COMBINATION WITH
INTERIOR ELEVATIONS, SHEET SERIES AS-700.

3. BUMPER GUARDS (BG) AND HANDRAILS (HR) TO ABUT DOOR
FRAMES.  PROVIDE 2" CLEARANCE FROM BUMPER GUARDS AND
HANDRAILS ON EACH SIDE OF ANY OTHER OBSTRUCTION.

4. IN CORRIDORS, OMIT HANDRAIL AND BUMPER GUARD AT
CONTINUOUS WALL LENGTHS OF 18" OR LESS.

EXTENT OF SPECIFIC WALL PROTECTION

CORNER GUARD

KEY NOTES:
1

2

RIGID WALL PROTECTION (RWP) IN CHARTING ALCOVE TO BE
UNDER COUNTERTOP ONLY.

RIGID WALL PROTECTION TO RUN FULL-HEIGHT FROM TOP
OF WALL BASE TO FINISHED CEILING.

GENERAL NOTES: WALL PROTECTION PLAN LEGEND:
XX-XX
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EXTERIOR WALL SECTIONS - LEVEL 8
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607-394

1

WS RA 43

 3/4" = 1'-0"2 WALL SECTION - A WING - NORTH
 3/4" = 1'-0"1 WALL SECTION - A WING - SOUTH

 3/4" = 1'-0"6 WALL SECTION - A & D WINGS

 1 1/2" = 1'-0"7 PLAN DETAIL - WALL TO WINDOW

 3/4" = 1'-0"4 WALL SECTION - A WING - NORTH - EXIST-NEW WINDOW
 3/4" = 1'-0"5 WALL SECTION-A WING-NORTH-EXISTING

 3/4" = 1'-0"3 WALL SECTION-A WING-NORTH-EXISTING WINDOW
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-SEE STRUCTURAL

1 1/2" MTL ROOF DECK

6" RIGID INSULATION

CONC CURB

AS-580
6

Sim

CONC ON MTL FLOOR DECK
ON TUBE STEEL SUPPORTS,
SEE STRUCT

EXTEND ROOF MEMBRANE
OVER CURB

PREFINISHED METAL FLASHING

ROOF ASSEMBLY 1

EQUIP PLATFORM
1009' - 11"

1025' - 4 1/2"

6 1
/4"

15
' - 

5 1
/2"

2' 
- 0

 3/
4"

T.O.S.

4 1/4" 4" 6 1/2"

1' - 2 3/4"

4" RIGID INSULATION

AS-590
18

WALL ASSEMBLY 3

LEVEL 9
1007' - 10 1/4"

21

PENTHOUSE PARAPET
1025' - 10 3/4"

EQUIP PLATFORM
1009' - 11"

15
' - 

11
 3/

4"
2' 

- 0
 3/

4"

3/8" x 2 1/2" STEEL LADDER
w/ #8 REBAR RUNG
(TYP)

WALL ASSEMBLY 3

CONCRETE CURB

6" RIGID INSULATION

CONC SLAB ON MTL DECK
SEE STRUCTURAL DRAWINGS

4" RIGID INSULATION

4 1/4" 4" 6 1/2"

1' - 2 3/4"

4"

3' 
- 6

"
15

' - 
8 1

/2"

6"

2' - 6"

R 1' - 3"

PREFINISHED SHEET
MTL GRAVEL STOP

2X TREATED WOOD
BLOCKING

STRUCTURAL FRAMING
SEE STRUCTURAL
DRAWINGS

1 1/2" MTL ROOF DECK

1025' - 4 1/2"
T.O.S.

ROOF ASSEMBLY 1

AS-580
5

Sim

3/8" x 2 1/2" BENT STEEL PLATE BRACKET
WELDED TO LADDER RAIL AND FASTENED
TO WALL GIRT

LADDER FINISH NOTE:
HOT DIP GALVANIZE AND PAINT
ALL EXPOSED STEEL.  COLOR TO
BE SELECTED BY CONSTRUCTION
OFFICER.

3/8" x 2 1/2" BENT STEEL PLATE BRACKET
WELDED TO LADDER RAIL AND FASTENED
TO WALL GIRT
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EXTERIOR WALL SECTIONS - LEVEL 9

AS-540

607-394

1

WS RA 47

 3/4" = 1'-0"1 WALL SECTION - PENTHOUSE 6
 3/4" = 1'-0"2 WALL SECTION - PENTHOUSE AT LOUVER

 3/4" = 1'-0"3 WALL SECTION - PENTHOUSE - EAST
 3/4" = 1'-0"4 WALL SECTION - ROOF LADDER



1/2"

3/4
"

5/8" GWB ON 3 5/8" MTL STUDS

ALUM WINDOW SYSTEM
TO MATCH EXISTING

ALUM COMPOSITE
MTL PANEL BEYOND

SOLID SURFACE SILL

PREFINISHED SHEET
MTL SILL FLASHING

ALUM SILL EXTENSION

TREATED WD BLOCKING

STL CLIP ANGLE ON NON-CONDUCTIVE
SHIM @ 24" O.C.

FILL SPACE W/ BATT INSULATION

SPRAY FOAM INSULATION

VAPOR BARRIER
-SPRAY APPLIED
SILICONE SHEET ATTACHED
TO WINDOW SILL

WALL ASSEMBLY 1

6 1/4" 3" 3 1/2" 3"

THERMAL BARRIER

1' - 3 3/4"

F.1

LEVEL 8
996' - 6"

LOUVER

BACKER ROD AND SEALANT

PREFINISHED SHEET
MTL SILL FLASHING

2" RIGID INSULATION

EXIST ROOF / FLOOR
DECK

WALL ASSEMBLY 5

VAPOR BARRIER, SPRAY APPLIED

EXISTING ROOF MEMBRANE
& INSULATION, PATCH &
REPAIR AS NEEDED

PREFINISHED SHEET
MTL FLASHING

8" CMU CURB

EPDM BASE FLASHING

1/2" TREATED PLYWOOD

PROVIDE ADDITIONAL LAYER OF
VAPOR BARRIER OVER FLASHING

WEEP VENTS @ 24" OC

(2) 3/4" TREATED WOOD BLOCKING

PREFINISHED SHEET
MTL FLASHING

LOUVER, SEE SCHEDULE

BACKER ROD AND SEALANT

WALL ASSEMBLY 5

COLD FORMED
METAL FRAMING

VAPOR BARRIER
-SPRAY APPLIED

PROVIDE ADDITIONAL
LAYER OF VAPOR
BARRIER OVER FLASHING

WEEP VENTS @ 24" O.C.

STEEL LINTEL
SEE STRUCTURAL DRAWINGS

TOP OF PARAPET
1010' - 8 3/4"

8"
1' 

- 1
0"

1 1/4" 1/2"

1"

WALL ASSEMBLY 1

ROOF ASSEMBLY 1

PRECAST CONC
COPING

STRUCTURAL FRAMING

F.3

EPDM BASE FLASHING

CONT. TERMINATION BAR

SHEET MTL FLASHING

VAPOR BARRIER, TURN
UP & SEAL AT PERIMETER
& PENETRATIONS

1' - 5"

1008' - 2 3/4"

T.O.S.

3" SPRAY FOAM
INSULATION

3" RIGID INSULATION
-ADHERE TO PRECAST

9 1/2" 7 1/2"

2' 
- 6

"

8"
 M

IN
.

1

EXIST PENTHOUSE
1010' - 2"

EXPANSION JOINT ASSEMBLY

EXISTING MASONRY WALL
CONSTRUCTION

ROOF ASSEMBLY 1

TREATED WOOD BLOCKING
1008' - 2 3/4"

T.O.S.

BATT INSULATION

ROOF STRUCTURE
SEE STRUCTURAL

1' - 4"

EPDM FLASHING

CONT. STEEL ANGLE, SEE STRUCTURAL

REMOVE EXISTING BRICK &
INSULATION AS REQUIRED TO
INSTALL NEW THRU WALL FLASHING

SHEET METAL THRU WALL FLASHING

WEEP VENTS @ 24" O.C.

VAPOR BARRIER
-SPRAY APPLIED

3d

EXIST PENTHOUSE
1010' - 2"

EXISTING FULLY ADHERED ROOF
MEMBRANE ON TAPERED INSULATION

SEALING STRIPEXISTINGNEW

ROOF ASSEMBLY 1

EXISTING FRAMING

LEVEL 8
996' - 6"

Ed

8" CMU CURB

WALL ASSEMBLY 4

1' - 2 3/4"

AIR BARRIER

VAPOR RETARDER
-SPRAY APPLIED

VAPOR RETARDER
-SPRAY APPLIED

Ed

EXIST PENTHOUSE
1010' - 2"

PREFINISHED SHEET
MTL GRAVEL STOP

TREATED WOOD
BLOCKING

VERTICAL GIRTS
SEE STRUCTURAL DRAWINGS

ROOF ASSEMBLY 1

WALL ASSEMBLY 4

1011' - 1 1/2"
TOP OF PARAPET

11
 1/

2"

STRUCTURAL FRAMING
SEE STRUCTURAL DRAWINGS

1' - 2 3/4"

8" 6 3/4"

SEALANT

CONT. BENT PLATE
SEE STRUCTURAL DRAWINGS

EPDM FLASHING

STL ANGLE CONNECTED TO VERT GIRTS
SEE STRUCTURAL DRAWINGS

AIR BARRIER

VAPOR BARRIER

LEVEL 8
996' - 6"

Ed

SHEET MTL FLASHING

EXISTING MASONRY
WALL CONSTRUCTION

1' - 5"

BACKER ROD & SEALANT

WALL ASSEMBLY 5
ALIGN WITH WALL
BELOW

VAPOR RETARDER
-SPRAY APPLIED

BENT PLATE RELIEF ANGLE
SEE STRUCTURAL DRAWINGS

PROVIDE ADDITIONAL
LAYER OF VAPOR BARRIER
OVER FLASHING

WEEP VENTS @ 24" O.C.

EXISTING FLOOR
STRUCTURE

Ed

EXIST PENTHOUSE
1010' - 2"

PREFINISHED SHEET MTL
GRAVEL STOP

1011' - 1 1/2"
TOP OF PARAPET

ROOF ASSEMBLY 1

1' - 5"

STRUCTURAL FRAMING
-SEE STRUCTURAL DRAWINGS

1 7/8" 1' - 3 1/8"
TREATED WOOD BLOCKING

SEALANT

EPDM FLASHING

VAPOR RETARDER
-SPRAY APPLIED

11
 1/

2"

WALL ASSEMBLY 5

2" RIGID INSULATION ON Z
FURRING @ 16" OC MAX

5/8" GYP SHEATHING

VENTS @ 24" O.C.

PLYWOOD EMBOSSED 2" RIGID
INSULATION

ROOF ASSEMBLY 1

FULLY ADHERED EPDM MEMBRANE

RIGID INSULATION
- REFER TO ROOF PLAN FOR THICKNESS AND SLOPE

5/8" GWB SHEATHING

METAL ROOF DECK - SEE STRUCTURAL

VAPOR BARRIER

WALL ASSEMBLY 1

BRICK CLAD
PRECAST CONCRETE
PANEL

3" SPRAY APPLIED
FOAM INSULATION

3 5/8" METAL STUDS
@ 16" O.C.

5/8" GWB

VAPOR RETARDER
-SPRAY APPLIED

5/8" 3 5/8" 1" 3" 6 7/8" 3/4"

WALL ASSEMBLY 2

CMU

3" SPRAY APPLIED
FOAM INSULATION

3 5/8" METAL STUDS
@ 16" O.C.

5/8" GWB

VAPOR RETARDER
-SPRAY APPLIED

5/8" 3 5/8" 1" 3" 7 5/8"

WALL ASSEMBLY 3

METAL PANEL SYSTEM TO
MATCH EXISTING

1 1/2" SUBGIRT w/ SEMI
RIGID INSULATION

VERTICAL GIRTS
-SEE STRUCTURAL

LINER PANEL w/ 3" SEMI
RIGID INSULATION

4" 3" 2" 1 1/2"

WALL ASSEMBLY 4

METAL PANEL SYSTEM TO
MATCH EXISTING

1 /12" SUB GIRTS
w/ SEMI RIGID INSULATION

VERTICAL GIRTS
SEE STRUCTURAL DRAWINGS

3" LINER PANEL
w/ SEMI RIGID INSULATION

4 1/4" 4" 3" 2 1/4" 1 1/2"

3 5/8" METAL STUD
@ 16" O.C.

5/8" GWB

THERMAL  BARRIER

THERMAL BARRIER

WALL ASSEMBLY 5

BRICK VENEER
-MATCH EXISTING

AIR SPACE

VAPOR RETARDER
-SPRAY APPLIED

3" RIGID INSULATION

5/8" 6" 5/8" 3" 2" 3 5/8"

WALL ASSEMBLY 6

BRICK VENEER
-MATCH EXISTING

AIRSPACE

8" CMU

2" RIGID INSULATION

5/8" GYPSUM SHEATHING

6" COLD FORMED METAL
FRAMING @ 16" O.C.

5/8" GWB

2" 1 1/4" 3 5/8"

AIR BARRIER ON 1/2" EXT
SHEATHING

VAPOR RETARDER

1' - 3"

10 1/2"

AIR BARRIER ON 1/2" EXT
SHEATHING

VAPOR RETARDER

VAPOR RETARDER
- SPRAY APPLIED

C
EXIST. CONC. ROOF BEAM

EXIST. FACE BRICK

NEW FACE BRICK
-MATCH EXISTING

CONT. ANGLE
-SEE STRUCTURAL DRAWINGS

BACKER ROD & SEALANT

ALUM WINDOW SYSTEM TO
MATCH EXISTING

ALUM COMPOSITE METAL
PANEL BEYOND

BACKER ROD & SEALANT

PREFINISHED ALUM TRIM TO
MATCH CEILING SYSTEM

PREWELDED HANGER/ SPLICE
CLIP AS REQUIRED FOR VERT

BLIND/ ROLLER SHADE SUPPORT

SHEET MTL FLASHING

2" 1' - 3"

3" 3 1/2" 3" 10 3/4"

VAPOR RETARDER
-SPRAY APPLIED

THERMAL BARRIER

3" SPRAY FOAM INSULATION

SILICONE SHEET ATTACHED
TO WINDOW HEAD

WEEP VENTS @ 24" O.C.

TERMINATION BAR

C
SOLID SURFACE SILL

ALUM SILL EXTENSION
ON 3/4" PLYWOOD

ALUM COMPOSITE METAL
PANEL BEYOND

ALUM WINDOW SYSTEM TO
MATCH EXISTING

VAPOR BARRIER
-SPRAY APPLIED

PREFINISHED SHEET MTL
SILL FLASHING

EXISTING BRICK WALL

SPRAY ON INSULATION

3/4
"

5/8" GWB ON 3 5/8" MTL STUD

TREATED WD BLOCKING
ON  3" Z FURRING @ 16" O.C.

EXISTING STONE COPING

SILICONE SHEET ATTACHED
TO WINDOW SILL

THERMAL BARRIER

3" 3 1/2" 3" 10 3/4"

1/2"

LOUVER, SEE SCHEDULE

BACKER ROD & SEALANT

WALL ASSEMBLY 5

VAPOR BARRIER
SPRAY APPLIED

BRICK RETURN

1" RIGID INSULATION
1/2" TREATED PLYWOOD

TREATED 2x BLOCKING

2"

LEVEL 8
996' - 6"

B.d
1' - 5"

SHEET MTL FLASHING

EXISTING MASONRY
WALL CONSTRUCTION

BACKER ROD & SEALANT

VAPOR BARRIER
-SPRAY APPLIED

SHELF ANGLE
-SEE STRUCTURAL DRAWINGS

PROVIDE ADDITIONAL LAYER
OF VAPOR RETARDER OVER
TOP OF FLASHING

WEEP VENTS 24" O.C.

LEVEL 9
1007' - 10 1/4"

EXIST PENTHOUSE
1010' - 2"

B.d

1' - 5"

PREFINISHED SHEET MTL GRAVEL STOP

ROOF ASSEMBLY 1

STRUCTURAL FRAMING
-SEE STRUCTURAL DRAWINGS

TREATED PLYWOOD &  BLOCKING ON
Z FURRING @ 16" O.C.

SEALANT

EPDM FLASHING

VAPOR BARRIER, SPRAY APPLIED

2" RIGID INSULATION ON Z
FURRING @ 16" O.C. MAX.

WEEP VENTS @ 24" O.C.

11
 1/

2"

1011' - 1 1/2"

WALL ASSEMBLY 6

TOP OF PARAPET
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EXTERIOR WALL DETAILS

AS-550

607-394

1

WS RA 48

 1 1/2" = 1'-0"1 DETAIL AT WINDOW SILL -  PRECAST WALL

 1 1/2" = 1'-0"8 DETAIL AT LOUVER SILL - D WING

 1 1/2" = 1'-0"9 DETAIL AT LOUVER HEAD - D WING

 1 1/2" = 1'-0"12 DETAIL AT PARAPET - A WING
 1 1/2" = 1'-0"13 DETAIL AT ROOF AND EXIST WALL - A WING

 1 1/2" = 1'-0"11 DETAIL AT ROOF - D WING

 1 1/2" = 1'-0"6 DETAIL AT METAL PANEL SILL

 1 1/2" = 1'-0"7 DETAIL AT METAL PANEL PARAPET

 1 1/2" = 1'-0"2 DETAIL AT SHELF ANGLE

 1 1/2" = 1'-0"3 DETAIL AT PARAPET

 1 1/2" = 1'-0"5 DETAIL AT WINDOW HEAD - EXIST. WALL

 1 1/2" = 1'-0"4 DETAIL AT WINDOW SILL - EXIST. WALL

 1 1/2" = 1'-0"10 LOUVER JAMB DETAIL-D-WING

 1 1/2" = 1'-0"14 WALL DETAIL AT STAIR 8

 1 1/2" = 1'-0"15 PARAPET DETAIL AT STAIR 8



LEVEL 8
996' - 6"

3' 
- 4

 1/
2"

ALUM WINDOW SYSTEM TO MATCH EXISTING

MTL SILL FLASHING

SOLID SURFACE SILL

EXIST PARAPET AND
COPING TO REMAIN

2X4 TREATED WD BLOCKING

STL CLIP ANGLE ON NON-
CONDUCTIVE SHIM @ 24" O.C.

8" CMU W/ #5 @ 16" O.C.
-GROUT SOLID

ALUM SILL EXTENSION

4 3
/4"3 1

/4"

FILL SPACE W/ BATT INSULATION

5/8" GWB ON 3 5/8"
MTL STUDS @ 16" O.C.

1/2"

EXISTING FLOOR
STRUCTURE

C.3.

2" RIGID INSULATION

SILICONE SHEET ATTACHED TO WINDOW SILL

VAPOR RETARDER
-SPRAY APPLIED

3"3 1/2"3"9"

1' - 6 3/8"

THERMAL BARRIER

SPRAY ON FOAM INSULATION

LEVEL 8
996' - 6"

EXISTING
MASONRY WALL
CONSTRUCTION

CONTROL JOINT

BACKER ROD & SEALANT

PRECAST CLAD CONC PANEL
-ALIGN w/ WALL BELOW

F.

SPRAY FOAM INSULATION

VAPOR RETARDER
-SPRAY APPLIED

THERMAL BARRIER

SHIM

EXISTING FLOOR
STRUCTURE

F.1

ALUM WINDOW SYSTEM
TO MATCH EXISTING

3"3 1/2"3"

7 1/2"10 7/8"

CEILING
-SEE RCP

PREFINISHED ALUM TRIM TO
MATCH CEILING SYSTEM

PREWELDED HANGER, SPLICE
CLIP AS REQUIRED FOR WINDOW
COVERING SUPPORT

BACKER ROD & SEALANT

1 1/2"

WALL ASSEMBLY 1

DRIP EDGE

C.3.

FILL w/ BATT INSULATION

SILICONE SHEET ATTACHED TO
WINDOW HEAD & PRECAST

TOP OF PARAPET
1010' - 8 3/4"

BENT PLATE

PRECAST CONC
COPING

1008' - 0 3/4"

T.O.S.

ROOF STRUCTURE

5/8" GWB ON 3 5/8"
METAL STUD @ 16" O.C.

BRICK CLAD PRECAST
PANEL

2' 
- 8

"

8"
2' 

- 0
"

ROOF ASSEMBLY 1

VAPOR BARRIER
-TURN UP & SEAL AT

PERIMETER & PENETRATIONS

EPDM BASE FLASHING

SHEET MTL FLASHING

CONT. TERMINATION
BAR

7 1/2"10 7/8"

C.3.
1' - 6 3/8"

C.1.

8"
 M

IN
.

3" SPRAY ON INSULATION

VAPOR RETARDER
-SPRAY APPLIED

4" BATT INSULATION

10 MIL VAPOR BARRIER

LEVEL 8
996' - 6"

2' 
- 6

"

CURTAINWALL SYSTEM

SOLID SURFACE SILL
ON 3/4" PLYWOOD

3/4
"

STL CLIP ANGLE ON
NON CONDUCTIVE
SHIM @ 24" O.C.

3"

2X BLOCKING

CONTROL JOINT

BACKER ROD AND
SEALANT

1/2"

WALL ASSEMBLY 1

BACKER ROD & SEALANT
-BOTH SIDES

PRECAST CONC
SILL

EXISTING WALL
& FLOOR CONSTRUCTION

4 1
/2"

1/2
"

10 1/4" 5" 3 1/2"

- ALIGN w/ WALL
BELOW

2' 
- 4

 1/
2"

SILICONE SHEETS ATTACHED
TO CURTAIN WALL SILL

PREFINISHED SHEET MTL
FLASHING

SHIM

CURTAINWALL SYSTEM

2" RIGID INSULATION

5/8" EXT GWB SHEATHING

EPDM BASE FLASHING
EXTEND OVER PARAPET

TREATED WOOD BLOCKING

ROOF BEAM
-SEE STRUCTURAL DRAWINGS

1 1/2" MTL ROOF DECK

PREFINISHED SHEET MTL COPING

1008' - 0 3/4"

T.O.S.

1010' - 7 1/4"

TOP OF PARAPET

BACKER ROD & SEALANT

PLYWOOD EMBOSSED 2"
RIGID INSULATION

VAPOR BARRIER
EXTEND OVER PARAPET

ROOF ASSEMBLY 1

SEALANT

2" RIGID INSULATION
ON 2" FURRING @

16" OC

6" COLD FORMED METAL
STUD @ 16" OC

2' 
- 6

 1/
2"

2"
1/2"

2' 
- 7

 1/
2"

1' 
- 7

 3/
4"

4 1
/2"

1' - 7 1/2"

FILL VOID BETWEEN
SHEATHING & CURTAIN
WALL w/ MINERAL WOOL
INSUL

SSTL FLASHING

BACKER ROD & SEALANT

FILL VOID w/ MINERAL
WOOL INSUL

1 5
/8"

1"
6 1

/2"

1' - 2" 5 1/2"

PROVIDE ADDITIONAL LAYER OF
VAPOR BARRIER OVER FLASHING

BENT PLATE

TOP OF PARAPET
1010' - 8 3/4"

7 1/2" 9 1/2"

1/2" 1 1/4"

8"
1' 

- 1
0"

PRECAST CONC PARAPET

ROOF ASSEMBLY 1

C.1
1' - 5"

1008' - 2 3/4"
T.O.S.

2' 
- 6

"

BRICK CLAD
PRECAST PANEL

SHEET MTL FLASHING

CONT. TERMINATION BAR

EPDM BASE FLASHING

VAPOR BARRIER
-TURN UP & SEAL AT
PERIMETER & PENETRATIONS

BENT PLATE

ROOF STRUCTURE

3" RIGID INSULATION
ADHERE TO PRECAST

3" SPRAY ON INSULATION

VAPOR RETARDER
-SPRAY APPLIED

8'"
 M

IN
.

THERMAL BARRIER

LEVEL 8
996' - 6"

MTL SILL FLASHING SET IN CAULK

8" CMU W/ #5
@ 16" OC ,
GROUT SOLID

7 1/2"11"

EXISTING PARAPET
WALL AND STONE
COPING TO REMAIN

EXISTING CONC
FLOOR STRUCTURE

C.3.
1' - 6 1/2"

2" RIGID INSULATION

WALL ASSEMBLY 1

BACKER ROD & SEALANT

SHIM

VAPOR RETARDER
-SPRAY APPLIED

SPRAY FOAM INSULATION

THERMAL BARRIER

CURTAINWALL
SYSTEM

6" COLD FORMED
METAL STUD @
16" O.C.

2" RIGID INSULATION

5/8" EXT GWB SHEATHING

TREATED WOOD
BLOCKING

PREFINISHED METAL
COPING

1010' - 7 1/4"
TOP OF PARAPET

1008' - 0 3/4"
T.O.S.

2" RIGID INSULATION
ON 2" FURRING @

16" OC

SEALANT
BACKER ROD & SEALANT 4 1

/2"
1' 

- 7
 3/

4"
2' 

- 7
 1/

2"

2' 
- 6

 1/
2"ROOF ASSEMBLY 1

EPDM BASE FLASHING
EXTEND OVER PARAPET

VAPOR BARRIER
-EXTEND OVER PARAPET

5"
1/2"2"

FILL VOID w/ MINERAL
WOOL INSUL

BACKER ROD & SEALANT

SSTL FLASHING

FILL VOID BETWEEN
SHEATHING & CURTAINWALL
w/ MINERAL WOOL INSUL

2 1
/2"

1"
2 1

/2"

PROVIDE ADDITIONAL LAYER
OF VAPOR BARRIER OVER
FLASHING

PLYWOOD EMBOSSED 2"
RIGID INSULATION

26
SEALING STRIP

ROOF ASSEMBLY 1

EXISTING FULLY ADHERED ROOF
MEMBRANE ON TAPERED

INSULATION

EXISTING NEW

VAPOR BARRIER

EXISTING ROOF BEAM
-SEE STRUCTURAL DRAWINGS

PROVIDE ADDITIONAL TAPERED
INSULATION TO TRANSITION NEW

ROOFING INSULATION INTO EXISTING

1008' - 0 3/4"

T.O.S.

2 X 6 BLOCKING TO CREATE
SEPARATION BETWEEN
NEW AND EXISTING IF
REQUIRED TO MAINTAIN
EXISTING ROOF WARRANTY

LEVEL 8
996' - 6"

ALUM WINDOW SYSTEM TO MATCH EXISTING

MTL SILL FLASHING

SOLID SURFACE SILL

EXIST PARAPET AND
COPING TO REMAIN

2X10 TREATED WOOD
BLOCKING

8" CMU W/ #5 @ 16"
OC , GROUT SOLID

ALUM SILL EXTENSION TO MATCH EXISTING

FILL SPACE W/ BATT INSULATION

3 5/8" MTL STUDS

5/8" GWB ON 3 5/8" METAL STUDS,
SEE PLAN FOR PARTITION TYPE

2 1/8"

SPRAY APPLIED
THERMAL BARRIER

SPRAY APPLIED FLUID
VAPOR RETARDER

C.3.

2" RIGID INSULATION

SILICONE SHEETS ATTACHED TO WINDOW SILL

EXIST FLOOR
STRUCTURE

LEVEL 9
1007' - 10 1/4"

3

EXISTING CONC.
ROOF STRUCTURE

EXISTING ROOF MEMBRANE ON TAPERED INSULATION
-TIE NEW ROOM MEMBRANE INTO EXISTING
-PATCH & REPAIR AS NEEDED

SEALING STRIP

EXISTINGNEW

ROOF ANGLE
-SEE STRUCTURAL DRAWINGS

MTL ROOF DECK
-SEE STRUCTURAL DRAWINGS

ROOF ASSEMBLY 1

VAPOR BARRIER

T.O.S.
1008' - 2 3/4"

2 X 6 BLOCKING TO CREATE SEPARATION
BETWEEN NEW AND EXISTING IF REQUIRED TO
MAINTAIN EXISTING ROOF WARRANTY

LEVEL 8
996' - 6"

C.3

5/8" GWB

3 5/8" MTL STUD
@ 16" O.C. CLIPPED TO THE SLAB EDGE

THERMAL BARRIER

VAPOR RETARDER
-SPRAY APPLIED

SPRAY FOAM INSULATION

BRICK CLAD PRECAST
CONC PANEL, ALIGN w/
WALL BELOW

1/2
"

BACKER ROD & SEALANT

EXIST CONC BEAM

EXIST MASONRY WALL

5/8" GWB ON 2 1/2"
METAL FURRING
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CONSOLIDATE ICUs, 8A/8B
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EXTERIOR WALL DETAILS

AS-560

607-394

1

WS RA 49

 1 1/2" = 1'-0"1 DETAIL AT EXIST PARAPET - B WING

 1 1/2" = 1'-0"5 DETAIL AT PRECAST CONC PANEL - B WING
 1 1/2" = 1'-0"2 DETAIL AT WINDOW HEAD

 1 1/2" = 1'-0"3 DETAIL AT PARAPET - B WING

 1 1/2" = 1'-0"7 DETAIL AT CURTAINWALL SILL

 1 1/2" = 1'-0"8 DETAIL AT CURTAINWALL PARAPET

 1 1/2" = 1'-0"6 DETAIL AT PARAPET - A WING - NORTH

 1 1/2" = 1'-0"4 DETAIL AT EXIST PARAPET - PRECAST

 1 1/2" = 1'-0"11 DETAIL AT CURTAINWALL PARAPET - NORTH

 1 1/2" = 1'-0"9 DETAIL AT ROOF - B WING

 1 1/2" = 1'-0"12 DETAIL AT WINDOW SILL EXTENSION

 1 1/2" = 1'-0"13 DETAIL AT ROOF - A WING (LINE 3)

 1 1/2" = 1'-0"14 PRECAST PANEL AT STAIR 9

2' - 6" TO COLUMN
LINE  28.9



25
1/2" 9 1/2" 9 1/2"

1/2"

ALUM WINDOW SYSTEM
TO MATCH EXISTING, TYP

1" INSULATED GLAZING TO
MATCH EXISTING, TYP

SOLID SURFACE SILL
BELOW, TYP

CURVED ALUM PANEL TO MATCH EXISTING

3"
3 1

/2"
3"

6 3
/8"

1/2
"

2 1
/2"

SEALANT

2X BLOCKING

ALUM TRIM

SEALANT

FILL SHIM SPACE w/ INSULATION

STEEL COLUMN
-SEE STRUCTURAL

6" COLD FORMED
FRAMING

C.3.

BACKER ROD & SEALANT

5/8" GYPSUM SHEATHING

FILL VOID WITH
BATT INSULATION

SILICONE SHEETS ATTACHED
TO WINDOW JAMB

C.1.

5/8" GWB w/ 10 MIL VAPOR
BARRIER ON 3 5/8" METAL STUDS

w/ 4" BATT INSULATION

6 3
/8"

3"
3 1

/2"
3"

ALUM WINDOW SYSTEM TO MATCH EXISTING

CURVED ALUM PANEL
TO MATCH EXISTING
-CLIP TO Z FURRING

5/8" GWB ON  2 1/2" METAL STUDS

SOLID SURFACE SILL BELOW

1/2
"

2 1
/2"

1/2" 9 1/2" 9 1/2" 1/2" BACKER ROD & SEALANT

SEALANT

ALUM TRIM

SEALANT

2X BLOCKING

9 1
/4"

FILL SHIM SPACE w/
INSULATION

1" INSULATED GLAZING TO MATCH EXISTING
TYP.

5/8" GYP SHEATHING

4" RIGID INSULATION
w/ Z FURRING AT 24"

O.C. HORZ.

SILICONE SHEET
ATTACH TO

WINDOW JAMB

VAPOR RETARDER
-SPRAY APPLIED

C.1.

6" COLD FORM FRAMING

26
1/2" 9 1/2" 9 1/2" 1/2"

CURVED ALUM PANEL TO
MATCH EXISTING
FILL SHIM SPACE w/ INSULATION

5/8" GWB ON 3 5/8"
METAL STUDS

12

AS-560

Sim

3"
3 1

/2"
3"

6 1
/4"

2 1
/2"

1/2
"

BACKER ROD & SEALANT

1" INSULATED GLAZING
TO MATCH EXISTING

SOLID SURFACE SILL BELOW

2X WD BLOCKING

SEALANT

ALUM TRIM

SEALANT

ALUM WINDOW SYSTEM TO
MATCH EXISTING

6" COLD FORMED FRAMING

STEEL COLUMN
SEE STRUCTURAL

SILICONE SHEET
ATTACHED TO
WINDOW JAMB

5/8" GWB SHEATHING

C.1.

8 1
/2"

5/8" GWB w/ 10 MIL VAPOR
BARRIER ON 3 5/8" METAL

STUDS w/ 4" BATT INSULATION

SEE FLOOR PLAN FOR
PARTITION TYPES

EXISTING WINDOW
SYSTEM TO REMAIN

ALUM WINDOW SYSTEM
TO MATCH EXISTING

CURVED ALUM PANEL
TO MATCH EXISTING

F.

3"
3 1

/2"
3"

6 1
/4"

VAPOR RETARDER
-SPRAY APPLIED

ALUM TRIM

2X TREATED
BLOCKING 5/8" GYP SHEATHING

SILICONE SHEET ATTACHED
TO WINDOW JAMB

BACKER ROD & SEALANT

4" RIGID INSULATION
FILL SHIM SPACE w/
BATT INSULATION

1' 
- 5

"

6" COLD FORMED
FRAMING

F.1

1/2
"

EXISTING
PRECAST
CONC PANEL

5"6 1/2"

BACKER ROD & SEALANT
-BOTH SIDES

CONTROL JOINT

4" 7 1/2"

11 1/2"

28.9

BRICK CLAD PRECAST
CONC. PANEL

SPRAY FOAM
INSULATION

VAPOR RETARDER
-SPRAY APPLIED

THERMAL BARRIER

23

COLUMN
-SEE STRUCTURAL

1/2"9 1/2"9 1/2"5/8"

1/8" CURVED CLEAR
ANODIZED ALUM PANEL
TO MATCH EXISTING

5/8" GWB ON 3 5/8"
METAL STUD

ALUM WINDOW SYSTEM
TO MATCH EXISTING

BACKER ROD &
SEALANT

1" INSULATED GLAZING
TO MATCH EXISTING

SEALANT

2X BLOCKING

ALUM TRIM

SEALANT

FILL SHIM SPACE
w / INSULATION

SILICONE SHEET
ATTACHED TO
WINDOW JAMB

1/2
"

2 1
/2"

5/8" GYP SHEATHING

1' 
- 8

 1/
2"

SOLID SURFACE SILL6" COLD FORMED
FRAMING

F.1

3"
3 1

/2"
3"

6 3
/8"

7 3
/4"

FILL VOID WITH BATT
INSULATION

5/8" GWB w/ 10 MIL VAPOR
BARRIER ON 3 5/8" METAL STUD

w/ 4" BATT INSULATION

E.

PRECAST CONC SILL
BELOW

1' - 1"

7"

CURTAINWALL SYSTEM

SOLID SURFACE
SILL BELOW

WALL ASSEMBLY 1

0AB

0AB

0AC

BACKER ROD AND
SEALANT BOTH SIDES

1/2"
2 1/2" 2' - 4 1/2" 5"

1/2"
3"

3"
1/2

"
5"

2' 
- 0

 1/
2"

2 1
/2"

VAPOR RETARDER
-SPRAY APPLIED

SILICONE SHEET ATTACHED
TO CURTAIN WALL JAMB

7 1/2"5 1/2"

E.1.

28.9

THERMAL BARRIER

7" 1' - 1 3/8"

1' 
- 1

0"

1

2' - 0" 1' - 6"

CURTAINWALL
SYSTEM

PRECAST CONC
SILL BELOW

1' 
- 0

"

SOLID
SURFACE
SILL BELOW

3"
1/2"

5"2' - 8 1/2"2 1/2"9 1/2"

3"
1/2

"5"
2' 

- 0
 1/

2"
2 1

/2"

0AD

0AD

0AD

STEEL COLUMN
-SEE STRUCTURAL DRAWINGS

3028.9

SEALANT

F.1

5/8" GWB WITH 10 MIL VAPOR
BARRIER ON 3 5/8" METAL
STUD 4" BATT INSULATION

10
 1/

4"
5"

1/2
"

SOLID SURFACE SILL
CURTAINWALL SYSTEM

PRECAST CONC SILL BELOW

WALL ASSEMBLY 1

BACKER ROD & SEALANT
-BOTH SIDES

1' 
- 3

 3/
4"

3"

SILICONE SHEET ATTACHED TO
CURTAIN WALL JAMB

VAPOR RETARDER
-SPRAY APPLIED

5/8" GYP RETURN

THERMAL BARRIER

SEE PLAN FOR PARTITION TYPE

F.1

28

EXISTING BRICK
CLAD PRECAST
CONC PANEL

DOUBLE BACKER
ROD AND SEALANT

3' 
- 1

 5/
8"

1/2
"

DOUBLE
BACKER ROD
AND SEALANT

4 5/8"7 1/2"1/2"
WALL ASSEMBLY 1

PRECAST WALL
ATTACHED TO
CMU

CMU WALL
-SEE
STRUCTURAL
DRAWINGS

3" SPRAY FOAM
INSULATION

VAPOR RETARDER
-SPRAY APPLIED

0AB

0AD

0AD

TOILET CARRIER
CLEARANCE

THERMAL
BARRIER

3d

Ed

1' - 5" 9 1/4"

WALL ASSEMBLY 5

WALL ASSEMBLY 5

0AD

0AD

10
 1/

4"
1' 

- 5
"

6d

Ed

EXISTING METAL PANEL WALL
CONSTRUCTION TO REMAIN

1' 
- 1

 7/
8"

7/8
"

1' 
- 2

 3/
4"

WALL ASSEMBLY 4

0AD
0AD

STEEL COLUMN
SEE STRUCTURAL

BACKER ROD & SEALANT

Ed
1' 

- 3
 3/

4"
1 1

/4"

SEALANT AND BACKER ROD

2 1
/4"

1' 
- 1

 7/
8"

7/8
"

WALL ASSEMBLY 5

WALL ASSEMBLY 4VAPOR RETARDER
SPRAY APPLIED 1/2"

1" RIGID INSULATION

BRICK RETURN

VAPOR BARRIER

AIR BARRIER

1' 
- 2

 3/
4"1

3

EXISTING MASONRY WALL CONSTRUCTION

EXISTING CONC COLUMN

BACKER ROD AND SEALANT

F.3

1' 
- 3

 3/
4"

1 1
/4"

WALL ASSEMBLY 1

VAPOR RETARDER
-SPRAY APPLIED

5/8" GWB ON 1 5/8"
METAL STUD @ 16" OC

THERMAL BARRIER

1/2"
8"

1' - 2 1/2"1' - 2 1/2"

3"
3 1

/4"

19

EXIST CONC COLUMN

EXIST STONE COPING BELOW

EXIST ALUM WINDOW SYSTEM
AND COLUMN COVER TO REMAIN

5/8" GWB ON
FURRING

CHANNELS SEE PLAN FOR
PARTITION TYPE

12

AS-560

Sim SOLID SURFACE
SILL BELOW

EXIST. TRIM

EXIST BLOCKING

VAPOR RETARDER
SPRAY APPLIED

9 1/2" 9 1/2"

C.1.

SPRAY FOAM
INSULATION

THERMAL BARRIER

9 1/2" 1/2"1/2" 9 1/2"

8 5
/8"

8 3
/4"

27
1/2" 9 1/2" 9 1/2" 1/2"

ALUM WINDOW SYSTEM TO
MATCH EXISTING

EXISTING STONE COPING BELOW

CLEAR ANODIZED CURVED ALUM
COLUMN COVER

SOLID SURFACE
SILL BELOW

3"
3 1

/2"
3"

6 3
/8"

6"

1/2
"

2 1
/2"

SEALANT

2X BLOCKING

ALUM TRIM

SEALANT

5/8" GYP. SHEATHING

FILL SHIM SPACE
w/ INSULATION

C.3.

STEEL COLUMN
SEE STRUCTURAL
DRAWINGS

BACKER ROD
& SEALANT

SILICONE SHEET ATTACHED
TO WINDOW JAMB

6" COLD FORMED
FRAMING

C.1.

5/8" GWB w/ 10 MIL
VAPOR BARRIER ON 3

5/8" METAL STUDS w/ 4"
BATT INSULATION

WALL ASSEMBLY 1

SOLID SURFACE
SILL BELOW

BACKER ROD & SEALANT

ALUM WINDOW SYSTEM
TO MATCH EXISTING FILL SHIM SPACE w/

BATT INSUL

EXIST. SILL BELOW

SILICONE SHEET ATTACHED
TO WINDOW JAMB

SEALANT

ALUM TRIM

VAPOR RETARDER
-SPRAY APPLIED

SEALANT
5/8" GWB RETURN

THERMAL BARRIER

3"
3 1

/2"
3"

6 1
/4"

BACKER ROD & SEALANT

ALUM WINDOW SYSTEM TO
MATCH EXISTING

FILL SHIM SPACE w/ BATT INSUL
EXISTING PRECAST

CONC PANEL WALL -
FIELD VERIFY ASSEMBLY

1/2"

SILICONE SHEET ATTACHED
TO WINDOW JAMB

SEALANT

ALUM TRIM

SPRAY APPLIED VAPOR BARRIER

SEALANT

5/8" GWB RETURN

TREATED WD BLOCKING

F.1

5

F.3

1' - 2 1/2" 1' - 2 1/2"

3"

EXIST CONC COLUMN
EXIST MASONRY WALL
CONSTRUCTION

VAPOR RETARDER
-SPRAY APPLIED

5/8" GWB ON 1 5/8"
METAL STUD @ 16" OC
SEE PLAN FOR
PARTITION TYPE

THERMAL BARRIER

3 1
/4"
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EXTERIOR WALL DETAILS

AS-570

607-394

1

WS RA 50

 1 1/2" = 1'-0"1 PLAN DETAIL - WINDOW - B WING

 1 1/2" = 1'-0"2 PLAN DETAIL - WINDOW JAMB

 1 1/2" = 1'-0"3 PLAN DETAIL - WINDOW JAMB & COLUMN
 1 1/2" = 1'-0"7 PLAN DETAIL - WINDOW JAMB AT EXISTING WALL

 1 1/2" = 1'-0"16 PLAN DETAIL - PRECAST CONC PANEL AT STAIR NO 1

 1 1/2" = 1'-0"8 PLAN DETAIL - EXISTING COLUMN

 1 1/2" = 1'-0"15 PLAN DETAIL - CURTAINWALL & PRECAST CONC PANEL

 1 1/2" = 1'-0"14 PLAN DETAIL - CURTAINWALL CORNER
 1 1/2" = 1'-0"17 PLAN DETAIL - CURTAINWALL JAMB

 1 1/2" = 1'-0"18 PLAN DETAIL AT STAIR NO 1

 1 1/2" = 1'-0"11 PLAN DETAIL - PRECAST CONC PANEL CORNER

 1 1/2" = 1'-0"10 PLAN DETAIL - D WING

 1 1/2" = 1'-0"19 PLAN DETAIL - PRECAST & METAL PANEL

 1 1/2" = 1'-0"9 PLAN DETAIL - PRECAST CONC PANEL & EXIST WALL

 1 1/2" = 1'-0"6 PLAN DETAIL - EXISTING COLUMN FURRING

 1 1/2" = 1'-0"4 DETAIL AT COLUMN COVER

 1 1/2" = 1'-0"13 JAMB DETAIL AT PRECAST WALL
 1 1/2" = 1'-0"12 JAMB DETAIL AT EXISTING WALL

 1 1/2" = 1'-0"5 PLAN DETAIL - EXIST COLUMN FURRING

1 Addendum 1 05/24/2013



PENTHOUSE PARAPET
1025' - 10 3/4"

2X TREATED WOOD
BLOCKING

PREFINISHED SHEET
MTL GRAVEL STOP

WALL ASSEMBLY 3

ROOF ASSEMBLY 1

STL BEAM AND JOISTS,
SEE STRUCT

F.6
1' - 2 3/4"

4 1/4" 4" 6 1/2"

1025' - 4 1/2"
T.O.S.

6 1
/4"

EPDM FLASHING

LEVEL 9
1007' - 10 1/4"

TOP OF PARAPET
1010' - 8 3/4"

2' - 1"

10 1/4"

PREFINISHED
METAL FLASHING

TREATED WOOD BLOCKING

3/4" TREATED PLYWOOD

EXISTING PARAPET
AND COPING TO
REMAIN

EQUIP. PLATFORM BEAM
-SEE STRUCTURAL DRAWINGS

EQUIP PLATFORM
1009' - 11"

C.2

WALL ASSEMBLY 3

CONC. FLOOR w/
METAL DECK

SEE STRUCTURAL
DRAWINGS

STEEL COLUMN,
SEE STRUCTURAL

DRAWINGS

EXIST ROOF
STRUCTURE

SPRAY FOAM INSULATION

VAPOR RETARDER
-SPRAY APPLIED

4" RIGID
INSULATION

THERMAL BARRIER

1' - 2 3/4"

LEVEL 9
1007' - 10 1/4"

HM DOOR FRAME, SEE
SCHEDULE FOR TYPE

PLYWOOD EMBOSSED 2"
INSULATION BOARD

SSTL BENT PLATE

EXTEND ROOFING
MEMBRANE OVER CURB

PATCH AND REPAIR EXISTING
ROOF INSULATION

8" CONC CURB

EQUIP PLATFORM
1009' - 11"

13.3

EXIST ROOF STRUCTURE

SSTL THRESHOLD

HM DOOR FRAME, SEE
SCHEDULE FOR TYPE

PREFINISHED SHEET METAL FLASHING
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COLD FORMED FRAMING

WALL ASSEMBLY 3
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8.5
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SEE STRUCTURAL DRAWINGS
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SEE STRUCTURAL DRAWINGS
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DRAWINGS

EXIST PARAPET WALL
AND STONE COPING
TO REMAIN
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VAPOR RETARDER
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GIRT, SEE STRUCTURAL DRAWINGS
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MTL FLASHING
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WALL ASSEMBLY 3
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LEVEL 9
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EQUIP PLATFORM
1009' - 11"

F.8
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VAPOR RETARDER
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BLOCKING
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LEVEL 9
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EQUIP PLATFORM
1009' - 11"
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PLATFORM STRUCTURE
SEE STRUCTURAL DRAWINGS

CONC SLAB ON MTL DECK
SEE STRUCTURAL DRAWINGS
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2 HR FIRE BARRIER HEAT SHIELD
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UL SYSTEM FF-D-0045

LEVEL 9
1007' - 10 1/4"

G

EXISTING ROOF, PATCH
AND REPAIR AS REQUIRED

PLYWOOD EMBOSSED 2"
INSULATION BOARD

EXISTING CONC
ROOF STRUCTURE

EXTEND ROOF
MEMBRANE OVER CURB

8" CONC CURB
-SEE STRUCTURAL
DRAWINGS

F.6

WALL ASSEMBLY 3

PREFINISHED SHEET MTL
FLASHING
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1' - 4 3/4" 1' - 2 3/4"
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VAPOR BARRIER
-SPRAY APPLIED
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EXISTING WALL
TO REMAIN

LEVEL 9
1007' - 10 1/4"

F.6

EXISTING ROOF
PATCH & REPAIR AS NEEDED

EXTEND ROOFING
MEMBRANE OVER CURB

SSTL THRESH HOLD
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SSTL BENT PLATE
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VAPOR RETARDER
-SPRAY APPLIED

VERT. GIRT
-SEE STRUCTURAL DRAWINGS

THERMAL BARRIER

CONC. FLOOR w/ MTL DECK
-SEE STRUCTURAL DRAWINGS

SPRAY FOAM INSULATION

EXISTING PARAPET &
COPING TO REMAIN

PLATFORM BEAM
-SEE STRUCTURAL DRAWINGS

SUSPENDED 5/8" GWB CEILING

4" RIGID INSULATION

LEVEL 9
1007' - 10 1/4"

19

EQUIP PLATFORM
1009' - 11"

CONC. SLAB w/ MTL DECK
-SEE STRUCTURAL DRAWINGS

PLATFORM BEAM
-SEE STRUCTURAL DRAWINGS

4" RIGID INSULATION

EXISTING CONC ROOF STRUCTURE

SUSPENDED 5/8" GWB CEILING

LEVEL 9
1007' - 10 1/4"

EQUIP PLATFORM
1009' - 11"

D.1.CONC FLOOR SLAB w/ MTL DECK
-SEE STRUCTURAL DRAWINGS

EQUIPMENT PLATFORM FRAMING
-SEE STRUCTURAL DRAWINGS

EXIST. ROOF STRUCTURE

4" RIGID INSULATION

EXISTING CONC. ROOF STRUCTURE
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EXTERIOR WALL DETAILS

AS-580

607-394

1

WS RA 51

 1 1/2" = 1'-0"4 DETAIL AT PARAPET - PENTHOUSE

 1 1/2" = 1'-0"1 DETAIL AT EXIST PARAPET & PENTHOUSE - COL C

 1 1/2" = 1'-0"2 DETAIL AT DOOR SILL

 1 1/2" = 1'-0"3 DETAIL AT DOOR HEAD

 1 1/2" = 1'-0"6 DETAIL AT PARAPET - PENTHOUSE E/W

 1 1/2" = 1'-0"5 DETAIL AT EXIST ROOF & PENTHOUSE
 1 1/2" = 1'-0"8 DETAIL AT LOUVER SILL

 1 1/2" = 1'-0"9 DETAIL AT LOUVER HEAD

 1 1/2" = 1'-0"7 DETAIL AT EXIST PARAPET & PENTHOUSE - COL G

 1 1/2" = 1'-0"14 DETAIL AT PENTHOUSE EXT JT
 1 1/2" = 1'-0"11 DETAIL AT PENTHOUSE STAIR WALL

 1 1/2" = 1'-0"12 DETAIL AT EXT DOOR SILL

 1 1/2" = 1'-0"13 DETAIL AT ROOF & EXIST PENTHOUSE

 1 1/2" = 1'-0"10 DETAIL AT EXIST. PARAPET & PENTHOUSE COL C -WING B

 1" = 1'-0"15 EQUIPMENT PLATFORM AT LINE 19

 1" = 1'-0"16 EQUIPMENT PLATFORM AT LINE D.1
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EXIST CONC COLUMN

EXIST MASONRY
WALL CONSTRUCTION

1' - 2 1/2"

1/2
"

WALL ASSEMBLY 3

BACKER ROD &
SEALANT
-BOTH SIDES

8.5

1' 
- 2

 3/
4"

F.6

WALL ASSEMBLY 3

WALL ASSEMBLY 3

STEEL COLUMN
-SEE STRUCTURAL DRAWINGS

1' - 2 3/4"

SCREW FIXED PREMANUFACTURED
CORNER TO MATCH EXISTING

14

HM DOOR JAMB, SEE
SCHEDULE FOR TYPE

1' - 2"

SEALANT AND BACKER ROD, BOTH SIDES

EXISTING MASONRY
WALL CONSTRUCTION

F.6

WALL ASSEMBLY 3

STEEL COLUMN
-SEE STRUCTURAL DRAWINGS

JAMB ANCHOR

BACKER ROD &
SEALANT, BOTH SIDES

13.7

JAMB FLASHING

10

C.2

EXIST. STONE
COPING BELOW

WALL ASSEMBLY 3

BACKER ROD & SEALANT

STEEL COLUMN
-SEE STRUCTURAL DRAWINGS

LOUVER, SEE SCHEDULE

1' 
- 2

 3/
4"

HM DOOR FRAME, SEE
SCHEDULE FOR TYPE

8"

13.3

WALL ASSEMBLY 3

JAMB ANCHOR

BACKER ROD & SEALANT
-BOTH SIDES

1' - 2 3/4"

4 1/4"

JAMB FLASHING

F

1

EXISTING WALL CONSTRUCTION

EXT EXPANSION
JOINT COVER

1' - 2"

4' 
- 9

 1/
2"

EDGE OF SLAB BELOW

EXP JT BELOW

4"

STL COLUMN
SEE STRUCTURAL
DRAWINGS

EXISTING MASONRY W/ STEEL STUD
BACKUP WALL CONSTRUCTION

DOUBLE BACKER ROD
AND SEALANT

7 1/2" 1/2"

F.3

WALL ASSEMBLY 1

F.
V.5"

WALL ASSEMBLY 1

SPRAY FOAM
INSULATION

VAPOR RETARDER
SPRAY APPLIED

5/8" GWB ON 3 5/8"
METAL STUDS AT 16" OC

4"1 3/4"

9"

1' 
- 2

 1/
4"

THERMAL BARRIER

LEVEL 9
1007' - 10 1/4"

TOP OF PARAPET
1010' - 8 3/4"

C.1.

8"
 M

IN
.

EXISTING
PARAPET &

COPING

SHEET MTL FLASHING

CONT. TERMINATION BAR

EPDM BASE FLASHING

VAPOR BARRIER
-TURN UP & SEAL AT
PERIMETER & PENETRATIONS

EXISTING CONC.  ROOF
STRUCTURE

VAPOR RETARDER
-SPRAY APPLIED

THERMAL BARRIER

SPRAY FOAM INSULATION

FULLY ADHERED EPDM
MEMBRANE

RIGID INSULATION
-6" MIN.

1d

C.2d

WALL ASSEMBLY 5
WALL ASSEMBLY 6

0AD

0AC

0AC

8" CMU WALL
-2 HOUR FIRE RATING

DOOR PANEL
-SEE SCHEDULE

HM DOOR FRAME
-SOLID GROUT

SEALANT

CONTROL JOINT

1d

B.d

WALL ASSEMBLY 3

WALL ASSEMBLY 6

0AC
8" CMU WALL
-2 HOUR FIRE RATING

VERT. GIRT
-SEE STRUCTURAL DRAWINGS

1" RIGID INSULATION

VAPOR BARRIER
-SPRAY APPLIED

BRICK RETURN

LEVEL 9
1007' - 10 1/4"

EQUIP PLATFORM
1009' - 11"

4" SEE PLAN 4"

1 1
/2"

2 1
/2"

4"

HVAC DUCT
SEE MECHANICAL DRAWINGS
FOR SIZE & LOCATION

4" CONC CURB

4"x8" BENT PLATE

1 1/2" METAL DECK

4" RIGID INSULATION

EXIST. CONC ROOF
STRUCTURE

CONC SLAB

21

EQUIP PLATFORM
1009' - 11"

1' - 2 3/4"

8"
 M

IN
.

WALL ASSEMBLY 3

PLYWOOD EMBOSSED 2"
INSULATION BOARD

EXTEND ROOF
MEMBRANE OVER CURB

PREFINISHED SHEET
MTL FLASHING

CONC. CURB

CONC FLOOR w/ MTL DECK
-SEE STRUCTURAL

DRAWINGS

LIGHT GAUGE GIRT
-SEE STRUCTURAL DRAWINGS

EPDM BASE FLASHING

EXISTING ROOF
STRUCTURE

6" RIGID INSULATION

FULLY ADHERED
ROOF MEMBRANE

VAPOR RETARDER

TOP OF PARAPET
1010' - 8 3/4"

EXIST ROOF

CONT ANGLE
SEE STRUCTURAL

MTL ROOF DECK
SEE STRUCTURAL

EPDM BASE FLASHING

ROOF ASSEMBLY 1

8"
 M

IN
.

EXIST BRICK CLAD
PRECAST WALL PANEL

CONT TERMINATION
BAR

SHEET MTL FLASHING

EXIST PRECAST COPING

1008' - 2 1/4"
T.O.S.

8"
 M

IN
.

4" APPROX. TAPERED ROOF
INSUALTION ON EXISTING ROOF TO
RAISE THE LEVEL ABOVE ADJACENT
THE OTHER SIDE OF PARAPET

SEE PLAN FOR LOCATION OF
THROUGH WALL SCUPPER

28

2 HR RATED WALL
SEE PLAN FOR

PARTITION TYPE

GWB SOFFIT

ACT

DOOR AND FRAME,
SEE DOOR SCHEDULE

FOR DETAILS

EXIST BRICK CLAD
PRECAST CONC
WALL PANEL

TOP OF PARAPET
1010' - 8 3/4"

EXIST ROOF

CONT ANGLE
SEE STRUCTURAL

MTL ROOF DECK
SEE STRUCTURAL

EPDM BASE FLASHING

ROOF ASSEMBLY 1

8"
 M

IN
.

EXIST BRICK CLAD
PRECAST WALL PANEL

CONT TERMINATION
BAR

SHEET MTL FLASHING

EXIST PRECAST COPING

1008' - 2 1/4"
T.O.S.

4" APPROX. NEW ROOF INSUALTION
ON EXISTING ROOF TO RAISE THE
LEVEL ABOVE ROOF ON THE OTHER
SIDE OF PARAPET

COORDINATE THE LEVEL OF
EXISTING THROUGH WALL
SCUPPER RAISE AS REQUIRED

12 13

C

C.1

C.2

COMPRESSIBLE EXPANSION JOINT

EXPANDABLE MATERIAL TO CLOSE
OFF THE  METAL PANEL

VOID FULLY FILLED WITH BATT
INSULATION

GALVANIZED METAL CLOSURE PLATE
TO SECURE BATT INSULATION.
SCREW FIXED ON ONE SIDE WITH SLIP
TRACK ON THE OTHER
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DECEMBER 3, 2012

EXTERIOR WALL DETAILS

AS-590

607-394

1

WS RA 52

 1 1/2" = 1'-0"2 PLAN DETAIL - PENTHOUSE & EXIST WALL

 1 1/2" = 1'-0"5 PLAN DETAIL - PENTHOUSE CORNER
 1 1/2" = 1'-0"1 PLAN DETAIL - PENTHOUSE EXT DOOR JAMB

 1 1/2" = 1'-0"6 PLAN DETAIL - PENTHOUSE LOUVER JAMB

 1 1/2" = 1'-0"3 PLAN DETAIL - EXT DOOR JAMB

 1 1/2" = 1'-0"9 PLAN DETAIL - A WING

 1 1/2" = 1'-0"7 DETAIL AT EXISTING PARAPET-B WING

 1 1/2" = 1'-0"13 PLAN DETAIL-D WING STAIR SOUTH

 1 1/2" = 1'-0"14 PLAN DETAIL-D WING STAIR NORTH

 1 1/2" = 1'-0"17 CONC. CURB @ EQUIP PLATFORM

 1 1/2" = 1'-0"18 DETAIL AT PENTHOUSE & NEW ROOF

 1 1/2" = 1'-0"12 DETAIL AT EXISTING STAIR PARAPET

 1 1/2" = 1'-0"11 STAIR 1 DOOR HEAD DETAIL

 1 1/2" = 1'-0"15 DETAIL AT EXISTING STAIR PARAPET SCUPPER

 1 1/2" = 1'-0"4 PLAN DETAIL - PENTHOUSE EXPANSION JOINT
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ENLARGED STAIR PLANS & SECTIONS - LEVEL
7 & 8

AS-600

607-394

1

WS RA 53

 1/4" = 1'-0"2 ENLARGED STAIR PLAN - LEVEL 8 - OR STAFF

 1/4" = 1'-0"4 STAIR PLAN - D WING  EXTENSION - LEVEL 8

 1/4" = 1'-0"9 STAIR SECTION - OR 1
 1/4" = 1'-0"11 STAIR SECTION - OR 2

 1/4" = 1'-0"6 STAIR SECTION - D WING
 1/4" = 1'-0"8 STAIR SECTION - D WING 2

 1/4" = 1'-0"5 STAIR SECTION - OR STAFF 2

 1/4" = 1'-0"10 SECTION THRU RAMP

 1/4" = 1'-0"3 ENLARGED PLAN - LEVEL 7 - OR STAFF STAIR

 1/4" = 1'-0"7 STAIR SECTION - OR 3

 1/4" = 1'-0"1 STAIR PLAN - D WING EXTENSION - LEVEL 7
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ENLARGED STAIR PLANS & SECTIONS - LEVEL
8 & 9

AS-610

607-394

1

WS RA 54

 1/4" = 1'-0"1 STAIR PLAN 8-9 PENTHOUSE

 1/4" = 1'-0"3 STAIR SECTION - PENTHOUSE

 1/4" = 1'-0"2 STAIR PLAN - LEVEL 9 - WING A

 1/4" = 1'-0"5 STAIR SECTION-EQUP PLATFORM-EAST

 1/4" = 1'-0"4 PARTIAL REFLECTED CEILING PLAN - LEVEL 9

 1/4" = 1'-0"6 STAIR SECTION-EQUP PLATFORM-WEST
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STAIR, RAILING & EXP JT DETAILS

AS-620

607-394

1

WS RA 55

 1 1/2" = 1'-0"16 PLAN DETAIL - A & D WINGS

 1 1/2" = 1'-0"12 PLAN DETAIL - INSIDE CORNER

 3/4" = 1'-0"6 STAIR DETAIL - LANDING - SECTION

 3/4" = 1'-0"1 STAIR DETAIL - TOP - PLAN & SECTION
 3/4" = 1'-0"5 STAIR DETAIL -BOTTOM - PLAN & SECTION

 6" = 1'-0"2 HANDRAIL SECTION - METAL

 1 1/2" = 1'-0"8 STAIR DETAIL @ TREAD

 1 1/2" = 1'-0"18 EQUIP PLATFORM GUARD RAIL

 1 1/2" = 1'-0"10 HAND RAIL EXTENSION

 1 1/2" = 1'-0"9 MTL GRATE LANDING DETAIL

 1 1/2" = 1'-0"13 EQUP PLATFORM STAIR LANDING DETAIL

 1 1/2" = 1'-0"3 STAIR LANDING DETAIL

 1 1/2" = 1'-0"4 EXIST. BEAM AT STAIR 9

 1 1/2" = 1'-0"14 PLAN DETAIL - INT EXP JOINT

 1 1/2" = 1'-0"15 PLAN DETAIL - INTERIOR EXP JOINT

 1 1/2" = 1'-0"17 DETAIL AT INT WALL EXP JOINT
 1 1/2" = 1'-0"20 STRINGER CEILING DETAIL

 1 1/2" = 1'-0"19 FALL PROTECTION DETAIL
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DECEMBER 3, 2012

TYPICAL INTERIOR ELEVATIONS

AS-700

607-394

1

WS RA 56

 1/4" = 1'-0"1 TYPICAL CONTROLS AND EQUIPMENT LOCATIONS
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WM. S. MIDDLETON MEMORIAL
VETERAN'S HOSPITAL
CONSOLIDATE ICUs, 8A/8B

MADISON, WI

MAY 24, 2013

INTERIOR ELEVATIONS - LEVEL 8

AS-710

607-394

1

WS RA 57

 1/2" = 1'-0"2 B8066 - ELEVATOR LOBBY - NORTH

 1/2" = 1'-0"3 B8060 - FAMILY WAITING - EAST

 1/2" = 1'-0"4 B8060 - FAMILY WAITING - WEST

 1/2" = 1'-0"5 B8062 - LOCKERS/ NOURISH - WEST
 1/2" = 1'-0"7 AS-8001 - IMAGING WORK ALCOVE

 1/2" = 1'-0"6 B8060 - FAMILY WAITING - NOURISH - SOUTH

 1/2" = 1'-0"1 B8066 - ELEVATOR LOBBY - SOUTH

 1/2" = 1'-0"9 A8015 - HOUSEKEEPING

 1/2" = 1'-0"8 A8041 - HOUSEKEEPING

1 Addendum 1 05/24/2013
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WM. S. MIDDLETON MEMORIAL
VETERAN'S HOSPITAL
CONSOLIDATE ICUs, 8A/8B

MADISON, WI

DECEMBER 3, 2012

ENLARGED PLAN & INTERIOR ELEVATIONS -
LEVEL 8

AS-711

607-394

1

WS RA 58

 1/2" = 1'-0"1 ENLARGED PLAN - WOMEN'S LOCKERS/TOILET
 1/2" = 1'-0"17 A8026 - VESTIBULE - NORTH

 1/2" = 1'-0"18 A8026 - VESTIBULE - EAST

 1/2" = 1'-0"3 A8030-WOMEN'S LOCKERS-EAST
 1/2" = 1'-0"11 A8030-WOMEN'S LOCKERS-WEST

 1/2" = 1'-0"16 A8042-ANESTHESIA TRAINING - SOUTH

 1/2" = 1'-0"15 A8042-ANESTHESIA TRAINING - WEST

 1/2" = 1'-0"4 A8050 - OR SERV. COORD. - EAST
 1/2" = 1'-0"12 A8050 - OR SERV. COORD. - WEST

 1/2" = 1'-0"7 A8030 - WOMEN'S LOCKERS - ADA BENCH
 1/2" = 1'-0"19 A8036 - WOMEN'S TOILETS - WEST

 1/2" = 1'-0"20 A8036 WOMEN'S TOILETS - NORTH
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MAY 24, 2013

ENLARGED PLAN & INTERIOR ELEVATIONS -
LEVEL 8

AS-712

607-394

1

WS RA 59

 1/2" = 1'-0"1 ENLARGED PLAN - MEN'S LOCKERS/TOILETS

 1/2" = 1'-0"3 A8019 - MEN'S TOILETS

 1/2" = 1'-0"4 A8027 - MEN'S LOCKERS

 1/2" = 1'-0"7 STAFF SHOWER - TYP
 1/2" = 1'-0"2 STAFF SHOWER - TYP

 1/2" = 1'-0"5 STAFF SHOWER - TYP

1 Addendum 1 05/24/2013
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WM. S. MIDDLETON MEMORIAL
VETERAN'S HOSPITAL
CONSOLIDATE ICUs, 8A/8B

MADISON, WI

DECEMBER 3, 2012

ENLARGED PLAN & ELEVATIONS - LEVEL 8

AS-713

607-394

1

WS RA 60

 1/2" = 1'-0"1 ENLARGED PLAN - A WING RESTROOMS

 1/2" = 1'-0"3 A8005 - PUBLIC TOILET FEMALE

 1/2" = 1'-0"4 A8007 - PUBLIC TOILET MALE

 1/2" = 1'-0"7 A8011 - CONFERENCE - NORTH

 1/2" = 1'-0"6 A8011 - CONFERENCE - WEST

 1/2" = 1'-0"5 A8011 - CONFERENCE - EAST

 1/2" = 1'-0"8 A8017 - OR VENDOR OFFICE

TPD
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CONSOLIDATE ICUs, 8A/8B

MADISON, WI

MAY 24, 2013

ENLARGED PLANS & INTERIOR ELEVATIONS -
PATIENT ROOMS

AS-720

607-394

1

WS RA 61

 1/2" = 1'-0"6 TYP PATIENT ROOM - FOOTWALL

 1/2" = 1'-0"1 ENLARGED PLAN - TYPICAL PATIENT ROOM

 1/2" = 1'-0"5 TYP PATIENT ROOM - HEADWALL

 1/2" = 1'-0"4 TYP PATIENT ROOM - ENTRY

 1/2" = 1'-0"2 ENLARGED REFLECTED CEILING PLAN - ICU - TYP PATIENT ROOM

 1/2" = 1'-0"3 TYP. CHARTING ALCOVE - NORTH
 1/2" = 1'-0"7 TYP PATIENT ROOM - FAMILY ZONE

 1/2" = 1'-0"8 B8020 - EXTERIOR WALL

 1/2" = 1'-0"9 TYP PATIENT ROOM - TOILET AREA

1 Addendum 1 05/24/2013
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WM. S. MIDDLETON MEMORIAL
VETERAN'S HOSPITAL
CONSOLIDATE ICUs, 8A/8B

MADISON, WI

MAY 24, 2013

ENLARGED PLAN AND INTERIOR ELEVATIONS
- LEVEL 8

AS-721

607-394

1

WS RA 62

 1/2" = 1'-0"1 ENLARGED PLAN - PATIENT RMS W/ BOOMS

 1/2" = 1'-0"7 B8004 - PROT ENVIRONMENT ROOM - HEADWALL  1/2" = 1'-0"3 ENLARGED REFLECTED CEILING PLAN - PATIENT RMS W/ BOOMS

 1/2" = 1'-0"9 ENLARGED PLAN B8036 CHARTING
 1/2" = 1'-0"5 ENLARGED PLAN B8046 NEGATIVE ISOLATION PATIENT ROOM

 1/2" = 1'-0"12 B8046 NEG ISOLATION PATIENT ROOM - ENTRY
 1/2" = 1'-0"8 B8046 NEG ISOLATION PATIENT ROOM - HEADWALL

 1/2" = 1'-0"10 B8002 - PROT ENVIRONMENT ROOM - HEADWALL

1 Addendum 1 05/24/2013
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WM. S. MIDDLETON MEMORIAL
VETERAN'S HOSPITAL
CONSOLIDATE ICUs, 8A/8B

MADISON, WI

DECEMBER 3, 2012

ENLARGED PLANS & INTERIOR ELEVATIONS -
ICU STAFF SUPPORT

AS-722

607-394

1

WS RA 63

 1/2" = 1'-0"1 ENLARGED PLAN - ICU NURSE STATION (WEST)

 1/2" = 1'-0"7 ICU - NURSE STATION - STAFF WORK & UNIT CLERK - NORTH

 1/2" = 1'-0"12 ICU - NURSE STATION - SOUTH
 1/2" = 1'-0"4 ICU - NURSE STATION & UNIT CLERK - WEST

 1/2" = 1'-0"3 ICU -DICTATION/PHARMACY WORK - NORTH

 1/2" = 1'-0"8 ICU - NURSE STATION-EAST

 1/2" = 1'-0"9 ICU - NOURISHMENT - EAST

 1/2" = 1'-0"10 ICU - MED PREP - WEST

 1/2" = 1'-0"11 ICU - MED PREP - EAST
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DECEMBER 3, 2012

ENLARGED PLANS & INTERIOR ELEVATIONS

AS-723

607-394

1

WS RA 64

 1/2" = 1'-0"4 B8001 - STAFF LOUNGE - WEST

 1/2" = 1'-0"3 B8001 - STAFF LOUNGE - NORTH

 1/2" = 1'-0"8 B8029 - CONFERENCE/ REPORT - NORTH

 1/2" = 1'-0"9 B8029 - CONFERENCE/ REPORT - EAST
 1/2" = 1'-0"7 B8023 - CLEAN UTILITY - NORTH

 1/2" = 1'-0"6 B8027 - CLEAN LINEN - WEST

 1/2" = 1'-0"1 ENLARGED PLAN - STAFF LOUNGE

 1/2" = 1'-0"2 ENLARGED PLAN - STAFF SUPPORT

 1/2" = 1'-0"11 B8033 - SOILED UTILITY - EAST

 1/2" = 1'-0"10 B8029 - CONFERENCE REPORT - WEST

 1/2" = 1'-0"5 B8023 - CLEAN UTILITY - WEST
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INTERIOR ELEVATIONS-LEVEL 8- WING B
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 1/2" = 1'-0"1 B8050-CORRIDOR-NORTH-EAST

 1/2" = 1'-0"2 B8050-CORRIDOR-NORTH-WEST

 1/2" = 1'-0"3 B8050-CORRIDOR-SOUTH-EAST

 1/2" = 1'-0"4 B8050-CORRIDOR-SOUTH-WEST
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 1/2" = 1'-0"2 B8052-CORRIDOR-NORTH-WEST
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 1/2" = 1'-0"3 B8052-CORRIDOR-SOUTH-EAST
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 1/2" = 1'-0"1 ENLARGED PLAN - PREP/PACK

 1/2" = 1'-0"3 A8037 - PREP/PACK - NORTH
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1
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 1/2" = 1'-0"1

ENLARGED PLAN - STERILE SUPPLY/ CLEAN STORAGE/ CART
ASSEMBLY
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PLAN
ASSEMBLY

STANDARD PARTITION TYPES

PLAN
MARK MATERIAL WIDTH

SUBSTRATE FINISH SIDE 1

MATERIAL THICKNESS

FINISH SIDE 2

MATERIAL THICKNESS
TOTAL
THICKNESS

PART.
SECTION

ACOUSTIC
INSULATION

FIRE
RATINGSTC UL

PARTITION SPECIFIC
KEYED NOTES

PROJECT SPECIFIC PARTITION TYPES

A 0AA MS 7/8" GYP BD 5/8" 1 1/2" A - -- -

0AB MS 1 5/8" GYP BD 5/8" 2 1/4"

0AC MS 2 1/2" GYP BD 5/8" 3 1/8"

0AD MS 3 5/8" GYP BD 5/8" 4 1/4"

0AG MS 6" GYP BD 5/8" 6 5/8"

B 0BB MS 1 5/8" GYP BD 5/8" 2 7/8"5/8"GYP BD

0BC MS 2 1/2" GYP BD

5/8"

3 3/4"

0BD MS 3 5/8" GYP BD

5/8"

4 7/8"

0BG 6" GYP BD 5/8" 7 1/4"

C 0CC 1 5/8"

GYP BD

5/8" 3 3/4" B SAB

0CD

MS

3 5/8"

GYP BD

5/8" 4 7/8"

0CG 7 1/4"

1CC 2 1/2" 3 3/4" 1-HR U419

1CD 3 5/8" 4 7/8"

1CG 6" 7 1/4"

1DC 2 1/2" 4 3/8"(2) 5/8"D

1DD 3 5/8" 5 1/2"

1DG 6" 7 7/8"

2EC 2 1/2" (2) 5/8" 5" 2-HRE

2ED 3 5/8" 6 1/8"

2EG 6" 8 1/2"

2FC SW 2 1/2" 3 3/4" U4151"

F

2FE 4" 5 1/4"1"

2FG 6" 7 1/4"1"
1GB MS (2) 1 5/8" SEE NOTES U4205/8"G 1

1GC (2) 2 1/2" SEE NOTES5/8" 1

1GD (2) 3 5/8" SEE NOTES5/8" 1

0HD CMU 3 5/8" (4" NOM) 3 5/8"

A

- - -H

0HF 5 5/8" (6" NOM) 5 5/8"

A

0HH 7 5/8" (8" NOM) 7 5/8"

0HL 11 5/8" (12" NOM) 11 5/8"

1HF 5 5/8" U906

1HH 7 5/8"

1HL 11 5/8"

1-HR

PARTITION KEY____________________
CB  CEMENTITIOUS BACKER BOARD
CMU  CONCRETE MASONRY UNIT
GM  GLASS MAT WATER RESISTANT BACKER BOARD
GYP BD  GYPSUM BOARD
LGB  LEAD LINED GYPSUM BOARD
MS  METAL STUD (NON-LOAD BEARING 092900)
NOM  NOMINAL
P  PAPERLESS GYPSUM BOARD
R  RESILIENT FURRING CHANNEL
SAB  SOUND ATTENUATION BATTS
SW  SHAFT WALL SYSTEM
Z  "Z" FURRING CHANNEL

GENERAL NOTES___________________
A.   THIS TABLE REPRESENTS A GENERAL SCHEDULE OF TYPICAL
      CONDITIONS AND NOT ALL THE PARTITION TYPES INDICATED MAY
 BE USED ON THIS PROJECT. CONTRACTOR IS TO REFER TO

FLOOR PLANS FOR PARTITION LOCATIONS.

B.   USE CEMENTITIOUS BOARD AT FINISH SIDE OF WET WALLS,
 TYPICAL.  SEE PLANS AND ROOM FINISH SCHEDULE FOR WET

WALL LOCATIONS.

C.   AT THE INTERSECTION OF PARTITIONS OF DISSIMILAR RATINGS,
THE PARTITION OF THE HIGHER RATING SHALL CONTINUE

 THROUGH UNINTERRUPTED AND SHALL TAKE PRECEDENCE
OVER THE LOWER PARTITION RATING.

D.   FIRE RESISTANCE ASSEMBLY MARKINGS: ALL RATED WALL
 PARTITIONS (FIRE AND SMOKE) TO BE LABELED ABOVE FINISH
 CEILING WITH 4" TALL BLOCK LETTERS INDICATING THE FIRE-

RESISTANCE RATING OF THE ASSEMBLY AND THE TYPE OF
 ASSEMBLY.  SPACE LABELS 8" MINIMUM APART ALONG FULL
 LENGTH OF WALL.  MINIMUM (1) LABEL PER WALL.  SEE CODE
 PLANS FOR ADDITIONAL INFORMATION.

EXAMPLE: "ONE HOUR FIRE PARTITION"

E.   REFER TO LIFE SAFETY PLANS FOR SMOKE TIGHT WALLS.

F.   FOR HEALTH CARE OCCUPANCIES, CAULK ALL PENETRATIONS.

G.   SEE DRAWINGS FOR SPECIFIC PARTITION DETAILS.

PLAN MARK____________________
FORMAT:   #AA
EXAMPLE: 1CF

SECOND LETTER SHOWS THE VARIABLE
PARTITION SUBSTRATE THICKNESS.
FIRST LETTER SHOWS PLAN ASSEMBLY.
SEE TABLE FOR GRAPHIC VIEW.
NUMBER 0-4 INDICATES FIRE RATING, IN
HOURS

VARIABLE PARTITION SUBSTRATE
THICKNESS (INCHES)

LETTER THICKNESS MS CMU OTHER
7/8

1 5/8
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4
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9 5/8 X
11 5/8

Y
Z

PARTITION DETAILS_____________________________________________________

ST
AN

DA
RD

PR
OJ

EC
T 

SP
EC

IF
IC

PARTITION SECTION "A" PARTITION SECTION "B"

----

- - - -

----

----

----

----

---- -

-

-

-

-

-

-

-

-

-

-

-

-

-

-

-

-

-

-

-

-

-

-

-

-

-
-

-

-

-

-

-

-

- -

-

-

-

--

-

----- - - - - -- - - -

----- - - - - -- - - -

1FC SW 2 1/2" GYP BD 5/8" 3 1/8" B SAB U4151"GYP BD -

LGB3 5/8" - -0JD MS -J

K

1FE SW 4" GYP BD 5/8" 4 5/8" B SAB 1-HR U4151"GYP BD -

5/8"

5/8"

5/8"

5/8"

5/8"

5/8"

5/8"

(2) 5/8"

(2) 5/8"

(2) 5/8"

(2) 5/8"

(2) 5/8"

5/8"

5/8"

5/8"

MS

MS

MS

MS

MS

MS

MS

MS

MS

MS

MS

MS

SW

SW

MS

MS

6" GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

GYP BD

5/8"

5/8"

5/8"

5/8"

5/8"

5/8"

5/8"

5/8"

5/8"

(2) 5/8"

(2) 5/8"

(2) 5/8"

(2) 5/8"

(2) 5/8"

A

A

B

B

A

A

A

A

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

A

A

A

A

A

-

-

-

-

-

-

-

-

-

-

-

-

SAB

SAB

SAB

SAB

SAB

SAB

SAB

SAB

SAB

SAB

SAB

SAB

SAB

SAB

SAB

SAB

SAB

-

-

35-39

45-49

50-54

50-54

55-59

50-54

50-54

44

46

48

52

-

-

-

-

-

35-39

-

-

-

-

-

-

-

-

-

-

-

1-HR

1-HR

1-HR

1-HR

1-HR

2-HR

2-HR

2-HR

2-HR

2-HR

1-HR

1-HR

1-HR

-

-

-

1-HR

1-HR

1-HR

-

-

-

-

-

-

-

-

-

-

-

-

-

U419
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-
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PARTITION SPECIFIC KEYED NOTES
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A X

X
X
X
X

X

X

X

X

6"

STRUCTURAL DECK

SUBSTRATE. SEE SCHEDULE.

FINISH MATERIAL. SEE SCHEDULE.

FINISHED CEILING

FLOOR

1 /
 2"

STRUCTURAL DECK

SUBSTRATE. SEE SCHEDULE.

FINISH MATERIAL. SEE SCHEDULE.

FINISHED CEILING

FLOOR

SEALANT TIGHT TO DECK

CAULK

CMU

CMU

CMU

CMU

CMU

CMU

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

LGB3 5/8" 5/8" GYP BDMS 5"5/8" B SAB

35-39

35-39

35-39

5/8"GYP BD SEE NOTES - - - 3

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

----- - - - - -- - - -

- -

45-49

45-49

45-49
45-49

45-49

50-54

55-59

55-59

35-39

50-54

50-54

50-54

50-54

2HH 7 5/8" (8" NOM) --CMU

5 5/8" (6" NOM)

7 5/8" (8" NOM)

11 5/8" (12" NOM)

7 5/8"-- A - - 2-HR -U906

2HL 11 5/8"---- A - - 2-HR U906CMU 11 5/8" (12" NOM) -

5/8"GYP BD(2) 3 5/8"0KD MS A SAB

1. SEE PLAN FOR FACE-TO-FACE DIMENSION

2. PARTITION WIDTH CALCULATED FOR LEAD THICKNESS 1/16",
+ 1/16" LEAD STRIPS AT STUDS.

3. COORDINATE TOTAL WIDTH OF WALL WITH HVAC
CONTRACTOR TO ALLOW FOR DUCT.

2

2

2

----- - - - - -- - - -

SAB 45-49

SAB 45-49

MAX. EXPECTED DEFLECTION

METAL ROOF DECK

METAL STUD RUNNER TRACK
ATTACHED TO DECK ABOVE.

METAL STUD RUNNER TRACK
ATTACHED TO DECK ABOVE.

GYP. BD. FASTENED TO
VERTICAL STUDS ONLY.

VERTICAL STUDS TO REMAIN
UNATTACHED TO ALLOW
FOR DECK DEFLECTION.

METAL STUD & GYP BD. AS
SCHED.

MINERAL WOOL BATT
INSULATION INFILL AT ALL FULL
HEIGHT GYP. BD. PARTITIONS
FOR SOUND CONTROL
BETWEEN DECK FLUTES

1/2"
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EN
ET

RA
TI

ON
S 

IN
 T

HI
S 

AR
EA

1/2
"

2 1
/2"

TOP OF METAL DECK

BOTTOM OF METAL
DECK

ACOUSTIC SEALANT

MINERAL WOOL
FORMING MATERIAL

SEE STRUCTURAL FOR
BRACING

MASONRY WALL
PER WALL TYPE

PERPENDICULAR OR PARALLEL TO METAL DECK, 1" DEFLECTIONGYPSUM BOARD PARTITION - TYP SHAFTWALL PARTITION - TYP MASONRY & FURRING PARTITION - TYP

MTL STUD W/ GWB PER
PARTITION TYPE

WALL AND BASE FINISHES
PER ROOM FINISH SCHEDULE

ACOUSTIC SEALANT
-BOTH SIDES

FLOOR FINISH PER ROOM
FINISH SCHEDULE

CONC FLOOR
STRUCTURE

MTL STUD W/ GWB PER
PARTITION TYPE

WALL AND BASE FINISHES
PER ROOM FINISH SCHEDULE

ACOUSTIC SEALANT

FLOOR FINISH PER ROOM
FINISH SCHEDULE

CONC FLOOR
STRUCTURE

1/4
"

MTL STUD W/ GWB PER
PARTITION TYPE

WALL AND BASE FINISHES
PER ROOM FINISH SCHEDULE

ACOUSTIC SEALANT
BOTH SIDES

FLOOR FINISH PER ROOM
FINISH SCHEDULE

CONC FLOOR
STRUCTURE
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PARTITION TYPES

AS-800

607-394

1

WS RA 71

 3" = 1'-0"1 PARTITION SLIP TRACK - METAL ROOF DECK
 3" = 1'-0"2 MASONRY WALL HEAD DETAIL

 3" = 1'-0"3 PARTITION TO FLOOR DETAILS



PARTITION TYPE AS SHOWN ON PLAN

CONTINUOUS PERIMETER SEALANT (EACH SIDE)

DOOR TYPE AS SCHEDULED

PORTLAND CEMENT GROUTED HM DOOR FRAME

STEEL STUD ANCHOR WELDED TO FRAME

DOUBLE STUD AT EACH JAMB/HEAD

5/8"
2" 4"

FINISH FACE OF WALL @ HINGE SIDE OF
DOOR 6" TYP FROM ADJACENT WALL TO

DOOR JAMB UNO OR WHERE CONDITIONS DO
NOT ALLOW

1

SE
E 

SC
HE

DU
LE

SEE SCHEDULE

DOOR TYPE A DOOR TYPE B

3' 
- 4

"
2' 

- 1
"

SE
E 

SC
HE

DU
LE

9" 4"

SEE SCHEDULE

DOOR TYPE C

6"

SE
E 

SC
HE

DU
LE

6"

SEE SCHEDULE

6"

DOOR TYPE D
6"

SE
E 

SC
HE

DU
LE

6"

SEE SCHEDULE

6"

1' 
- 8

"

6"

SE
E 

SC
HE

DU
LE

6"

3' - 0" 2' - 0"

6" 6"

1' 
- 8

"

6"

DOOR TYPE E

FRAME TYPE A

AS SCHED. 2"2"

AS
 S

CH
ED

UL
ED

2"

FRAME TYPE B

AS SCHED. 2"2"

AS
 S

CH
ED

UL
ED

2"
FRAME TYPE C

AS SCHED. 2"2"

AS
 S

CH
ED

UL
ED

2"

2-WAY
SWING

FRAME TYPE D

AS
 S

CH
ED

UL
ED

2"

2" AS SCHEDULED 2"

DOUBLE EGRESS

HM A HM D HM B HM C

HM FRAME A

2" 1/2"

2"

1/2
"

1/2
"

P.
T.

 + 
1"

HM FRAME B

1/2
"

P.
T.

 + 
1"

1/2
"

2"

HM FRAME C

2"

1/2"

1/2"

EQ
2"

EQ

1/2
"

1/2
"

P.
T.

 + 
1"

HM FRAME D

2"

2" 1/2"

1/2
"

1/2
"

P.
T.

 + 
1"

5/8" X 5/8" APPLIED
STOP ON THE
INTERIOR SIDE OF
THE ROOM, TYP

1.  ALL HOLLOW METAL DOOR FRAMES AND BORROWED
LITE FRAMES TO BE PAINTED PA-2 UNLESS NOTED
OTHERWISE.

2.  ALL EXTERIOR DOORS AND FRAMES TO BE PAINTED
TO MATCH COLOR OF SURROUNDING MATERIAL UNLESS
NOTED OTHERWISE.

GENERAL NOTES:
1.  SMOKE DOOR
2.  EXTERIOR INSULATED DOOR
3.  UNDERCUT DOOR
4.  KEYCARD ACCESS
5.  ACCESS CONTROL.  ALLOW FOR RE-ENTRY DURING FIRE ALARM (COORDINATE WITH
OWNER)
6.  HOLD OPEN
7.  DOOR POSITION MONITOR
8.  AUTO OPERATOR
9.  DELAYED EGRESS
10. PUSH BUTTON ACCESS
11.  POSITIVE LATCHING
12.  SEE ELEVATIONS FOR DOOR/GLASS ELEVATION
13.  FIRE ALARM CONTROL PANEL TIE IN
14. MOP PLATE - SSTL
15.  KICK PLATE - SSTL
16.  ARMOR PLATE - SSTL
17. EDGE GUARDS - SSTL
18.  PAINT EXISTING DOOR AND FRAME PA-2.
19.  EXISTING DOOR TO REMAIN.  REPLACE EXISTING HARDWARE w/ NEW LEVER SET.
20. EXISTING DOOR TO REMAIN.  ADD NEW AUTOMATIC DOOR OPENER
21. REINSTALL EXISTING FRAME, DOOR AND HARDWARE.
22. CONTINUOUS HINGE SL24HD
23. DELAYED ACTION CLOSER
24. SOUND SEAL
25.  KICK PLATE - VINYL
26. ARMOR PLATE - VINYL
27. MOP PLATE - VINYL

REMARKS:

AL ALUMINUM
DG DECORATIVE GLASS
FRG FIRE RESISTANT GLASS

WITHOUT WIRE MESH
GALV GALVANIZED METAL
HGT HEIGHT
HM HOLLOW METAL
LG LAMINATED GLASS
MET METAL
OH OVERHEAD DOOR
PT PAINT
SS STAINLESS STEEL
ST STAIN/SEALER
STL STEEL
TG TEMPERED GLASS
WD WOOD
WG WIRE GLASS

KEY:

1

TYPES
SEE WALL

MASONRY WALL - SEE PLAN
FOR WALL TYPE

SEALANT @ EACH SIDE

SEE STRUCT FOR
LINTEL TYPE

SEE DOOR SCHEDULE
FOR DOOR/FRAME TYPE

OFFSET SHOWN ON
SWING SIDE, SEE PLAN
AND MODIFY AS REQ'D.

PORTLAND CEMENT GROUTED HM FRAME

1/2"

WALL FURRING, SEE PLAN

1

GWB  PARTITION
-SEE PLAN FOR WALL TYPE

SEALANT
-BOTH SIDES

PORTLAND CEMENT GROUTED HM FRAME
-SEE DOOR & FRAME SCHEDULE

DOOR
-SEE DOOR & FRAME SCHEDULE

PROVIDE EXTRA BRACING AS
REQUIRED FOR DEFLECTION AT
DOUBLE DOOR HEAD CONDITIONS

1

DOOR
-SEE DOOR & FRAME SCHEDULE

PORTLAND CEMENT GROUTED HM FRAME
-SEE DOOR & FRAME SCHEDULE

SEALANT
-BOTH SIDES

JAMB ANCHOR

GWB PARTITION
-SEE PLAN FOR WALL TYPE

1

5

AS-810

PATIENT SUPPLY CABINET

WOOD DOOR W/ HM FRAME,
SEE DOOR SCHEDULE

SUPPLY CART BY
EQUIPMENT VENDOR

1"1' - 10"

3/4"

1' - 8 1/2"

3/4"

1' - 6"AS-810
1

Sim

2' 
- 0

"

PLAM SIDE PANEL

PLAM FILLER PANEL

AS-820
34

BORROWED
. LITE

SEAL EDGE OF
CABINET TO HM

FRAME, TYP

WALL STOP, TYP

PROVIDE MAGNETIC LATCH TO ENSURE
THAT CABINET DOOR REMAINS CLOSED
WHEN CORRIDOR DOOR IS OPENED

PROVIDE SOFT CLOSE
HINGES, BLUM CLIP TOP
BLUMOTION OR
APPROVED EQUAL

GWB SOFFIT,
SEE RCP

PATIENT SUPPLY
CABINET

5"
7' 

- 3
"

PLAM CLOSURE
PANEL

DOOR, SEE
SCHEDULE FOR
SIZE AND TYPE

SUPPLY CART
BY EQUIPMENT

VENDOR

PATIENT
ROOM

CORRIDOR

LIGHT GAUGE
HEADER

7' 
- 8

"

1' - 11 1/2" 1/2"

5' 
- 0

"

1' 
- 1

"
1' 

- 0
"

5' 
- 2

"

D.1.

HANDLE AS
SPECIFIED

PUSH BUTTON
LOCK AT UPPER

CABINET

1.  ADDENDUM 1 - DOORS A8028, A8029, A8037, A8044,
B8023, B8025, B8033, B8052, B8057, B8059, B8066, B8067,
EB1-08, EB2-08, EB3-08, D8016e, ED8-08.

DOOR SCHEDULE REVISIONS:
1

1.  ADDENDUM 1 - BORROWED LIGHTS BL-1, BL-8, BL-12.

BORROWED LIGHT SCHEDULE REVISIONS:
1
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DOOR SCHEDULE, TYPES & DETAILS

AS-810

607-394

1

WS RA 72

DOOR SCHEDULE - 8A

Mark Room Name

Opening Door Frame Details
Fire

Rating
Hardware

Group RemarksWidth Height Thickness Type Material Finish Glass Type Material Finish
Head
Detail

Jamb
Detail

Sill
Detail

A8002 CONSULT 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8003 ICU EQUIP 3' - 8" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 7T 10,16,17,23
A8004 RN MGR 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8005 PUBLIC TLT-FEMALE 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 12 3, 14
A8006 RN MGR 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8007 PUBLIC TLT-MALE 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 12 3, 14
A8008 PHARMACIST 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8010 INTENS. OFFICE 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8011 CONFERENCE 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 3L 23,24,14
A8012 CLINICAL SPECIALIST 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8013 ELEC 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 7T 10, 14
A8014 ANESTH. MD/RN OFFICE 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8015 HSKP 3' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 17T 10,16(INSIDE),17,14
A8016 ANESTHESIA ADMIN 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8017 OR VENDOR OFFICE 3' - 8" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8018 ANESTH. MD OFFICE 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8019 MEN'S TOILETS 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 12 3, 14
A8020 ANESTH. MD OFFICE 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8021 VESTIBULE 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 7T 10,23,14
A8022 ANESTH. MD OFFICE 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8024 ANESTH. MD OFFICE 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8026 VESTIBULE 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 7T 10,23,14
A8027a MEN'S LOCKER 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 12 23, 14
A8027b MEN'S LOCKER 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 7T 10,23,14
A8028 CORRIDOR 5' - 8" 7' - 0" 1 1/2" B WOOD ST FRG C HM PT 4/AS-810 3/AS-810 - 20 MIN. 13 4,16,17
A8028A UTILITY CLOSET 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 1S 14
A8029 STERILE SUPPLY 3' - 8" 7' - 0" 1 3/4" B WOOD ST FRG A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 22 10,17,23,16,4
A8030a WOMEN'S LOCKERS 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 7T 10, 23, 14
A8030b WOMEN'S LOCKERS 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 12 14, 23
A8035 STERILIZERS 2' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 1
A8036 WOMEN'S TOILETS 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 12 3, 14
A8037 PREP/PACK 3' - 8" 7' - 0" 1 3/4" B WOOD ST FRG A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 7T 10,16,17,23
A8041 HSKP 3' - 8" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 17T 10, 16(INSIDE),17
A8042 ANESTHESIA TRAINING 3' - 8" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 3L 23, 14
A8044 CORRIDOR 5' - 8" 7' - 0" 1 1/2" B WOOD ST FRG C HM PT 4/AS-810 3/AS-810 7/AS-830 11 6, 13, 16, 17
A8046 OR EQUIP. STORAGE 3' - 8" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 7T 10,23,14,16(INSIDE)
A8048 EDU/CNL 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14, 23
A8050 OR SERV. COORD. 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 1E 14
A8052 ANESTH STORAGE 3' - 8" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 3S 15, 23
A8054 STAIR 9 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 9 1,14,23

DOOR SCHEDULE - 8B

Mark Room Name

Opening Door Frame Details
Fire

Rating
Hardware

Group RemarksWidth Height Thickness Type Material Finish Glass Type Material Finish
Head
Detail

Jamb
Detail

Sill
Detail

B8001 STAFF LOUNGE 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 7T 10, 23, 24, 14
B8002a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 24 12, 15
B8002b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 23
B8004a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 24 12, 15
B8004b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 23
B8005 FRAMILY ROOM 3' - 0" 7' - 0" 1 3/4" D WOOD ST DG A HM PT 1/AS-810 SIM 1/AS-810 - - 7T 14
B8007 TOILET 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 16P 3, 14
B8008a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 24 12, 15
B8008b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 15L
B8009 NOURISHMENT 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 7T 23, 16
B8010a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 21 12, 15
B8010b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 23
B8014a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 21 12, 15
B8014b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 23
B8016a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - 21 12, 15
B8016b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 23
B8020a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 21 12, 15
B8020b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 23
B8021 MED PREP 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 7T 10,16,17,23,15(INSIDE)
B8022a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 6 12, 15
B8022b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 15L
B8023 CLEAN UTILITY 3' - 8" 7' - 0" 1 3/4" B WOOD ST FRG A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 7T 10,16,17,23
B8025 EQUIPMENT 3' - 8" 7' - 0" 1 3/4" B WOOD ST FRG A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 22 10,17,23,15(INSIDE),16
B8026a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 24 12, 23, 15
B8026b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 23
B8027 CLEAN LINEN 3' - 8" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 7T 10,16,17,23,15(INSIDE)
B8028a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 24 12, 23, 15
B8028b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 23
B8029 CONFERENCE/REPORTS 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 3L 23, 24, 14
B8032a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 6 12, 15
B8032b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 15L
B8033 SOILED UTILITY 3' - 8" 7' - 0" 1 3/4" B WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 22 10,16,17,23
B8034a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 6 12, 15
B8034b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 15L
B8035 ELEC. 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 7T 10, 14
B8037 FAMILY ROOM 3' - 0" 7' - 0" 1 3/4" D WOOD ST DG A HM PT 1/AS-810 SIM 1/AS-810 - - 1C 14
B8038a PATIENT ROOM 4' - 0" 7' - 0" 1 3/4" D WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 8 12, 15
B8038b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 15L
B8039 TOILET 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 16P 3, 14
B8040a PATIENT ROOM 6' - 0" 7' - 0" 1 3/4" E WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 6 12, 15
B8040b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 23
B8041 NOURISHMENT 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 15L 10,16,17,23
B8044a PATIENT ROOM 4' - 0" 7' - 0" 1 3/4" D WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 8 12, 15
B8044b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 15L
B8046a PATIENT ROOM 4' - 0" 7' - 0" 1 3/4" D WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 21 12, 23, 15
B8046b NURSE SERVER 1' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 23
B8052 CORRIDOR 7' - 4" 7' - 0" 1 3/4" B WOOD ST FRG C HM PT 4/AS-810 3/AS-810 - 20 MIN. 14 6,8,13,16,17
B8054 RT/IABP STORAGE 3' - 8" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 3S 10,16,17,23
B8055 MED PREP 3' - 0" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 7T 10,14,17,23,15(INSIDE)
B8056 ICU EQUIP. STORAGE 3' - 8" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 7T 10,16,17,23
B8057 CLEAN UTILITY 3' - 8" 7' - 0" 1 3/4" B WOOD ST FRG A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 7T 10,16,17,23
B8059 EQUIPMENT 3' - 8" 7' - 0" 1 3/4" B WOOD ST FRG A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 22 10,17,23,15(INSIDE),16
B8061 CLEAN LINEN 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 3S 10,23,16(INSIDE),14
B8063 HSKP 3' - 6" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 7T 10,14,16(INSIDE),23
B8064 DUMBWAITER 3' - 8" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 2C 14
B8065a MECHANICAL 3' - 8" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 3S 14,23
B8065b MECHANICAL 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 3
B8066 CORRIDOR 7' - 4" 7' - 0" 1 3/4" B WOOD ST FRG C HM PT 4/AS-810 3/AS-810 - 20 MIN. 14 6, 8, 13, 16, 17
B8067 MED GAS STORAGE 3' - 0" 7' - 0" 1 3/4" A WOOD ST FRG A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 3
B8071 MECHANICAL 6' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 3
B8073 DATA 3' - 0" 7' - 0" 1 3/4" A WOOD ST - A HM PT 1/AS-810 SIM 1/AS-810 - - 19 14
EB1-08 STAIR 1 3' - 8" 7' - 0" 1 3/4" B WOOD ST FRG A HM PT 1/AS-810 SIM 1/AS-810 - 90 MIN. 9 15
EB2-08 STAIR 2 3' - 6" 7' - 0" 1 3/4" B WOOD ST FRG A HM PT 1/AS-810 SIM 1/AS-810 - 90 MIN. 9 15
EB3-08 STAIR 3 3' - 8" 7' - 0" 1 3/4" B WOOD ST FRG A HM PT 1/AS-810 SIM 1/AS-810 - 90 MIN. 9 15, 23

DOOR SCHEDULE - 8D

Mark Room Name

Opening Door Frame Details
Fire

Rating
Hardware

Group RemarksWidth Height Thickness Type Material Finish Glass Type Material Finish
Head
Detail

Jamb
Detail

Sill
Detail

D8013 CLEAN INST HOLDING 3' - 8" 7' - 0" 1 3/4" B METAL PT TG A HM PT 1/AS-810 SIM 1/AS-810 - - 7T 10,16,17
D8015a DECONTAMINATION 3' - 8" 7' - 0" 1 3/4" B METAL PT TG A HM PT 1/AS-810 SIM 1/AS-810 - - 18T 10,16,17
D8015b DECONTAMINATION 3' - 0" 7' - 0" 1 3/4" B METAL PT TG A HM PT 1/AS-810 SIM 1/AS-810 - - 18T 10,16,17
D8016a MECHANICAL 3' - 8" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 3S 1, 14
D8016b MECHANICAL 3' - 8" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 3S 1, 14
D8016c MECHANICAL 3' - 8" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 3S 1,14
D8016d MECHANICAL 3' - 8" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 3S 1, 15
D8016e MANIFOLD 6' - 0" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 19 14, 23
D8019a ANTEROOM 3' - 0" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 7T 10, 14
D8019b ANTEROOM 3' - 0" 7' - 0" 1 3/4" B METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 15 14, 17, 23
D8021 TOILET/SHOWER 3' - 0" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 16P 3, 23
D8023 CART WASHER 6' - 0" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 19S 14, 23
D8025 CLEAN CART HOLDING 3' - 8" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 7T 10,16,17
D8030 STORAGE 3' - 8" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - 45 MIN. 3S 7, 15, 23
D8035 MECHANICAL 3' - 0" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 1S 14
ED8-08 STAIR 8 3' - 8" 7' - 0" 1 3/4" B METAL PT FRG A HM PT 2/AS-810 2/AS-810 SIM - 90 MIN. 9 15
ED8205 CORRIDOR 3' - 0" 7' - 0" 1 3/4" B METAL PT TG A HM PT 1/AS-810 SIM 1/AS-810 - - 3 16,17
ED8209 CLEAN CART

LIFT/STAGING
3' - 8" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - EXIST 21

DOOR SCHEDULE - 9A-B

Mark Room Name

Opening Door Frame Details
Fire

Rating
Hardware

Group RemarksWidth Height Thickness Type Material Finish Glass Type Material Finish
Head
Detail

Jamb
Detail

Sill
Detail

A9002 3' - 4" 7' - 0" 1 3/4" A METAL PT - A HM PT 3/AS-580 SIM 2/AS-590 12/AS-580 - 10S 2
A9010a VESTIBULE 3' - 8" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 3S
A9010b VESTIBULE 3' - 8" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - - 3S
A9020a PENTHOUSE-WEST 3' - 4" 7' - 0" 1 3/4" A METAL PT - A HM PT 3/AS-580 SIM 3/AS-810 SIM 2/AS-580 SIM - 10S 2
A9020b PENTHOUSE-WEST 3' - 4" 7' - 0" 1 3/4" A METAL PT - A HM PT 3/AS-580 3/AS-580 2/AS-580 - 10S 2
B9030 PENTHOUSE-EAST 3' - 4" 7' - 0" 1 3/4" A METAL PT - A HM PT 3/AS-580 SIM 2/AS-590 SIM 2/AS-580 SIM - 10S 2
EB3-09 STAIR 3 3' - 0" 7' - 0" 1 3/4" A METAL PT - A HM PT 1/AS-810 SIM 1/AS-810 - 90 MIN 9 10

 3" = 1'-0"1 DOOR JAMB @ GWB PARTITION (HEAD SIM)

 1/4" = 1'-0"
DOOR TYPE LEGEND

 1/4" = 1'-0"
DOOR FRAME LEGEND

 3" = 1'-0"
HM FRAME TYPES

 1 1/2" = 1'-0"2 DOOR HEAD @ MASONRY W/ FURRING

 3" = 1'-0"4 HM FRAME DOUBLE EGRESS HEAD DETAIL

 3" = 1'-0"3 HM FRAME DOUBLE EGRESS JAMB DETAIL

BORROWED LIGHT SCHEDULE

MARK WIDTH HEIGHT
Glass
Type

Head
Detail

Jamb
Detail Sill Detail Comments

BL-1 3' - 0" 3' - 0" - - - (NOT USED)
BL-2 3' - 3 3/4" 1' - 0" 15/AS-820 15/AS-820 SIM 15/AS-820 SEE ELEVATION 4/AS-710
BL-3 4' - 6" 1' - 0" 15/AS-820 15/AS-820 SIM 15/AS-820 SEE ELEVATION 4/AS-710
BL-4 1' - 6" 4' - 0" TG 33/AS-820 34/AS-820 33/AS-820 SEE ROOM FINISH SCHEDULE FOR INTEGRAL BLIND COLOR
BL-5 2' - 2" 4' - 0" TG 33/AS-820 34/AS-820 33/AS-820 SEE ROOM FINISH SCHEDULE FOR INTEGRAL BLIND COLOR
BL-6 3' - 0" 4' - 0" TG 33/AS-820 34/AS-820 33/AS-820 SEE ROOM FINISH SCHEDULE FOR INTEGRAL BLIND COLOR
BL-7 9' - 1" 5' - 0" 12/AS-830 11/AS-830 9/AS-830 SIM SEE ELEVATION 2/AS-710
BL-8 2' - 8" 4' - 0" SEE ELEV SEE ELEV SEE ELEV SWITCHABLE PRIVACY GLASS, TEMPERED.  SEE ELEVATION

7/AS-720.
BL-12 3' - 6" 2' - 6"

DOOR SCHEDULE - 7

Mark Room Name

Opening Door Frame Details
Fire

Rating
Hardware

Group RemarksWidth Height Thickness Type Material Finish Glass Type Material Finish
Head
Detail

Jamb
Detail

Sill
Detail

EA706a STAIR 9 3' - 8" 7' - 0" 1 3/4" B WOOD ST TG A HM PT 1/AS-810 SIM 1/AS-810 - - 9 15, 23

BL-9 25' - 8 3/4" 5' - 0" SEE ELEV SEE ELEV SEE ELEV SEE ELEVATION 2/AS-710

 1 1/2" = 1'-0"6 PATIENT SUPPLY CABINET - PLAN

 1 1/2" = 1'-0"5 PATIENT SUPPLY CABINET

1 Addendum 1 05/24/2013



1. SEE SPECIFICATIONS FOR DETAILED DESCRIPTIONS OF SIGN TYPES.

2. COORDINATE LOCATION OF SIGNS WITH OTHER WALL MOUNTED
EQUIPMENT/FURNISHINGS.  OWNER TO APPROVE ALL SIGN LOCATIONS.

3.  SEE 4/AS-600 FOR TYPICAL LIFE SAFETY SIGN LOCATIONS AT STAIRS.

4.  BASIC SIGN TYPE FAMILIES ARE PROVIDED IN PARENTHESES IN MARK
LEGEND. DETAILED MESSAGE SCHEDULE AND SPECIFIC SIGN TYPES TO BE
DETERMINED BY OWNER.

5. ALL SIGNAGE IS OWNER FURNISHED/ OWNER INSTALLED.

2"

5' 
- 0

"

WALL MOUNTED

5' 
- 0

"

DOOR MOUNTED

EQEQ

MARK LEGEND
MARK  A  PRIMARY ROOM INDENTIFICATION  (03 + 04)
MARK  B  PATIENT ROOM IDENTIFICATION  (03 + 05)
MARK  C  CEILING MOUNTED DIRECTIONAL SIGN  (15)
MARK  D  RESTROOM PICTOGRAM  (03 + 09)
MARK  E  INFORMATIONAL SIGN  (11)
MARK  F  STAIR PICTOGRAM  (09)
MARK  G  WALL DIRECTIONAL SIGN  (14)
MARK  H  ELEVATOR LOBBY SIGN  (14)
MARK  J    DECORATIVE WALL SIGN
MARK  K   STAIRWELL IDENTIFICATION SIGN  (01)
MARK  L    EMERGENCY EXIT PLAN SIGN  (01)
MARK  M  STAIR IDENTIFICATION SIGN  (01)
MARK  N  FIRE DOOR SIGN  (01)
MARK  O  DIRECTION OF EXIT SIGN  (01)
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SIGNAGE SCHEDULE, TYPES & DETAILS

AS-811

607-394

1

WS RA 73

SIGNAGE SCHEDULE
Room No. Room Name Mark Comments

A8027 MEN'S LOCKERS A
A8028 CORRIDOR E COORD SIGN LOCATION WITH OWNER
A8028A UTILITY CLOSET A
A8029 STERILE SUPPLY/ CLEAN STORAGE/ CART ASSEMBLY A
A8030 WOMEN'S LOCKERS A
A8035 STERILIZERS A
A8036 WOMEN'S TOILETS D
A8037 PREP/ PACK A
A8041 HSKP A
A8042 ANESTHESIA TRAINING A
A8046 OR EQUIP. STORAGE A
A8048 EDU/ CNL A
A8050 OR SERV. COORD. A
A8052 ANESTH STORAGE A
A8054 STAIR 9 F
B8001 STAFF LOUNGE A
B8002 PROT. ENVIRON. PATIENT ROOM B
B8004 PROT. ENVIRON. PATIENT ROOM B
B8005 FAMILY ROOM A
B8006 CHARTING A
B8007 VISITOR/STAFF TOILET D
B8008 BARIATRIC PROT. ENVIRON. PATIENT ROOM B
B8009 NOURISHMENT A
B8010 PROT. ENVIRON. PATIENT ROOM B
B8012 CHARTING A
B8013 NURSE STATION A
B8014 PROT. ENVIRON. PATIENT ROOM B
B8016 PROT. ENVIRON. PATIENT ROOM B
B8018 CHARTING A
B8019 MED PREP ALCOVE A
B8020 PROT. ENVIRON. PATIENT ROOM B
B8021 MED PREP A
B8022 PATIENT ROOM B
B8024 CHARTING A
B8025 EQUIPMENT A
B8026 NEG. ISOLATION PATIENT ROOM B
B8027 CLEAN LINEN A
B8028 NEG. ISOLATION PATIENT ROOM B
B8029 CONFERENCE/ REPORT A
B8030 CHARTING A
B8032 PATIENT ROOM B
B8033 SOILED UTILITY A
B8034 PATIENT ROOM B
B8035 ELEC. A
B8036 CHARTING A
B8037 FAMILY ROOM A
B8038 PATIENT ROOM B
B8039 VISITOR/STAFF TOILET D
B8040 BARIATRIC PATIENT ROOM B
B8041 NOURISHMENT A
B8042 CHARTING A
B8043 NURSE STATION A
B8044 PATIENT ROOM B
B8046 NEG. ISOLATION PATIENT ROOM B
B8048 CHARTING A
B8053 MED PREP ALCOVE A
B8054 RT/ IABP STORAGE A
B8055 MED PREP A
B8056 ICU EQUIP. STORAGE A
B8057 CLEAN UTILITY A
B8058 GREETER - DESK SIGN, COORDINATE WITH OWNER
B8059 EQUIPMENT A
B8060 FAMILY WAITING J DECORATIVE WALL SIGN - COORD LOCATION W/ OWNER
B8061 CLEAN LINEN A
B8062 LOCKERS/ NOURISH A
B8063 HSKP A
B8064 DUMBWAITER A
B8065 MECHANICAL A
B8066 ELEVATOR LOBBY G, H SEE 1/AS-710 AND 2/AS-710 FOR LOCATIONS
B8067 MED GAS STORAGE EX EXISTING SIGN TO REMAIN
B8071 MECHANICAL A
B8073 DATA A
D8013 CLEAN INST HOLDING A
D8015 DECONTAMINATION A
D8016 MECHANICAL A
D8019 ANTEROOM A
D8021 TOILET/ SHOWER D
D8023 CART WASHER A
D8025 CLEAN CART HOLDING A
D8030 STORAGE A
EB1-08 STAIR 1 F,K,L,M,N,O SEE DIAGRAM FOR SIGNAGE LOCATIONS
EB2-08 STAIR 2 F,K,L,M,N,O SEE DIAGRAM FOR SIGNAGE LOCATIONS
EB3-08 STAIR 3 F,K,L,M,N,O SEE DIAGRAM FOR SIGNAGE LOCATIONS
ED7-08 STAIR 7 F,K,L,M,N,O SEE DIAGRAM FOR SIGNAGE LOCATIONS
ED8-08 STAIR 8 F,K,L,M,N,O SEE DIAGRAM FOR SIGNAGE LOCATIONS
ED8201 MECHANICAL A
ED8202 MECHANICAL A
ED8203A TELEPHONE A
ED8203B ELEC A
ED8205 CORRIDOR -
ED8208 A
ED8209 CLEAN CART LIFT/ STAGING A
A9002 PENTHOUSE A
A9010 VESTIBULE A
A9020 PENTHOUSE - WEST A
B9030 PENTHOUSE - EAST A
EB3-09 STAIR 3 F,K,L,M,N,O SEE DIAGRAM FOR SIGNAGE LOCATIONS

SIGNAGE SCHEDULE
Room No. Room Name Mark Comments

A8044 CORRIDOR
B3086 TOILET
B3087 OFFICE
B3090 OFFICE
B3154 CORRIDOR
B8023 CLEAN UTILITY
B8050 CORRIDOR
B8052 CORRIDOR
B8069 CORRIDOR
B9030 PENTHOUSE - EAST A
D8016A MANIFOLD
D8020 CORRIDOR
D8028 CORRIDOR
D8035 MECH
EA706 STAIR 9
B3065 SHARED OFFICE (ICU MANAGER/ 7C) A
B3066 P-TUBE A
B3067 ICU LOCKERS A
B3069 EYE EXAM A
B3070 FAMILY CONSULT A
B3071 EQUIPMENT STORAGE A
B3072 CLEAN LINEN A
B3073 CLEAN SUPPLY A
B3074 PATIENT ROOM B
B3075 PATIENT ROOM B
B3076 PATIENT ROOM B
B3077 PATIENT ROOM B
B3078 MOCK UP PATIENT ROOM B
B3079A MED PREP A
B3079B STAFF LOUNGE A
B3079C MED PREP ALCOVE A
B3080 PATIENT ROOM B
B3081 NURSE WORK A
B3081A NOURISH A
B3082 PATIENT ROOM B
B3083 SOILED UTILITY A
B3084 TOILET D
B3085 IT A
B3088 CONFERENCE A
B3091 DATA A
B3092 CLEAN LINEN A
B3153 CORRIDOR C COORD SIGN LOCATION WITH CLG MTD FIXTURES
A8001 IMAGING ALCOVE A
A8002 CONSULT A
A8003 ICU EQUIP A
A8004 RN MGR A
A8005 PUBLIC / STAFF TLT - FEMALE D
A8006 RN MGR A
A8007 PUBLIC / STAFF TLT - MALE D
A8008 PHARMACIST A
A8010 INTENS. OFFICE A
A8011 CONFERENCE A
A8012 CLINICAL SPECIALIST A
A8013 ELEC A
A8014 ANESTH. MD/RN OFFICE A
A8015 HSKP A
A8016 ANESTHESIA ADMIN A
A8017 OR VENDOR OFFICE A
A8018 CHIEF ANESTH. OFFICE A
A8019 MEN'S TOILETS D
A8020 ANESTH. MD OFFICE A
A8021 VESTIBULE A
A8022 ANESTH. MD OFFICE A
A8024 ANESTH. MD OFFICE A
A8026 VESTIBULE A

 1/2" = 1'-0"1 TYPICAL SIGNAGE HEIGHTS

Addendum 1 05/24/20131

1 1



BASE AS SCHEDULED

SLIDING DRAWER

SOLID SURFACE
COUNTERTOP AS
SCHEDULED

(1) ADJ. PLAM SHELF

SHELF SUPPORT
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INTERIOR DETAILS

AS-820

607-394

1

WS RA 74

 3/4" = 1'-0"1 UPPER AND LOWER CABINET SECTION

 3/4" = 1'-0"2 SINK CABINET DETAIL

 3/4" = 1'-0"3 CABINET SECTION-4 DRAWER

 3/4" = 1'-0"4 CABINET SECTION-3 DRAWER

 3/4" = 1'-0"5 ADA BENCH SECTION

 3/4" = 1'-0"6 COUNTER W/ BRACKET SECTION

 3/4" = 1'-0"7 BRACKET DETAIL

 1 1/2" = 1'-0"20 COAT ROD AND SHELF

 3/4" = 1'-0"13 MICROWAVE CABINET SECTION

 1 1/2" = 1'-0"15 PARTIAL HEIGHT WALL DETAIL

 3/4" = 1'-0"8 PENCIL DRAWER DETAIL

 3/4" = 1'-0"9 PLAM APRON DETAIL

 3/4" = 1'-0"11 MAIL SLOT CABINET
 3/4" = 1'-0"16 FULL HEIGHT CABINET DETAIL

 3/4" = 1'-0"23 FULL HEIGHT OPEN CABINET DETAIL

 3/4" = 1'-0"21 BOX LOCKERS DETAIL

 3/4" = 1'-0"14 SINK W/ APRON DETAIL

 3/4" = 1'-0"19 SHELF W/ BRACKET SECTION

 3/4" = 1'-0"10 SINK CABINET @ ALCOVE DETAIL

 3/4" = 1'-0"25 MAIL SLOT CABINET - FULL HT

 3" = 1'-0"29 BORROWED LIGHT - HEAD
 3" = 1'-0"36 BORROWED LIGHT - HEAD WD PANEL (SILL SIM)

 3" = 1'-0"27 BORROWED LIGHT - JAMB

 3" = 1'-0"28 BORROWED LIGHT MULLION

 3" = 1'-0"26 BORROWED LIGHT SILL DETAIL

 3" = 1'-0"35 BORROWED LIGHT MULLION W/ WOOD PANEL

 3" = 1'-0"34 HM BORR. LITE W/ INTEGRAL BLINDS JAMB

 3" = 1'-0"33 HM BORR. LITE W/ INTEGRAL BLINDS SILL

 3" = 1'-0"32 BORROWED LITE HM - HEAD (SILL SIM)

 3" = 1'-0"31 BORROWED LITE HM - JAMB

 3" = 1'-0"40 BORROWED LIGHT - FINISHED END JAMB

 3" = 1'-0"37 BEDPAN HOLDER DETAIL

 1" = 1'-0"38 SPECIAL FEATURE - ELEVATOR LOBBY

 3" = 1'-0"39 DISPLAY SHELF DETAIL

 3" = 1'-0"41 BORROWED LIGHT - HEAD WD PANEL - NO PART (SILL SIM)

 3" = 1'-0"42 SPECIAL FEATURE - HEAD/SILL (JAMB SIM)
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3/8" THREADED ROD HANGER
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AUTO LIFT TRACK

AUTO LIFT TRACK RUNS PERPENDICULAR
AT SIM.
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NOTE:  RELOCATE EIGHT (8) EXISTING
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PATIENT LIFT EQUIPMENT INCLUDING AUTO
LIFT TRACK & AUTO LIFT TRACK RUNNERS
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INTERIOR DETAILS

AS-821

607-394

1

WS RA 75

 3/4" = 1'-0"1 CABINET SECTION-OPEN STORAGE

 3/4" = 1'-0"2 TWO-TIERED METAL LOCKER DETAIL

 1" = 1'-0"3 Typ Patient Footwall - Section A

 1" = 1'-0"4 Typ Patient Footwall - Section B

 1" = 1'-0"5 Typ Patient Footwall - Section C

 1" = 1'-0"6 Typ Patient Footwall - Section D

 1" = 1'-0"7 Typ Patient Headwall - Section A

 1" = 1'-0"8 Typ Patient Headwall - Section B

 3/4" = 1'-0"9 FULL HEIGHT OPEN CABINET DETAIL - ADJ SHELVING

 1 1/2" = 1'-0"10 PATIENT ROOM LIFT DETAIL



EL.

EL.

EL.

ACT
VARIES - SEE RCP

GWB
VARIES - SEE RCP

VARIES - SEE RCP

6"

2 1/2" MTL STUD
KICKERS @ 48" OC

5/8" GWB ON 3 5/8" MTL
STUDS TO UNDERSIDE
OF STRUCTURE

5/8" GWB ON 3 5/8" MTL STUDS

SEE PLAN FOR PARTITION TYPE

HANGER WIRES PER CODE
AND LOAD REQUIREMENTS
ACT- SEE RCP FOR HEIGHTS

EXTRUDED ALUMINUM
CHANNEL TRIM

TEE-BAR CONNECTOR CLIP

PROVIDE SPLICE PLATES
BETWEEN CHANNELS

CUBICLE CURTAIN TRACK WHERE
SHOWN ON RCP

CUBICLE CURTAIN - SEE ROOM
FINISH SCHEDULE

MIN.
4"

5/8" GWB OVER LIGHT GAUGE
FRAMING

ACOUSTIC CEILING TILE  - SEE  RFS

EXTEND GWB MIN. 2" ABOVE ACT

FACE OF WALL/S BEYOND (IF APPLICABLE)

EDGE ANGLE TRIM5"

SEE RCP
SEE RCP

ACOUSTICAL CEILING TILE
SEE RCP

ACT SUSPENSION TEE

CEILING TO CEILING
EXPANSION JOINT ASSEMBLY

CEILING EL.
VARIES - SEE RCP

SLOPE 3/4"
TO DRAIN

CERAMIC TILE IN
THICKSET BASE

DRAIN

LATEX CONCRETE FILL TO PITCH
TO DRAIN

SHOWER PAN WATERPROOFING
ISOLATION MEMBRANE, EXTEND
8" UP WALL

SEE PLAN FOR PARTITION TYPE

CERAMIC TILE

5/8" CEMENT BACKER BOARD

FIN FLR

SEALANT

MINERAL FIBER

FIRE/SMOKE SEAL

SEALANT, BOTH SIDES OF WALL

MI
N.

7 3
/4"

1/4" 5/8"

SLOPED LIGHTWEIGHT CONCRETE
TOPPING, REMOVE EXISTING
TOPPING AS REQUIRED

EXISTING CONCRETE STRUCTURE

BOTTOM OF WALL TILE
AT PERIMETER

1 3
/4"

2 1
/2"

VINYL TILE

CARPET

CERAMIC TILE

STAINLESS STL.
TRIM EDGE

RUBBER TRIM EDGE

VINYL

22

NOTE:  RATED CEILING IS NOT LOAD BEARING

42 SF

ELEC.
B8035

SEE PLAN FOR PARTITION TYPE

8'-0" AFF
CEILING HEIGHT

EXISTING GWB PARTITION

2 HR HORIZONTAL SHAFTWALL W/ CH STUDS @ 24" OC
(DESIGN BASED ON WHI 694-0300.1, DEPTH OF STUD
DEPENDS ON SPAN)

CONDUIT AND DUCT
PATH, SEE MEP

1/2" DIA. HANGERS ANCHORED
TO STRUCTURE ABOVE

LATERALLY BRACE
SUSPENDED CHANNEL
TO WALL OR
STRUCTURE ABOVE
SUSPENDED CEILING
PER FINISH SCHEDULE

3/8" STUD BOLT

MTL TOILET PARTITION PILASTER
W/CORE AS SPECIFIED

TOP OF TOILET
PARTITION. SEE
MFGR'S DETAIL

METAL CLIP

WALL FRAMING

STEEL CHANNEL (SIZE
FOR SPAN AS REQ'D.)

16

C.1

9 1/2" 5 1/2"

5' 
- 0

"
2' 

- 2
 3/

4"

7 1
/4"

3' 
- 9

 1/
2"

7 1
/4"

SEE PLAN FOR
PARTITION TYPES

ELECTRIC FIRE
PLACE INSERT, SEE
SPECIFICATIONS
FOR MODEL

26

AS-830

6"

LEVEL 8
996' - 6"

16

EXISTING FLOOR
STRUCTURE

2' 
- 9

 1/
2"

1' 
- 6

"

CEMENT BOARD ON
METAL STUDS PCT ON

LIGHT GAUGE HEADER

ELECTRIC FIREPLACE
-VERIFY OPENING

REQUIREMENTS w/ MFR
-SEE SPEC

SEE PLAN FOR
PARTITION TYPES

RUBBER BASE/WALL PROTECTION DETAIL

COVED BASE/WALL PROTECTION DETAIL

TRANSITION DETAIL

SEE PLANS FOR PARTITION TYPE
TILE WALL, SEE ROOM FINISH

SCHEDULE

FT WD BLOCKING

ALUMINUM COVE SHAPED PROFILE
FOR INSIDE CORNERS OR WALL

CORNERS AT TILE FLOOR TO TILE
WALL, OR BASE, SEE

SPECIFICATIONS

TILE FLOOR, SEE ROOM FINISH
SCHEDULE

VA
RI

ES
 - S

EE
 S

CH
ED

UL
E

SEE PLANS FOR PARTITION TYPE

RWP TO SIT ON TOP OF COVED BASE

METAL TRIM EDGE AT COVED BASE

FT WD BLOCKING

INTEGRAL COVED BASE

FLOOR FINISH AS SCHEDULED

FLOOR FINISH AS SCHEDULED

SEE PLANS FOR PARTITION TYPE

RWP, RUN BEHIND RUBBER WALL
BASE TO FLOOR

RUBBER WALL BASE, SEE ROOM
FINISH SCHEDULE

SOLID COVE FILLER STRIP

INTERIOR FLOOR
EXPANSION JOINT
ASSEMBLY, ALIGN W/ FINISH
FLOOR

FT WD BLOCKING

EXISTING CONCRETE SLAB

2 HR RATED FIRE
BLANKET INSERT

FIRE CAULK BOTH SIDES, TYP

+/- 4"

FIELD VERIFY EXISTING DIMENSION

+/- 2"

INTERIOR FLOOR EXPANSION
JOINT ASSEMBLY
(UL SYSTEM FF-D-0045)
ALIGN W/ FINISH FLOOR

EXISTING CONCRETE
SLAB

2 HR RATED FIRE BARRIER
INSULATION

FIRE CAULK BOTH
SIDES, TYP

2 HR RATED FIRE BARRIER
HEAT SHIELD

FIELD VERIFY EXISTING DIMENSION

STL SUPPORT FRAME
AND BRACING TO
STRUCTURE ABOVE

ACT, SEE RCP

8'-0" AFF
ACT

PATIENT LIFT TRACK BEYOND

SEE RCP

ALIGN

ANCHOR SCREEN HOUSING TO
STRUCTURE ABOVE

PROJECTOR SCREEN HOUSING
RECESSED INTO CEILING SYSTEM

CEILING SYSTEM - SEE RCP FOR TYPE

ANGLE EDGE TRIM, ALL SIDES

5/8" GWB ON 3 5/8" MTL STUDS,
EXTEND STUDS TO UNDERSIDE
OF STRUCTURE ABOVE

ACOUSTIC CEILING TILE
SEE  RFS

EXTEND GYPSUM BOARD 2" MIN.
ABOVE ACT

EDGE ANGLE TRIM

SEE RCP

SEE RCP

CL

VARIES - SEE RCP

SEE PLAN FOR
PARTITION TYPES

3X3 STL TUBE FROM FLOOR SLAB
TO UNDERSIDE OF STRUCTURE

FOLDING ADA
SHOWER SEAT

1' - 6"

CO-EXTRUDED FLEXIBLE
VINYL BUMPER

VINYL COVER, SEE WALL
PROTECTION PLAN FOR TYPE

CONTINUOUS VINYL
RETAINER

1 1/4" SELF-TAPPING
SCREWS

WD BLOCKING

SEE PLAN FOR PARTITION
TYPE

6"

6"

WALL BUMPER, SEE WALL
PROTECTION PLAN FOR TYPE

CONTINUOUS ALUMINUM
RETAINER .080" 2mm

NON-PVC COVER .080" 2mm

CONTINUOUS IMPACT
BUMPER .070" 1.8mm

#10 X 1 3/4" SHEET METAL
SCREW W/ ALLIGATOR
ANCHOR

BASE MATERIAL AS
SCHEDULED

6"
8"

STAINLESS STEEL
MOUNTING BRACKET

1/4-20 x 5" HEX HEAD
SCREW W/ PHILLIPS
HEAD SLOT

2'-
10

" A
FF

HANDRAIL

SEE PLAN FOR PARTITION TYPES

3X3 STL TUBE w/ 12X4X1/4 STL PLATE AT
TOP AND BOTTOM, RUN FROM FLOOR
SLAB TO UNDERSIDE OF STRUCTURE

FOLD DOWN GRAB BAR
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INTERIOR DETAILS

AS-830

607-394

1

WS RA 76

 1 1/2" = 1'-0"1 SOFFIT @ WALL DETAIL

 1 1/2" = 1'-0"2 ALUMINUM CHANNEL TRANSITION

 3/4" = 1'-0"3 5" NOM SOFFIT DETAIL

 1 1/2" = 1'-0"4 CEILING EXPANSION JOINT COVER DETAIL

 3" = 1'-0"12 TYP. ADA SHOWER BASE

 6" = 1'-0"13 FLOORING TRANSITIONS

 3/4" = 1'-0"5 2 HR CEILING DETAIL
 3" = 1'-0"10 TOILET COMPARTMENTS CEILING DETAIL

 1 1/2" = 1'-0"23 FIREPLACE DETAIL

 1" = 1'-0"26 FIREPLACE SECTION

 3" = 1'-0"14 WALL BASE DETAILS

 3" = 1'-0"6 EXP JT - FLOOR TO WALL

 3" = 1'-0"7 EXP JT - FLOOR

 1 1/2" = 1'-0"9 CEILING - LIFT TRACK DETAIL

 3/4" = 1'-0"8 PROJECTION SCREEN DETAIL

 3/4" = 1'-0"11 TYP SOFFIT DETAIL

 3/4" = 1'-0"18 SHOWER SEAT DETAIL

 3" = 1'-0"20 CORNER GUARD DETAIL

 3" = 1'-0"21 WALL BUMPER DETAIL

 3" = 1'-0"22 HANDRAIL DETAIL

 3/4" = 1'-0"19 FOLD DOWN GRAB BAR DETAIL
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EQUIPMENT PLAN GENERAL NOTES
1.  PLANS REFLECT LOCATIONS OF MEDICAL EQUIPMENT WITH EQUIPMENT TAG
NUMBERS.  TAG NUMBERS CORRESPOND TO THE "MEDICAL EQUIPMENT
SCHEDULE".

2.  THE OWNER WILL BE SEPARATELY BIDDING AND PROCURING SOME OF THE
MEDICAL EQUIPMENT LISTED AT A TIME TO BE SCHEDULED BY THE OWNER.  OTHER
MEDICAL EQUIPMENT INCLUDED IN THE PROJECT MANUAL TECHNICAL SECTION
SHALL BE CONTRACTOR FURNISHED AND INSTALLED.

3.  COMPUTERS, MONITORS, PRINTERS, FAX, COPIERS AND OTHER OFFICE
EQUIPMENT REFLECTED IN PLANS ARE OWNER PROVIDED, VERIFY FINAL
LOCATIONS.

4.  SEE VENDOR CUT SHEETS INCLUDED IN THIS SUBMITTAL FOR SITE SPECIFIC
EQUIPMENT INFORMATION.
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PARTIAL FFE FLOOR PLAN - LEVEL 8 - WING A

AS-908A

607-394

1

WS RA 77

 1/8" = 1'-0"1 PARTIAL EQUIP FLOOR PLAN - LEVEL 8 - WING A
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EQUIPMENT PLAN GENERAL NOTES
1.  PLANS REFLECT LOCATIONS OF MEDICAL EQUIPMENT WITH EQUIPMENT TAG
NUMBERS.  TAG NUMBERS CORRESPOND TO THE "MEDICAL EQUIPMENT
SCHEDULE".

2.  THE OWNER WILL BE SEPARATELY BIDDING AND PROCURING SOME OF THE
MEDICAL EQUIPMENT LISTED AT A TIME TO BE SCHEDULED BY THE OWNER.  OTHER
MEDICAL EQUIPMENT INCLUDED IN THE PROJECT MANUAL TECHNICAL SECTION
SHALL BE CONTRACTOR FURNISHED AND INSTALLED.

3.  COMPUTERS, MONITORS, PRINTERS, FAX, COPIERS AND OTHER OFFICE
EQUIPMENT REFLECTED IN PLANS ARE OWNER PROVIDED, VERIFY FINAL
LOCATIONS.

4.  SEE VENDOR CUT SHEETS INCLUDED IN THIS SUBMITTAL FOR SITE SPECIFIC
EQUIPMENT INFORMATION.
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